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EXECUTIVE SUMMARY 
LAYPERSON’S DESCRIPTION 

 
 

After the devastating drought in the late 1970s, the California Legislature declared California’s 
water supplies as a limited resource, subject to ever-increasing demands and that long-
term, reliable supply of water is essential to protect California’s businesses, communities, 
agricultural production, and environmental interests. The Legislature also recognized a need 
to strengthen local and regional drought planning and increase statewide resilience to 
drought and climate change. Thus, in 1983, the California Legislature created the Urban Water 
Management Planning Act (UWMPA). 1 The UWMPA requires urban water suppliers serving over 
3,000 customers or supplying at least 3,000 acre-feet of water annually to prepare and adopt 
an Urban Water Management Plan (UWMP) every five years,2 which shall demonstrate water 
supply reliability in a normal year, single dry year, and droughts lasting at least five years over 
a twenty-year planning horizon. 3 The UWMPA also requires each urban water supplier to 
prepare a drought risk assessment and water shortage contingency plan (WSCP).4 
Additionally, beginning in July 2022, each urban water supplier must prepare an annual water 
supply and demand assessment. 5 The California Legislature asserts that aggregating all of 
these legal requirements at the urban water supplier level will improve local, regional, and 
statewide water planning and water resilience. 

The UWMP is the legal and technical water management foundational document for urban 
water suppliers throughout California. A well-constructed UWMP provides the supplier’s 
elected officials, management, staff, and customers with an understanding of past, current, 
and future water conditions and management. The UWMP integrates local and regional land 
use planning, regional water supply, infrastructure, and demand management projects as 
well as analyzing statewide challenges that may manifest through climate change and 
evolving regulations. Thoughtful urban water management planning provides an opportunity 
for the supplier to integrate supplies and demands in a balanced and methodical planning 
platform that addresses short- and long-term planning conditions. In short, the UWMP 
gathers, characterizes, and synthesizes water-related information from numerous sources 
into a plan with local, regional, and statewide practical utility.  

 
1 California Water Code (CWC) §10610 et seq. (Chapter 1 added by Stats. 1983, Ch. 1009, Sec. 1). 
2 CWC §10610 et seq. 
3 CWC §§10631-10635 
4 CWC §§10632 
5 CWC §§10632.1 
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ES-1 EL DORADO IRRIGATION DISTRICT 
El Dorado Irrigation District (District) is a public water agency that provides potable and 
recycled water directly to retail customers and via wholesale to the City of Placerville 
throughout its approximately 220 square mile service area. Formed in 1925 to provide water 
within El Dorado County, the District serves agricultural needs, urban communities, and rural 
residences. 6 The District’s service area is divided into five political divisions and is governed 
by a five-member, publicly elected Board of Directors.  

The District serves a combination of municipal and agricultural customers throughout the 
County (see Figure ES-1). While the population of nearly 130,000 residential customers are the 
primary water users, the number of connections, ratio of different user classifications, and 
water use characteristics vary across each service region. The District serves these 
customers from an array of surface water supplies, diversion points, treatment plants, and 
water infrastructure. 

From a water use characteristics and infrastructure perspective, the District is divided into 
three water service regions:  

• El Dorado Hills Region – includes communities of Bass Lake, El Dorado Hills and 
Cameron Park. 

• Western Region – includes communities of Lotus/Coloma, Shingle Springs, Logtown, El 
Dorado, and Diamond Springs/El Dorado.  

• Eastern Region – includes communities of Swansboro, Camino, Pleasant Valley, Sly 
Park, Pollock Pines, and Placerville.  

o Outingdale Satellite Water Service Region – The Outingdale Satellite System is 
located south of the main water system. The District annexed this system in the 
1970 from the Outingdale Water Company. 

o Strawberry Satellite Water System – The Strawberry Satellite System is located 
about 20 miles east of the Main System.  

For purposes of this 2025 UWMP, customer information is organized by these three distinct 
water service regions. Figure ES-1 presents the water service area. 

ES-2 WATER SERVICE RELIABILITY 
The District is uniquely positioned with ample water supplies to meet both current and future 
customer demand. Specifically, with an array of surface water assets that can be flexibly 
managed in a single year and across multiple years, the District maintains strong reliability 

 
6 A Brief History of El Dorado Irrigation District, December 2011, available at: https://www.eid.org/about-us/document-
library  

https://www.eid.org/about-us/document-library
https://www.eid.org/about-us/document-library
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even during drought conditions. Nevertheless, the District continues to encourage customers 
to use water efficiently and continues to see lowering per-capita water use.  

The District’s current normal year water supply and demand conditions represent the 
expected water supply and demand conditions that would likely occur based upon a 
reasonable assessment of regional and statewide hydrology and limited regulatory 
constraints. Under these conditions, the District anticipates that its access to its current 
surface water supplies would be fully available. The District’s characterization of current water 
use conditions represents a historical assessment of water use within the District, as well as 
reasonable characterizations of growth and potential customer use patterns.  

Although the District has sufficient supplies to meet its needs during single-dry years and 
extended droughts as evaluated in this 2025 UWMP, other regulatory constraints or unique 
conditions, like the declaration of a drought emergency by the Governor of the State of 
California, State-ordered curtailment of water rights, low lake levels, or regional supply 
conditions may require the District to reduce its water service to customers.  

Overall, as documented in this 2025 UWMP, the District’s water supply portfolio is capable of 
meeting the water uses in its service area in normal, single dry, and five consecutive dry years 
through 2050.  

 

Figure ES-1. EL DORADO IRRIGATION DISTRICT WATER SERVICE AREA
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CHAPTER 1 
INTRODUCTION 

 
 

The El Dorado Irrigation District (District) provides retail potable, irrigation, and recycled water 
services to municipal and agricultural customers throughout a large area of El Dorado 
County (County), and also provides wholesale treated water to the City of Placerville. 7  

The District was organized in 1925 and created to protect water filings, ensure a secure water 
supply, and increase the value of agricultural lands. With a long history of providing water for 
irrigation, municipal, and commercial purposes, the District has grown more urbanized over 
the years. Originally serving 31,500 acres of agricultural lands, the District now serves nearly 
130,000 people and nearly 150,000 acres of agricultural needs, urban communities, and rural 
residences. 8  

The District’s service area is divided into five political divisions and is governed by a five-
member, publicly elected Board of Directors. The District is the primary water supplier of 
many unincorporated communities in El Dorado County, including El Dorado Hills at the 
western edge of the service area and other smaller communities extending east up the 
western slope of El Dorado County. The service area covers approximately 220 square miles. 

The District’s primary water supply is derived from the natural rainfall and snowpack that falls 
upon the upper elevations of the Sierra Nevada mountains. The District does not utilize 
groundwater as a supply but does capture and treat wastewater from many of the local 
communities, producing recycled water for irrigation to supplement its potable supplies.  

Water serves as the foundation for all municipal services, economic development, and 
quality of life in the District’s service area. The 2025 Urban Water Management Plan (UWMP) 
provides a comprehensive roadmap for ensuring water supply reliability through 2050 and 
beyond. It evaluates existing water supplies, projects future demands, and outlines strategies 
to sustain water system resilience and security. This document serves as more than a 
regulatory requirement—it is a strategic blueprint that helps inform decision makers at the 
District and other relevant public agencies about infrastructure planning, land use decisions, 

 
7 Because deliveries to the City of Placerville are only around 1,200 acre-feet annually, the District is not considered a 
wholesale water purveyor per CWC §10608.12(r). This 2025 Urban Water Management Plan is prepared by the District 
solely from the perspective of a retail water purveyor.  
8 A Brief History of El Dorado Irrigation District, available at: 
https://www.eid.org/home/showpublisheddocument/2152/635369711672500000 

https://www.eid.org/home/showpublisheddocument/2152/635369711672500000
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and resource management policies, ensuring that the District’s water legacy supports both 
current prosperity and future generations. 

1.1. BACKGROUND AND PURPOSE 
The Urban Water Management Planning Act (UWMPA) was enacted by the California 
Legislature in 1983 to address the growing need for comprehensive water supply planning 
across the state's urban areas. Codified in the California Water Code (CWC) §§10610-10656, 
the UWMPA requires urban water suppliers serving more than 3,000 customers or delivering 
more than 3,000 acre-feet annually to prepare and adopt comprehensive water 
management plans every five years. The District has prepared this 2025 UWMP to comply with 
the UWMPA requirements and addresses the District’s water management planning efforts to 
assure adequate water supplies to meet forecast demands over the next 25 years. 

As required by the UWMPA, this 2025 UWMP specifically assesses the availability of the 
District’s supplies to meet forecast water uses during average, single-dry, and five 
consecutive drought years through 2050. Verification that future demands will not exceed 
supplies and assuring the availability of supplies in dry-year conditions are critical outcomes 
of this plan. The 2025 UWMP is an update to the District’s 2020 UWMP and presents new data 
and analysis as required by the California Department of Water Resources (DWR) and the 
CWC. This comprehensive water planning document describes existing and future supply 
reliability, forecasts future water uses, presents demand management progress, and 
identifies local and regional cooperative efforts to meet projected water use. 

The UWMP is designed to be a valuable water management and planning tool to guide and 
inform the District’s Board of Directors, managers, customers, and the State of California 
about its water management practices. It reflects the District’s planning assumptions and 
goals and should be used in combination with other planning resources and documents over 
the UWMP planning horizon, representing the District’s continued commitment to responsible 
water stewardship and proactive strategies that protect both water reliability and community 
prosperity. 

1.2. BASIS FOR PLAN PREPARATION 
The District operates a Public Water System as described in California Health and Safety 
Code §116275. The District also qualifies as a Retail Urban Water Supplier as described in 
Water Code §10617, providing water for municipal purposes to more than 3,000 customers or 
3,000 acre-feet of water per year. This qualification requires the preparation of an UWMP 
every five years. In addition to its main water system, the District also operates two small 
satellite water systems which do not meet the aforementioned customer/volume 
qualification but are registered Public Water Systems. The District’s Public Water System 
details are listed in Table 1-1.  
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TABLE 1-1. PUBLIC WATER SYSTEM INFORMATION 

Public Water System Number Public Water System Name Number of Active Municipal 
Connections 2025 

CA0910017 El Dorado Irrigation District - Strawberry 192 

CA0910018 El Dorado Irrigation District - Outingdale 151 

CA0910001 El Dorado Irrigation District - Main 43,519 

 

Unless otherwise noted, annual reporting is on a calendar year basis and units for volumetric 
values are reported in acre-feet. 

The State Legislature passed numerous new requirements for the 2020 UWMP cycle which 
continue to apply to this 2025 UWMP. Since there have been no additional statutory changes 
to UWMP requirements between 2020 and 2025, this plan incorporates the same 
comprehensive framework established for 2020 UWMPs and incorporates updated guidance 
per DWR’s 2025 UWMP Guidebook. Major requirements implemented in 2020 and continued in 
this 2025 UWMP are listed below along with references to the corresponding sections where 
they are addressed in this document. 

Five Consecutive Dry-Year Water Reliability Assessment: The Legislature modified the dry-
year water reliability planning from a "multiyear" time period to a "drought lasting five 
consecutive water years" designation. This statutory change requires the District to analyze 
the reliability of its water supplies to meet its forecasted demands over an extended drought 
period. This requirement is addressed in Chapter 3—Water Supply Characterization, Chapter 
4—Water Use, and Chapter 5—Water Service Reliability Assessment. 

Drought Risk Assessment (DRA): Due to the frequency of recent California droughts and the 
variability associated with California’s climate, the California Legislature created a DRA 
requirement for UWMPs. The DRA requires assessment over a five-year period from 2026 to 
2030 that examines water supplies, water uses, and the resulting water supply reliability for 
five consecutive dry years. The DRA is addressed in Chapter 5—Water Service Reliability 
Assessment. 

Seismic Risk: Evaluating seismic risk to water system infrastructure and facilities and having 
a mitigation plan is now required by the CWC. Incorporating the water system into regional or 
county hazard mitigation planning is an important aspect of this statute. Seismic risk is 
addressed in Chapter 6—Water Shortage Contingency Plan. 

Water Shortage Contingency Plan: The Legislature modified the UWMPA to require a Water 
Shortage Contingency Plan (WSCP) with specific elements. The WSCP is a document that 
provides the District with an action plan for a drought or catastrophic water supply shortage. 
The WSCP is included in Chapter 6 of this UWMP and the District’s Drought Plan included as 
Appendix A.  
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Groundwater Supplies Coordination: UWMPs are required to be consistent with Groundwater 
Sustainability Plans following the 2014 Legislature enactment of the Sustainable Groundwater 
Management Act (SGMA). The District does not utilize groundwater and as such this section is 
not included in the 2025 UWMP.  

Lay Description: A synopsis of the fundamental determinations of the UWMP is a statutory 
requirement. This section is intended for new staff, new governing members, customers, and 
the media, and ensures a consistent representation of the District’s detailed analysis. This 
description is provided in Executive Summary of this 2025 UWMP. 

1.3. COORDINATION AND OUTREACH 
As required by the UWMPA, the District has coordinated with nearby agencies while 
developing this UWMP to ensure consistency with other related service area planning efforts 
such as General Plans, Water Master Plans (WMP), and Water Supply Assessments (WSA). This 
requirement includes coordination with water suppliers that share a common water source, 
and relevant public agencies that may have land use or other regulatory relationships with 
the District. The District has prepared this 2025 UWMP in coordination with regional water 
purveyors and has appropriately notified and coordinated with other appropriate local 
government agencies as listed in Table 1-2. 

As stipulated in CWC §10642, every urban water supplier shall seek active involvement from 
diverse elements of the community. The District sought public participation with hearings and 
notices to members of the community. These coordination efforts and statutory requirements 
for notice are also included in Table 1-2. 

The District is also a member of the Regional Water Authority (RWA), a joint powers authority, 
created by water purveyors in the Sacramento region to have a unified approach to regional 
water issues. RWA provides members and associates significant regional coordination to 
enhance water management practices.  
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TABLE 1-2. PUBLIC AND AGENCY COORDINATION 

Coordinating Agencies 
Coordinate 
Regarding 
Demands 

Sent Copy of 
Draft UWMP 

Sent 60-Day 
Notice 

Notice of 
Public 

Hearing 
Cities, Counties, Customers, and Interested Parties 

City of Folsom  

Made Draft 
available on 

April 24, 2026 

Sent on March 
13, 2026 

Noticed on 
May 15 and 

22, 2026 

El Dorado County (Planning Department)  

El Dorado Water Agency  

El Dorado LAFCO  

Sacramento County (Planning Dept & Enviro. Mgmt.)  

City of Placerville X 

Regional Water Authority  

Sacramento Water Forum  

General Public  

 

1.3.1. WATER SUPPLIER INFORMATION EXCHANGE 
The CWC §10631 requires wholesale and retail water agencies to provide each other with 
information regarding water supply and demand. The District has shared water supply 
interests with the El Dorado Water Agency (EDWA) and overall, with El Dorado County 
(County), as well as shared water interests with neighboring water agencies and relevant 
public agencies. The District has shared projected water supplies and demands with the City 
of Placerville (City), since the District provides wholesale water supply to this municipality.  

1.3.2. STATUTORY REQUIREMENTS FOR NOTICE 
Notices to El Dorado and Sacramento counties, as well as the cities of Placerville and Folsom, 
were provided on March 13, 2026, regarding the District’s intentions of updating the UWMP, 
fulfilling CWC §10642 requirements to provide notice at least 60 days prior to the June 8, 2026, 
public hearing. 

Pursuant to CWC §10621(b), public notification regarding the District’s public hearing was 
provided on May 15 and 22, 2026 via newspaper publications. Information on time, location, 
where to access the public draft, and contact information was provided. The hearing 
encouraged active public participation and involvement in developing this 2025 UWMP and 
WSCP updates. 

1.4. UWMP ADOPTION 
The District held a workshop on April 27, 2026, to review the draft UWMP and a public hearing 
regarding its 2025 UWMP on June 8, 2026. Before the hearing, a draft was made available for 
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public inspection at the District’s office, and on its website. Pursuant to CWC §10642, general 
notice of the public hearing was provided prior to the hearing.  

The District adopted this 2025 UWMP on June 8, 2026. A copy of the adopted 2025 UWMP will 
be submitted to DWR, provided to the City of Placerville, County, and the California State 
Library, and posted onto the District’s website.  

The District plans to submit all required documentation related to the UWMPA through the 
DWR submittal website within 30 days of adoption. These include the following required DWR 
Excel workbooks: 

• “2025 Submittal Tables.xlsx” 

• “Energy Use Tables.xlsx” 

1.5. DOCUMENT ORGANIZATION 
This 2025 UWMP is organized as follows: 

• Executive Summary provides a layperson’s overview of the purpose and findings of 
this 2025 UWMP. 

• Chapter 1 establishes the basis for the UWMP, describes the outreach activities, and 
introduces the document organization. 

• Chapter 2 provides a description of the District’s service area, demographic 
characteristics, and climate, and describes the future population the District 
anticipates needing to serve. 

• Chapter 3 describes the current and future water supplies and the availability of the 
supplies through 2050. 

• Chapter 4 details the customer uses, including the past and future estimated uses, 
and describes District’s past and on-going demand management measures. 

• Chapter 5 presents the District’s water system service reliability into the future, 
including an assessment of reliability if a drought occurred over the next five 
consecutive years. 

• Chapter 6 is the District’s stand-alone water shortage contingency plan, incorporated 
as a chapter in this UWMP, but also available to be shared and utilized separate from 
the UWMP. 
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NOTE TO DWR: 
 

The El Dorado Irrigation District has prepared this Urban Water 
Management Plan (UWMP) primarily as a water resources planning tool 
to effectively manage water supply, reliability and demand. This UWMP 
also satisfies all the requirements of the Urban Water Management 
Planning Act (UWMPA).  

 

The body of the document provides narratives, analysis and data that 
DWR requests in its 2025 UWMP Guidebook, including changes to the 
California Water Code since 2020. Efforts have also been made to include 
enhancements to this document wherever possible as recommended in 
the UWMP Guidebook. 

 

Unless otherwise noted, annual reporting is on a calendar year basis and 
units for volumetric values are reported in acre-feet. 

 

To facilitate review by DWR for compliance with the UWMPA, data from the 
body of the document has been transferred into required DWR submittal 
tables consistent with the organization of the tables in Appendix E of the 
2025 UWMP Guidebook. These tables are separately uploaded to DWR’s 
web portal. This UWMP has been reviewed for adequacy according to the 
UWMP Checklist as contained in Appendix F in the 2025 UWMP Guidebook. 
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CHAPTER 2 
WATER SERVICE AND SYSTEM 

DESCRIPTION 
 
 

The District is located in El Dorado County, California on the Western slope of the Sierra 
Nevada mountains where it serves approximately 220 square miles. The District was formed 
in 1925 to provide water to El Dorado County, secure water supplies, keep irrigation rates 
reasonable, and increase the value of agricultural lands. The service area is generally bound 
by Sacramento County to the west and Pollock Pines to the east and ranges from 500 feet to 
more than 4,000 feet in elevation. The communities of Coloma, Lotus and Swansboro are the 
northern-most portions of the District’s service area, while the areas of Pleasant Valley, 
Logtown Ridge and South Shingle Springs establish the southern boundary. The District serves 
two satellite water systems in the communities of Strawberry and Outingdale.  

The District is primarily located in two major watersheds, the South Fork of the American River 
and the North Fork of the Cosumnes River. Although there is a tunnel that allows periodic 
controlled flow between the watersheds, the District is hydrologically split by the Placerville 
Ridge and Highway 50 between these two drainage watersheds. While the rivers drain east to 
west, the minor streams mostly travel northwest toward the American River and southwest 
toward the Cosumnes River. The ridges generally trend in a west to east direction. 

The District serves a combination of municipal and agricultural customers throughout El 
Dorado County and a small portion of primarily residential customers in Sacramento County 
(see Figure 2-1). While residential customers are the primary water users, the number of 
connections, ratio of different user classifications, and water use characteristics vary 
regionally across the District’s service area (more information regarding water use is 
provided in Chapter 4). The District serves these customers from an array of surface water 
supplies, diversion points, treatment plants, and water infrastructure. 

From the perspective of water use characteristics and infrastructure, the District’s potable 
water system is generally described as a single interconnected Main System, which is further 
organized into three water service regions: 

• El Dorado Hills Region – includes communities of Bass Lake, El Dorado Hills and 
Cameron Park.  

• Western Region – includes communities of Lotus/Coloma, Shingle Springs, Logtown, El 
Dorado, and Diamond Springs/El Dorado.  
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• Eastern Region – includes communities of Swansboro, Camino, Pleasant Valley, Sly 
Park, Pollock Pines, and Placerville.  

o Outingdale Satellite Water Service Region – The Outingdale Satellite System is 
located south of the main water system. The District annexed this system in the 
1970 from the Outingdale Water Company. 

o Strawberry Satellite Water System – The Strawberry Satellite System is located 
about 20 miles east of the Main System.  

These three service regions represent geographic and operational groupings within the 
District’s interconnected Main System and do not function as independent supply systems. In 
addition to the Main System, the District operates two small, hydraulically isolated systems 
serving the communities of Outingdale and Strawberry, which are not interconnected with 
the Main System and are evaluated separately where appropriate. 

For purposes of this 2025 UWMP, customer information is organized into these three distinct 
water service regions within the Main System unless otherwise noted. Figure 2-1 presents the 
District’s water service area. 

 

FIGURE 2-1. WATER SERVICE REGIONS WITHIN THE WATER SERVICE AREA 
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The El Dorado Hills (EDH) area is unique in that it includes direct recycled water service to over 
5,700 residential, commercial, and recreational turf customers for outdoor landscape 
irrigation. Of these, over 5,500 residential recycled water customers – referred to as “Single 
Family Residential – Dual” have two meters for each residence: one to measure indoor 
potable use and one to measure outdoor recycled water irrigation use.  

Altogether, the District provides potable water to nearly 44,000 residential, commercial, 
irrigation, industrial, institutional/governmental, and agricultural service connections 
throughout all the water service regions. Much of the development is single-family housing of 
varying density, and retail related commercial use. Table 2-1(A), Table 2-1(B), and Table 2-
1(C) provide the historical and current number of service connections by customer class for 
each of the three primary service regions. Table 2-1(D) provides the summary of total 
connections. 

TABLE 2-1(A). EDH REGION CUSTOMER WATER SERVICE CONNECTIONS (2020 – 2025) 

Customer Class 2021 2022 2023 2024 2025 

Single Family Residential 17,713 17,958 18,160 18,293 18,390 

Single Family Residential - Dual 5,454 5,451 5,494 5,537 5,540 

Multi-Family Residential 280 285 292 299 301 

Commercial/Industrial 560 563 572 578 580 

Commercial Landscape 295 304 310 321 322 

Recreational Turf Services 57 57 57 56 56 

Small Farm Irrigation 48 47 51 52 51 

Agricultural Metered Irrigation 3 3 3 3 3 

Total 24,410 24,668 24,939 25,139 25,243 
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TABLE 2-1(B). WESTERN REGION CUSTOMER WATER SERVICE CONNECTIONS (2020 – 2025) 

Customer Class 2021 2022 2023 2024 2025 

Single Family Residential 6,852 6,864 6,850 6,852 6,839 

Multi-Family Residential 381 391 408 412 424 

Commercial/Industrial 540 543 545 544 546 

Commercial Landscape 98 101 103 102 107 

Recreational Turf Services 34 34 34 35 35 

Small Farm Irrigation 250 244 244 247 245 

Agricultural Metered Irrigation 58 56 58 58 58 

Total 8,213 8,233 8,242 8,250 8,254 

 

TABLE 2-1(C). EASTERN REGION CUSTOMER WATER SERVICE CONNECTIONS 

Customer Class 2021 2022 2023 2024 2025 

Single Family Residential 9,297 9,299 9,298 9,315 9,317 

Multi-Family Residential 335 343 351 356 356 

Commercial/Industrial 321 323 324 322 324 

Commercial Landscape 47 45 45 44 44 

Recreational Turf Services 19 19 19 19 19 

Small Farm Irrigation 137 129 125 126 126 

Agricultural Metered Irrigation 159 160 157 156 154 

Total 10,315 10,318 10,319 10,338 10,340 

Note: Includes connections associated with Outingdale and Strawberry customers. 
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TABLE 2-1(D). SERVICE REGIONS CUSTOMER WATER SERVICE CONNECTIONS (2020 – 2025) 

Service Region 2021 2022 2023 2024 2025 

EDH Region 24,410 24,668 24,939 25,139 25,243 

Western Region 8,213 8,233 8,242 8,250 8,254 

Eastern Region 10,315 10,318 10,319 10,338 10,340 

Total 42,938 43,219 43,500 43,727 43,837 

 

2.1. SERVICE AREA CLIMATE 
The District service area is located on the western slope of the Sierra Nevada and covers a 
geographic region with climate variation due to changes in elevation, topography, and 
associated weather characteristics. For the purpose of climate description, the District can be 
described by two varying climate areas: The Lower region and the Upper region. Figures 2-2 
through Figure 2-5 present climate data representative of these different locations within the 
service area. 

The Lower region is located just above the California Central Valley floor, from El Dorado Hills 
to Placerville, ranging in elevation from about 500 to 3,000 feet. This zone has a climate 
typical of California’s central valley and Sierra foothills with cool, wet winters and hot, dry 
summers. Figure 2-2 summarizes climate values for this zone from the CIMIS station in 
Diamond Springs located in the southern part of the service area and lower zone, and the 
PRISM Climate Group’s data from the community of El Dorado Hills which is the largest 
community located within this service area zone.  
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FIGURE 2-2. AVERAGE CLIMATE CONDITIONS - LOWER REGION9 

Historical averages show January and December as the coolest and wettest months, and 
July as the hottest and driest. The wet season is from October to April with a 30-year annual 
average rainfall of 26.73 inches. The annual mean temperature is 61.2 degrees, but the 
summer months can regularly see maximum highs in the mid-high 90s, and average winter 
lows hover down in the 30s and 40s. Snow is rare but cold fronts can bring freezing 
temperatures with trace amounts of snow and ice. Autumn starts warm and dry and 
becomes cooler and wetter later into the season. The last rains in spring are generally in late 
April or early May. Actual annual rainfall totals deviate quite significantly from the 30-year 
average as illustrated in Figure 2-3. In most years, precipitation totals fall below the mean.  

The Upper region is at a higher elevation, representing Camino, Pollock Pines, and Sly Park 
area, generally between 3,000 to 4,000 feet and is characterized by a Sierra forest climate 
with warm summers, cold wet winters, and occasional snow. Figure 2-4 summarizes climate 
values from the CIMIS Station in Camino and the PRISM Climate Group’s data from the 
Camino area (elevation 3,100 feet) just outside of the community of Placerville. Historical 
averages show January as the coolest and wettest month, and July as the hottest and driest.  

 
9 Temperature and rainfall data represents annual averages from 1995-2025 from the PRISM Climate Group 
https://prism.oregonstate.edu/ Location: Lat: 38.6508 Lon: -121.0746 Elev: 643 ft; ETo data is from CIMIS Diamond 
Springs – Sierra Foothill - Station 228, Sep 2010-Dec 2025. 

Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec
Temp 47.9 50.7 53.9 58.0 64.9 72.3 77.9 77.0 73.1 64.6 54.2 47.8
Precip 4.91 4.50 3.85 2.35 1.21 0.25 0.00 0.03 0.17 1.49 2.60 5.17

ETo 1.62 2.23 3.19 4.87 6.49 7.74 8.65 7.81 5.42 3.87 1.97 1.32
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FIGURE 2-3. AVERAGE PRECIPITATION VARIABILITY - LOWER REGION 
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FIGURE 2-4. AVERAGE CLIMATE CONDITIONS10 - UPPER REGION 

The annual mean temperature is 58.4 degrees, and the summer months regularly see 
average highs in the 80s and average winter lows hover down in the 30s and 40s with 
freezing temperatures common.  

Annual precipitation totals in the upper zone of the District are significantly higher than the 
lower zone as shown in Figure 2-4. Actual annual rainfall totals deviate quite significantly 
from the 30-year average as illustrated in Figure 2-5. In most years, precipitation totals fall 
below the mean. 

 
10 Temperature and rainfall data represents annual averages from 1995-2025 from the PRISM Climate Group 
https://prism.oregonstate.edu/ Location: Lat: 38.7333 Lon: -120.7076 Elev: 2,920 ft; ETo data is from CIMIS Camino – 
Sierra Foothill - Station 13, Jan 1995-Dec 2025. 

Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec
Temp 46.1 46.5 48.5 52.5 60.0 69.1 77.1 76.8 71.5 61.7 51.4 45.5
Precip 7.43 7.02 7.00 3.86 2.12 0.55 0.02 0.08 0.42 2.38 4.26 8.20

ETo 1.56 2.04 3.30 4.69 6.52 7.92 9.11 8.31 6.17 4.09 2.01 1.35
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FIGURE 2-5. AVERAGE PRECIPITATION VARIABILITY - UPPER REGION 

2.1.1. CLIMATE CHANGE 
While the CWC does not prescribe specific climate change planning and management 
measures for water suppliers, it does emphasize that climate change is appropriate to 
consider when assessing drought risk assessment, water conservation and use efficiency, 
and demand management and supply—both in a historical and projected context. 

Climate characteristics within the District’s service area are highly variable with respect to 
precipitation and temperature. Consecutive dry years can make the area susceptible to 
drought when a deficiency in precipitation and snowpack materializes. The District’s water 
supply comes from direct diversions and storage from the South Fork American River and its 
tributaries, and storage from Jenkinson Lake.  

The Regional Water Authority (RWA), of which the District is a member, partnered with other 
local water purveyors and the U.S. Department of the Interior, Bureau of Reclamation (USBR) 
on the American River Basin Study (ARBS) with the purpose of developing climate change 
adaptation strategies specific to the Basin. 11 Much of the District is located in the ARBS study 
area. The District service area has experienced a general warming trend over the last 100 

 
11 The full findings and Final American River Basin Study can be accessed at, 
https://www.usbr.gov/watersmart/bsp/docs/arbs/ARBS-Study.pdf 

https://www.usbr.gov/watersmart/bsp/docs/arbs/ARBS-Study.pdf
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years, as shown by the trendlines in Figure 2-6 from the El Dorado Hills community in the 
lower zone of the District. 

 

FIGURE 2-6. EL DORADO HILLS HISTORICAL ANNUAL TEMPERATURE (YEARS) 12 

Surface air temperatures are projected to increase steadily, with average summer 
temperatures increasing by approximately 7.2 degrees Fahrenheit (°F) by the end of the 21st 
century, and winter temperatures increasing by 4.9°F. Projections of daily maximum and 
minimum temperatures suggest similar warming trends during all seasons, with maximum 
daily temperatures projected to increase as much as 7.3°F during the summer months. 

Climate change is generally forecast to bring higher temperatures, more variability in 
precipitation and more frequent and prolonged droughts. Although there is a lack of a clear 
trend in projected annual precipitation, by the end of the 21st century the average fall and 
spring precipitation is expected to decrease, with winter and summer precipitation 
increasing. Increasing variability is also projected in winter and fall precipitation.  

Water supplies in the District region are inextricably tied to the Sierra snowpack runoff, and 
the ARBS indicates that the Snow Water Equivalent (SWE) is projected to decrease 
significantly due to higher average surface temperatures and precipitation variability. SWE is 
a key indicator of water supplies for the District, where runoff is largely influenced by 
snowmelt. The increasing variability in precipitation combined with increases in surface air 
temperatures are key drivers in projections of a reduction in annual average SWE. Average 

 
12 Temperature data is from the PRISM Climate Group https://prism.oregonstate.edu/ Location: Lat: 38.6508 Lon: -
121.0746 Elev: 643 ft. 

https://prism.oregonstate.edu/
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SWE is forecasted to decrease by 50-85% across all climate scenarios and future time 
periods. In addition, areas that accumulate snow above Folsom Reservoir are also projected 
to have up to a 12-inch decrease in maximum snowpack by end of the century. 13 This will 
place strain on summer and fall water supplies in the District service area and throughout the 
state due to earlier runoff. Peak runoff is expected to shift by more than a month earlier by 
mid-to-late century. Increased evapotranspiration would also accompany the intensification 
of hotter extreme temperatures.  

While climate change does have an impact on the basin, impacts are largely seen closer to 
the end of the century, and not within the timeline of this UWMP. Through proactive 
adaptation management actions, the ARBS highlights ways for the region to alleviate climate 
change impacts by the end of century; therefore, in consideration of the timeline of this 
UWMP, the District does not reflect any climate change impacts in supply and demand 
scenarios within this UWMP. 

2.2. CURRENT AND PROJECTED POPULATION, LAND USE, ECONOMY, 
AND DEMOGRAPHICS 
Service area population and land use projections are critical to developing a useful planning 
framework as population dynamics and growth are a primary influence on water use. These 
projections directly influence planning measures for system supply, delivery, infrastructure, 
and demand management. Similarly, understanding the District’s economic, social, and 
demographic trends give valuable insight into water management and planning. This section 
of the 2025 UWMP addresses these factors to provide a supportable basis for forecasting 
future water use in Chapter 4.  

2.2.1. CURRENT POPULATION AND HISTORIC TRENDS 
The population served by the District includes a mix of users and user classes, ranging from 
residential and commercial, to agricultural (receiving both potable and raw water supplies) 
and institutional customers (schools, governmental facilities, and fire stations). Population 
estimates were derived based upon the active residential connections as maintained by the 
District combined with persons-per-household values obtained from U.S. Census Bureau 14 
and California Department of Finance (DOF) 15 data. The historic and current population in the 
District’s service regions are presented in Table 2-2. The estimates do not include the 
population of Placerville since the majority of the City’s population is not served water directly 
by the District. However, the District does provide direct water service to some customers 

 
13 American River Basin Study. 
14 https://www.census.gov/quickfacts/fact/table/eldoradohillscdpcalifornia,US/PST045225. 
15 California Department of Finance, E-5 City/County Population and Housing Estimates. 
https://dof.ca.gov/Forecasting/Demographics/Estimates/e-5-population-and-housing-estimates-for-cities-counties-
and-the-state-2020-2025/. 

https://www.census.gov/quickfacts/fact/table/eldoradohillscdpcalifornia,US/PST045225
https://dof.ca.gov/Forecasting/Demographics/Estimates/e-5-population-and-housing-estimates-for-cities-counties-and-the-state-2020-2025/
https://dof.ca.gov/Forecasting/Demographics/Estimates/e-5-population-and-housing-estimates-for-cities-counties-and-the-state-2020-2025/
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within the City boundary, therefore a small amount of the area within the legal boundaries of 
the City of Placerville is included in the population calculations. 

TABLE 2-2. HISTORICAL AND CURRENT POPULATION ESTIMATES 

Service Region Occupancy 
Rate1 2021 2022 2023 2024 2025 

EDH Region 2.80 72,518 74,004 74,729 77,088 77,544 

Western Region 2.50 21,770 21,840 21,883 22,332 22,547 

Eastern Region 2.50 27,380 27,420 27,450 28,177 28,317 

Total 121,668 123,264 124,062 127,591 128,408 

1PPC metric for El Dorado Hills supply area obtained from US Census’ American Community Survey (2024) for El Dorado Hills 
Census Designated Place. PPC Metric for Western and Eastern supply areas obtained from CA DOF, Table E-5 (Balance of El 
Dorado County). 

 

The District has previously reported population values that vary from those presented in the 
table above due to different approaches and methodologies. The District plans on 
standardizing future population reporting by consistently utilizing the person-per-household 
approach, in order to have a single source of population data for District purposes. 

2.2.2. CURRENT AND PROJECTED LAND USE 
As described previously, the District provides water supply for three general regions: EDH, 
Western and Eastern. Expected housing growth in these regions was evaluated and 
documented in a study commissioned by El Dorado County in 2020 to update housing and 
job projections to aid with various transportation studies and General Plan refinements 
(hereafter the “BAE Study”) 16.  In addition to the growth projections provided by the BAE Study, 
relevant information regarding planned developments was also contemplated for inclusion 
in the projections. Facility Improvement Letters (FILs), as well as Specific Plans (for projects 
with over 100 equivalent dwelling units) were researched for applicability for inclusion in this 
2025 UWMP. This information is also used to estimate the future population that will be served 
by the District. The following subsections detail the land-use growth projections incorporated 
into this 2025 UWMP. 

GROWTH IN EDH REGION 
According to the projections from the BAE Study and planned developments, the EDH region is 
expected to add approximately 6,000 new residential units by 2040, at an annual growth rate 
of around 1%. Extending this growth rate to 2050 would add about 900 additional housing 
units, resulting in a conservative assumption of about 6,900 new residential units in the EDH 

 
16 Memorandum: El Dorado Countywide Housing and Employment Projections, 2018-2040, March 17, 2020, from BAE 
Urban Economics to Natalie Porter, El Dorado County. 
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region by 2050. These units are expected to be split between single-family and multi-family 
residences consistent with the region’s existing ratio. The resulting new housing expected in 
the EDH region is presented in Table 2-3. 

TABLE 2-3. EXPECTED NEW RESIDENTIAL DWELLING UNITS IN EDH REGION (CUMULATIVE) 

 2030 2035 2040 2045 2050 

Total New Residential Units 1,682 3,962 6,009 6,432 6,874 

Single Family 86% 1,448 3,410 5,172 5,536 5,917 

Multi-Family 14% 234 552 837 896 956 

 

Along with the projected residential units in Table 2-3, additional non-residential connections 
associated with jobs and services interconnected with the additional housing are 
anticipated. Per Table 2-1(A), the existing residential connections reflect nearly 96% of the 
total connections in EDH region. Therefore, conservatively, about 280 additional non-
residential connections could be assumed to support the nearly 6,900 new residential units, 
mostly within the commercial and landscape classifications. The current small farm and 
metered agricultural connections shown in Table 2-1(A) are not expected to increase in the 
EDH region. Also, because the existing multi-family connection information in Table 2-1(A) 
represents multiple residences for each connection, the new multi-family units presented in 
Table 2-3 need to be adjusted to reflect a “connection” to stay consistent with the District’s 
representation of this classification. For purposes of estimating the number of residences per 
connection, recent data reported by the District was evaluated. For the EDH region, the District 
estimates each multi-family connection consists of 10 to 15 units. For estimating purposes, 
one connection is assumed for every 13 multi-family units shown in Table 2-3.  

Table 2-4 presents the expected total connections by classification, combining the new 
residential and non-residential connections with the existing connections. This connection 
forecast will be used to estimate future water use, as detailed in Chapter 4.  
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TABLE 2-4. EXPECTED TOTAL CONNECTIONS IN EDH REGION 

Customer Class 2030 2035 2040 2045 2050 

Single Family Residential 19,838 21,801 23,563 23,927 24,307 

Single Family Residential - Dual 5,540 5,540 5,540 5,540 5,540 

Multi-Family Residential 319 343 365 370 375 

Commercial/Industrial 620 675 724 734 744 

Commercial Landscape 344 332 358 364 369 

Recreational Turf Services 60 65 70 71 72 

Small Farm Irrigation 51 51 51 51 51 

Agricultural Metered Irrigation 3 3 3 3 3 

Total 26,775 28,810 30,674 31,060 31,461 

 

As stated previously, several development projects have either been approved by the District 
or are anticipated to be brought forward in the future, and these projects would contribute to 
the additional EDUs expected by 2050. Several of these projects are subject to CWC §10910, 
which requires verification of sufficient water supply for certain proposed developments. 
Because the water use forecast detailed in Chapter 4 will be based upon the addition of more 
EDUs than represented by these proposed developments, it is acknowledged by the District 
that the future water needs of these developments, should they occur within the planning 
horizon, have been included in the representations of water service reliability detailed in 
Chapter 5. 

GROWTH IN WESTERN/EASTERN REGIONS 
Growth in the Western and Eastern regions is also expected to occur over the UWMP planning 
horizon. Using the BAE Study’s projected housing needs and similar approaches described for 
the EDH region, the Western and Eastern regions are also expected to see growth, with the 
Western region adding about 5,500 new housing units and the Eastern region adding over 
300 new housing units by 2050. The ratios of single-family to multi-family residences is 
derived from District-reported information associated with Tables 2-1(B) and 2-1(C). These 
ratios were used to estimate the expected number of residences in each classification. Actual 
ratios will depend on specific projects, housing market conditions, and other factors.  
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TABLE 2-5. EXPECTED NEW RESIDENTIAL DWELLING UNITS IN WESTERN REGION (CUMULATIVE) 

 2030 2035 2040 2045 2050 

Total New Residential Units 186 1,925 3,630 4,724 5,518 

Single Family 76% 141 1,464 2,760 3,591 4,195 

Multi-Family 24% 45 461 870 1,132 1,322 

 

TABLE 2-6. EXPECTED NEW RESIDENTIAL DWELLING UNITS IN EASTERN REGION (CUMULATIVE) 

 2030 2035 2040 2045 2050 

Total New Residential Units 342 342 342 342 342 

Single Family 81% 278 278 278 278 278 

Multi-Family 19% 64 64 64 64 64 

 

Along with the projected residential units in Table 2-5 and Table 2-6, additional non-
residential connections associated with jobs and services interconnected with the additional 
housing in these regions are anticipated. Per Table 2-1(B) and Table 2-1(C), the existing 
residential connections reflect about 88% and 94% of the total connections in the Western 
and Eastern regions, respectively. Therefore, conservatively, about 500 and 60 additional 
connections, for the Western and Eastern regions respectively, could be assumed to support 
the new residential units, mostly within the commercial and landscape classifications. 

The current small farm and metered agricultural connections shown in Table 2-1(B) and 
Table 2-1(C) are expected to continue to increase moderately based on historical data. Also, 
because the existing multi-family connection information in Table 2-1(B) and Table 2-1(C) 
represent multiple residences for each connection, the new multi-family units presented in 
Table 2-5 and Table 2-6 need to be adjusted to reflect a “connection” to stay consistent with 
the District’s representation of this classification. For purposes of estimating the number of 
residences per connection, the existing data for 2025 reported by the District was evaluated. 
For the Western and Eastern regions, the District assumes one connection for every 4 new 
multi-family units. 

Table 2-7 and Table 2-8 present the expected total connections by classification for the 
Western and Eastern regions, combining the new residential and non-residential connections 
with the existing connections. This forecast will be used to estimate future water use, as 
detailed in Chapter 4.  
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TABLE 2-7. EXPECTED TOTAL CONNECTIONS IN WESTERN REGION 

Customer Class 2030 2035 2040 2045 2050 

Single Family Residential 6,980 8,303 9,599 10,430 11,034 

Multi-Family Residential 435 539 642 707 755 

Commercial/Industrial 560 690 818 899 959 

Commercial Landscape 110 134 158 173 184 

Recreational Turf Services 36 44 52 57 61 

Small Farm Irrigation 247 250 249 251 253 

Agricultural Metered Irrigation 61 63 65 68 71 

Total 8,429 10,023 11,583 12,585 13,317 

 

TABLE 2-8. EXPECTED TOTAL CONNECTIONS IN EASTERN REGION 

Customer Class 2030 2035 2040 2045 2050 

Single Family Residential 9,595 9,595 9,595 9,595 9,595 

Multi-Family Residential 372 372 372 372 372 

Commercial/Industrial 335 335 335 335 335 

Commercial Landscape 46 46 46 46 46 

Recreational Turf Services 20 20 20 20 20 

Small Farm Irrigation 130 134 138 142 146 

Agricultural Metered Irrigation 159 164 169 174 179 

Total 10,657 10,666 10,675 10,684 10,693 

 

GROWTH SUMMARY 
Combining the projections for all three regions results in a representation of the District’s 
overall expected future connections by customer classification. Table 2-9 provides this 
summary. One additional classification is included on this table to reflect the District’s unique 
potable service to a small number of ditch system customers.  
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TABLE 2-9. EXPECTED TOTAL CONNECTION IN DISTRICT 

Customer Class 2030 2035 2040 2045 2050 

Single Family Residential 36,413 39,699 42,757 43,952 44,936 

Single Family Residential - Dual 5,540 5,540 5,540 5,540 5,540 

Multi-Family Residential 1,126 1,254 1,379 1,449 1,502 

Commercial/Industrial 1,515 1,700 1,877 1,968 2,039 

Commercial Landscape 500 512 562 583 599 

Recreational Turf Services 116 129 142 148 153 

Small Farm Irrigation 428 435 438 444 450 

Agricultural Metered Irrigation 223 230 237 245 253 

Ditch System Customers 15 15 15 15 15 

Total 45,876 49,514 52,947 54,344 55,486 

 

Select, large development projects that have previously initiated a formal District process are 
included in the expected future connections projections. The anticipated projects within the 
District’s service area are provided in Table 2-10 below. Connections associated with these 
projects are treated as additive, in addition to the baseline projected connection increases 
developed via the BAE study. Based on information available to the District, assumptions were 
made with regard to the expected timing of project phases. A total of 75 units per year per 
project was assumed to be reasonable. 

TABLE 2-10. SUMMARY OF KNOWN LARGE DEVELOPMENT PROJECTS 

Development Name Single Family 
Dwelling Units 

Multi-Family 
Dwelling Units 

Creekside 918 0 

Dorado Oaks 156 221 

Lime Rock Valley 800 0 

Marble Valley 2,671 551 

Generations 379 0 

Town & County 0 464 

Shinn Ranch 0 141 

Cameron Meadows 161 0 
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2.2.3. ECONOMIC TRENDS & OTHER SOCIAL AND DEMOGRAPHIC FACTORS 
The District is located on the western slope of the Sierra Nevada Mountains in El Dorado 
County, east of Sacramento. El Dorado County contains one of the most diversified 
recreational areas in California, the El Dorado National Forest. This National Forest is one of 
the most heavily used wilderness areas in the United States. Highway 50 runs through the 
District, providing a vital transportation corridor from the Bay Area and greater Sacramento 
Area to Lake Tahoe and other mountainous recreation destinations. El Dorado County’s 
economy is heavily dependent on recreation and tourism.  

Much of the land use in the District’s service area is dedicated to residential, commercial, 
retail, light industrial, and agriculture. The residential communities of El Dorado Hills and the 
City of Placerville are the largest urban centers in the area. Employment industries in these 
larger urban centers include education, healthcare, professional and scientific services, 
public administration, and retail trade.  

In 2020, the coronavirus pandemic crippled the national and global economy, illustrated by 
the sharp spike in unemployment in Figure 2-7 below. In El Dorado County the unemployment 
rate spiked to 16.6% in April 2020. In the years since then, the unemployment rate has come 
back down to levels seen before the pandemic, reaching a low of 3% in May of 2022.   
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FIGURE 2-7. EL DORADO COUNTY EMPLOYMENT DATA 17 

According to the U.S. Census Bureau, the ethnic makeup of the census designated places 
within the District service area is 73% white, 17% Hispanic or Latino, 4% Asian, 1% African 
American, and 5% other races or mixed race. The median income in the District’s service area 
is $97,882, largely bolstered by the relatively high median income of the El Dorado Hills 
community. 18 

EXPECTED POPULATION BASED ON LAND-USE PLANNING 
To forecast projected service area population as accurately as possible requires 
consideration of the past growth rate, local economic predictions, and current and projected 
land uses. Importantly, one of the recent statutory updates to the UWMPA states urban water 
suppliers “shall coordinate with local or regional land use authorities” 19 regarding land uses 
that may affect water management planning.  

 
17 U.S. Bureau of Labor Statistics: El Dorado County, CA. 
18 American Community Survey, 5-year Estimates. 2023.  
19 CA Water Code §10631(a). 
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The District’s growth prospects are predominantly defined by the County’s General Plan, with 
variances to that plan from periodic general plan amendments and specific development 
plans, several of which have been brought before the District requesting water supply 
assessments. 20 Since boundaries used for various population projections made by the 
Department of Finance do not correlate to the District’s service areas, the projected 
population for this 2025 UWMP is estimated using the projections of total connections shown 
in Table 2-4, Table 2-7 and Table 2-8 multiplied by the persons-per-household occupancy 
rates for each region as presented in Table 2-2. The resulting future population is provided in 
Table 2-11. 

TABLE 2-11. FORECAST FUTURE POPULATION IN DISTRICT SERVICE AREA 

Region Occupancy 
Rate1 Current 2030 2035 2040 2045 2050 

EDH 2.80 77,544 82,253 88,637 94,368 95,552 96,790 

Western 2.50 22,547 23,012 27,358 31,618 34,351 36,335 

Eastern 2.50 28,317 29,172 29,172 29,172 29,172 29,172 

Total Population 128,408 134,437 145,167 155,158 159,075 162,297 

1PPC metric for El Dorado Hills supply area obtained from US Census’ American Community Survey (2024) for El Dorado Hills 
DP. PPC Metric for Western and Eastern supply areas obtained from CA DOF, Table E-5 (Balance of El Dorado County). 

 

2.3. DELIVERY SYSTEM DETAILS 
The District serves customers in regional areas through an array of small- and large-scale 
potable infrastructure systems, as well as a recycled water system that serves EDH. Further 
discussion of these systems and the water supply used within each is included in Chapter 3, 
with current and future customer water use described in detail in Chapter 4.  

2.3.1. POTABLE WATER SYSTEM 
The District’s primary function is delivering potable water to its customers in the previously 
described service areas. The District’s water supply system draws its water from Jenkinson 
Lake, the upper South Fork American River, and Folsom Reservoir (see Chapter 3). These 
sources feed the District’s three primary potable water treatment plants and related delivery 
systems. Combined, the potable water systems extend over 1,100 miles of pipelines, over 20 
miles of ditches, three treatment plants, 33 storage facilities with a combined capacity of 
approximately 93 million gallons, and 30 pump stations. The District’s 2024 Water and 

 
20 Water supply assessments are prepared by a water purveyor pursuant to CWC §10910 et seq. 



Chapter 2 – Water Service and System Description 
 

 

2025 UWMP – Final          2-21 

Recycled Water Master Plan has further detail about the specific infrastructure elements 
throughout the District’s service area.21 

2.3.2. NON-POTABLE WATER SYSTEM 
In addition to the potable water system, the District operates a recycled water system that 
provides tertiary treated recycled water from the Deer Creek and El Dorado Hills wastewater 
treatment plants. Portions of the EDH service area that are plumbed for recycled water for 
irrigation use are served with this water. The water from both plants meets California State 
Water Resources Control Board (SWRCB) Division of Drinking Water Title 22 requirements for 
tertiary treated water. 

The recycled water produced at El Dorado Hills has been used for industrial purposes and golf 
course irrigation since 1979. Similarly, since the mid-1990’s Deer Creek recycled water has 
been used for road median irrigation in addition to industrial purposes and golf course 
irrigation. In 1997, the distribution systems of both plants were connected and operated as 
one recycled water system. In the late 1990’s/early 2000’s, the District expanded the available 
use of recycled water to include commercial and residential irrigation use. The recycled water 
system is nearing buildout, and the District does not anticipate significant growth in 
additional connections. Recycled water is distributed through a separate set of pipelines and 
is more fully described in Chapter 3. Further details on the recycled water system can also be 
found in the 2024 Water and Recycled Water Master Plan. 

Presently, the peak seasonal demand for recycled water exceeds the quantity of recycled 
water produced. This has required the District’s recycled water supply to be supplemented 
with potable water as needed, primarily during the summer. Currently the District delivers 
about 4,400 acre-feet of water to its recycled water customers annually (when including real 
and apparent distribution system losses as explained in Chapter 4). About 3,500 acre-feet is 
tertiary treated recycled water, with about 900 acre-feet of potable supply supplemented to 
the recycled water system during the peak summer demand months. The District’s 
wastewater discharge permits for the two wastewater plants place a minimum obligation on 
available treated wastewater to be delivered instream and therefore unavailable for delivery 
to customers. Since current demand already exceeds supply and considering the additional 
capital costs of recycled water infrastructure, long term operational costs, and sufficient 
potable water supplies, the expansion of recycled water customers has diminished in recent 
years. 

2.4. ENERGY INTENSITY 
Referred to as “Energy Intensity Reporting” for urban water suppliers, energy intensity is 
defined as: total amount of energy expended in kilowatt-hours (kWh) by the urban water 

 
21 The Water and Recycled Water Master Plan is available here: https://www.eid.org/about-us/document-library 

https://www.eid.org/about-us/document-library
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supplier on a per acre-foot basis to take water from the location where the urban water 
supplier acquires the water to its point of delivery.  

Due to the way that water is supplied in the various District service zones, it is not currently 
possible to separate out extraction, treatment, storage, and distribution energy uses 
associated with delivery into individual regions. Therefore, the District uses the Total Utility 
Approach. This method aggregates the annual net energy consumed for all water 
management processes, divided by total volume of water in acre feet. These processes 
include diversion, conveyance, storage, treatment, distribution, and in-conduit hydropower 
generation within the distribution system 22. The total energy intensity is reported in Table 2-12.  

TABLE 2-12. ENERGY INTENSITY – TOTAL UTILITY APPROACH 23 

Sum of All Water Management Processes 

Volume of Water Entering Process (acre-feet) 34,330 

Energy Consumed (kWh) 9,155,715 

Energy Intensity (kWh/acre-foot) 267 

 
 
  

 
22 The District operates one in-conduit generation facility associated with Reservoir 7, which is included in the 
calculation. 
23 Values presented are based on reasonably available data for a 12-month period. 
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CHAPTER 3 
WATER SUPPLY 

 
 

The District has a diverse portfolio of existing water supplies, the vast majority of which 
originate as surface water in the American or Cosumnes River Basins on the Western Slope of 
the Sierra Nevada mountains. The District also has a recycled water supply developed from 
tertiary treated wastewater. This section details the District’s secured water supplies and 
entitlements, as well as its planned supplies under normal, single dry, and five consecutive 
dry years conditions.  

The District operates and maintains an interconnected potable water transmission and 
distribution system that generally allows water to be conveyed throughout its contiguous 
service area. For planning and operational purposes, the system is often described in terms 
of three primary service regions, which reflect geographic and hydraulic groupings within the 
system but do not function as independent supply systems. These regions are 
interconnected and supported by shared water supplies and infrastructure. In contrast, the 
Strawberry and Outingdale areas operate as isolated systems with no interconnections to the 
Main District system and are therefore evaluated separately where appropriate.  

Water supplies in this UWMP are presented on a District-wide basis to reflect the integrated 
nature of the system and the ability to move water between service regions under most 
operating conditions, except where localized constraints or isolated systems warrant 
separate discussion.  

3.1. DESCRIPTION OF SURFACE WATER SUPPLIES 
The District relies on local and regional surface water supplies to meet all of its customers’ 
potable water demands. The District’s water assets are derived from pre-1914 appropriative 
water rights, licensed and permitted appropriative water rights, a Central Valley Project (CVP) 
Contract, Warren Act Contracts (that allow non-federal water assets to be wheeled through 
the federal storage and conveyance facilities), and recycled water generated from the 
effluent treated at the District’s two largest wastewater treatment plants. 

3.1.1. WATER RIGHTS 
The District holds both pre-1914 appropriative rights and post-1914 appropriative permits and 
licenses. These surface water rights represent some of the most important sources of supply 
to the District. Table 3-1 summarizes the District’s supply sources.  
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TABLE 3-1. EXISTING WATER RIGHTS AND SUPPLY SUMMARY 

Water Source Source Type 

Existing Supplies 

Ditches/Weber Reservoir Rights 
(License 2184 and Pre-1914 Water Rights) 

Water Right 

Sly Park Dam 
(Licenses 11835 and 11836) 

Water Right 

CVP Repayment Contract 
(Contract 14-06-200-1375A-LTR1-P) 

Contract 

Project 184 
(Pre-1914 at Forebay) 

Water Right 

Permit 21112 
(Project 184 Warren Act Contract) 

Water Right 

Outingdale/Middle Fork Consumnes  
(Permit 4072) 

Water Right 

Recycled Water  
(Non-potable) 

Recycled Water 

Planned Supplies  

CVP Fazio Water Service Contract  
(Planned subcontract from El Dorado Water Agency) 

Contract 

 

DITCHES/WEBER RESERVOIR RIGHTS (LICENSE 2184 AND PRE-1914 WATER) 
Water rights associated with Weber Reservoir, Weber Creek (Farmer’s Free Ditch), Slab Creek 
(Summerfield Ditch), Hangtown Creek (Gold Hill Ditch), and Mill Creek (Project 184) are 
available to be diverted at Folsom Reservoir under a long-term Warren Act Contract, with up 
to 4,560 acre-feet available each year combined from these sources. A Warren Act Contract 
allows the use of federal facilities to take non-CVP water such as these supplies. The annual 
water diversion season generally occurs April through November 15, though the diversion 
schedule for each source is staggered slightly. The Warren Act Contract authorizes these 
supplies’ use for municipal and industrial purposes in the El Dorado Hills and Cameron Park 
areas. It should be noted that the season for diversion into storage at Weber Reservoir runs 
from October 15 through May 15; however, the water can be released and used at other times 
of the year. Despite these rights being senior (pre-1914), supplies from these sources are 
subject to hydrological and regulatory limitations that can reduce availability during dry 
years by approximately 35-50%, to a low of 2,250 acre-feet in year five of a multiple dry year 
period. 
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SLY PARK RESERVOIR (LICENSE 11835, 11836 AND PRE-1914 WATER RIGHT) 
Sly Park Reservoir represents one of the District’s largest and most reliable sources of supply. 
Licenses 11835, License 11836, and a pre-1914 water right from Camp Creek together allow for 
33,400 acre-feet of diversion in the District’s upstream system from the Cosumnes River 
watershed. These diversions are stored in Sly Park Reservoir, the largest storage reservoir in 
the District, formed by two earth and rockfill dams impounding Sly Park Creek (with an 
associated diversion dam and tunnel on Camp Creek) near Pollock Pines. Sly Park Reservoir’s 
maximum capacity is 41,033 acre-feet. The facilities were constructed as part of the Sly Park 
Unit of the USBR CVP in 1955 and the USBR transferred ownership of the Sly Park Unit to the 
District in 2003. The District not only holds the water rights but also operates and maintains 
the Sly Park Reservoir and dam facilities, including recreational aspects. 

Although the District’s annual water right is for 33,400 acre-feet of total beneficial use, the 
normal annual use from this facility ranges between 18,000 and 24,000 acre-feet. This water 
supply is used entirely within the District’s three contiguous service regions. Water is released 
from Sly Park Reservoir to the Reservoir A Water Treatment Plant for subsequent treatment, 
transmission, and distribution. Sly Park Reservoir contributes approximately 20,920 acre-feet 
per year to the District’s system firm yield,24 , making it the largest single source of supply to 
the District during drought periods. 

PROJECT 184 (PRE-1914 WATER RIGHTS) 
The District acquired Federal Energy Regulatory Commission (FERC) Project 184 from Pacific 
Gas and Electric (PG&E) in 1999. Project 184 includes Silver Lake, Lake Aloha, Echo Lake, Caples 
Lake and the associated dams, 22 miles of canals, flumes and tunnels, a 21-Megawatt 
powerhouse, and other ancillary facilities. Prior to the transfer of ownership of Project 184 and 
its water rights, the District held a contract to purchase water from PG&E and its predecessor, 
Western States Gas and Electric Co. The original water rights claims date back to 1856, with 
additional claims being filed in the 1860s and 1870s. Echo Lake is in the Lake Tahoe Basin, and 
water is diverted through a piped conduit and tunnel into the South Fork American River 
Basin. The water rights for diversions from Echo Lake were confirmed in 1880 in a California 
Supreme Court decision. Then, in 1918, the California Railroad Commission (predecessor to the 
California Public Utilities Commission) recognized the use of water from the El Dorado Canal 
for irrigation and domestic purposes.  

The sources of water supply for Project 184 include natural flows in the South Fork American 
River and its tributaries, and stored water in Silver, Aloha, Echo, and Caples Lakes. The supply 
is diverted from the South Fork American River by the El Dorado Diversion Dam at Kyburz and 
is conveyed via the El Dorado Canal to the El Dorado Forebay near Pollock Pines. In addition, a 
portion of the Project 184 supply is conveyed through the Hazel Creek Tunnel to support 
delivery of water to downstream facilities, including treatment at Res A WTP. Some additional 

 
24 See Administrative Regulation 5010 accessible at, 
https://www.eid.org/home/showpublisheddocument/2687/638690099030530000 

https://www.eid.org/home/showpublisheddocument/2687/638690099030530000
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water is obtained by diversions into the El Dorado Canal from streams tributary to the South 
Fork American River. El Dorado Forebay is an off-stream storage reservoir at the terminus of 
the El Dorado Canal. Once water arrives at the Forebay, it is either diverted into the District’s 
raw water pipeline (previously referred to as “Main Ditch”) for treatment at Reservoir 1 WTP 
and delivery for consumptive uses or it is released through the El Dorado Powerhouse to 
generate electricity and then returned to the South Fork American River. The District has a 
consumptive water entitlement of 15,080 acre-feet per year for delivery at the Forebay for use 
at Reservoir 1 WTP and at Reservoir A WTP via the Hazel Creek Tunnel and Sly Park Reservoir. 
The entitlement is a pre-1914 water right, and diversions are made in compliance with the 40-
year FERC Project 184 operating license issued to the District in October 2006. Full entitlement 
can be provided in all years, including the most severe historic single dry years of 1977, 2015, 
and 2021. Therefore, this source of water is considered 100 percent reliable and not subject to 
shortage during droughts. Project 184 pre-1914 water rights contribute 15,080 acre-feet per 
year to the District’s system firm yield.  

Water diversions of up to 156 cubic feet per second (cfs) can be made from the South Fork 
American River at the diversion dam. These diversions include 70 cfs of direct diversion rights 
in addition to releases from storage in upper reservoirs for consumptive purposes; the District 
also maintains 86 cfs of direct diversion rights for power only. In addition to these direct 
diversion rights, the District has pre-1914 diversion and storage rights and appropriative 
power rights associated with portions of the waters stored in Silver Lake, Caples Lake, and 
Lake Aloha and all of the waters stored in Echo Lake. 

PERMIT 21112 (PROJECT 184 WARREN ACT CONTRACT) 
In 1991, the El Dorado Water Agency (EDWA, formerly the El Dorado County Water Agency) and 
the District applied to the to obtain additional water rights for consumptive use of waters 
previously stored and released from Caples, Silver, and Lake Aloha, as well as direct 
diversions from the South Fork American River, all of which had been previously diverted by 
Project 184 for hydroelectric power generation or instream flows. The EDWA later assigned all 
of its rights under this application to the District. In 2001 the SWRCB granted the right to 
appropriate 17,000 acre-feet per year of water under Permit 21112, allowing the District to make 
direct diversions from the South Fork American River at Folsom Reservoir; to store in Caples, 
Silver, and Lake Aloha; and to redivert the water released from storage. The sole approved 
point of diversion for consumptive purposes is currently Folsom Reservoir. Hydrologically, the 
full 17,000 acre-feet is considered a safe yield even during periods of exceptional drought. 
There are also currently no cutback provisions on this supply. It is conceivable that a future 
severe drought could trigger new emergency regulations that limit the operational 
availability of the full right during certain dry-season months, but it is not possible to estimate 
with certainty what effect new emergency regulations might have. For planning purposes, the 
full 17,000 acre-feet is considered available during droughts, but this assumption may be 
revised in the future if needed.  
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A diversion from Folsom Reservoir under Permit 21112 requires issuance of a Warren Act 
Contract from USBR. The District diverted water under this right under a temporary urgency 
basis in 2008 and received a 5-year Warren Act Contract for 8,500 acre-feet in 2015. A long-
term Warren Act Contract for the full 17,000 acre-feet was signed on August 2, 2016, and is 
now in effect. Deliveries under the long-term Warren Act contract were limited to 8,500 acre-
feet per year until the District completed the installation of a USBR-approved fully operational 
temperature control device (TCD) at the District’s raw water pump station. The TCD project 
was completed in late 2022 and as a result the District now has access to the full 17,000 acre-
feet supply. This long-term Warren Act contract allows the District to utilize Project 184 water 
for consumptive use within their CVP service area through February 2030, at which time the 
District will seek renewal.  

The District plans to submit a change petition to the SWRCB to modify Permit 21112, to allow for 
water supplies under this right to be diverted upstream in the South Fork American River 
watershed. Specifically, the District proposes to add an additional authorized upstream point 
of diversion and an additional place of storage and point of re-diversion to storage to more 
effectively and efficiently manage the District’s system and to meet future water demands 
within El Dorado County. The additional point of diversion is located at the District’s existing El 
Dorado Diversion Dam near Kyburz. In addition, the District proposes to add Sly Park Dam 
(which forms Jenkinson Lake) as a point of re-diversion and Jenkinson Lake as an additional 
authorized place of storage for Water Right Permit 21112.  

Long-term water supply planning forecasts (including the District’s 2024 Water and Recycled 
Water Master Plan) indicate that a portion of the Permit 21112 water supply will be necessary to 
serve areas of the District that are east of El Dorado Hills.  

Currently, water made available under Permit 21112 rights is diverted at the lowest elevation 
point in the District’s service area and must be pumped uphill to be delivered to customers. 
Gaining the right to divert at the District’s existing diversion located at a higher elevation  
would allow the Permit 21112 supply to serve customers in the Western/Eastern area and 
reduce the energy intensity of this supply by allowing the District to use its existing gravity-fed 
distribution system. In September 2022, the District released a Notice of Preparation (NOP) 
and conducted a public scoping meeting under CEQA. A Draft Environmental Impact Report 
(DEIR) for the proposed changes was released in June 2025. While this proposed permit 
modification would not result in additional water supplies, successful modification would 
allow the District greater operational flexibility to serve existing and future customers and 
reduce the need for energy-intensive uphill pumping.  

OUTINGDALE SERVICE AREA 
The District holds a 1933 appropriative water right for direct diversion from the Middle Fork 
Cosumnes River to serve the Outingdale Subdivision. The original water right Permit No. 4071 
was issued by the State of California in 1933. The original water right applicant, C.T. Oeste, 
conveyed the water right to Outingdale Water Company before it was conveyed to the 
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District. The water right allows for a total diversion of approximately 104 acre-feet per year. 
The water system was transferred to the District in 1970 when the subdivision was annexed to 
the District. All accompanying water rights related to the subdivision were conveyed to the 
District at that time. Under the terms of Permit 4071, all water was to be put to beneficial use 
by 1935. However, since the subdivision has not yet reached build-out conditions, the District 
has requested and been granted multiple time extensions from the SWRCB. This water supply 
is an independent satellite potable system and therefore does not contribute to the Main 
System.  

Supplies from this source were severely curtailed during the height of the 2012-2016 drought. 
On July 31, 2015, the SWRCB approved a physical solution that enabled the District to resume 
diversions under this right in exchange for increased releases of stored water from Jenkinson 
Lake. The District diverted water under this authority from approximately August 3 to August 
24, 2015, until low flows in the Middle Fork Cosumnes River necessitated the resumption of 
trucked water deliveries. On October 20, 2015, flows had increased sufficiently for the District 
to resume operations under the physical solution. On November 6, 2015, normal diversions 
resumed when the curtailment was lifted. 

The District’s diversions under this appropriative water right were again restricted due to 
curtailment in 2021. In anticipation of receiving notice of water unavailability, the District 
submitted a request to the SWRCB to implement the physical solution on May 14, 2021. The 
SWRCB approved the request on June 11, 2021. The District continued diversions following the 
interim physical solution through July 26, 2021, at which time the District ceased diversions 
because flows in the Middle Fork Cosumnes became so low that the District was unable to 
safely divert water. In response, the District declared a Stage 4 Water Emergency and on July 
27, 2021 began hauling and delivering potable water in amounts ranging from 13,000-32,000 
gallons per day and averaging 26,000 gallons per day consistent with public health and 
safety standards. The District resumed diversions from the Middle Fork Cosumnes River on 
October 29, 2021.  

The approval of the physical solution by SWRCB allowed for limited water deliveries, but this 
supply is still vulnerable to severe curtailments. Future droughts could cause shortages as 
severe as those experienced in 2014-15 and 2021. Under such conditions, trucking of water 
from the District’s main system may again be necessary. During normal years, however, this 
supply is more than sufficient to meet all demands in the Outingdale Service Area. Water 
deliveries in 2025 totaled 26 acre-feet. 

STRAWBERRY SERVICE AREA 
The Strawberry service area is located 40 miles east of Placerville. A small portion of the 
Project 184-related pre-1914 water rights, as discussed above, is used to serve the Strawberry 
satellite service area. This water is diverted from the upper South Fork of the American River 
before being treated at the Strawberry water treatment plant. Historical deliveries range from 
approximately 30 acre-feet to 60 acre-feet per year. Due to the fact that Project 184 water 
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rights have a pre-1914 priority date and provide a far larger volume of water than is needed to 
meet demands in Strawberry, in addition to available seasonal storage. Therefore, water 
supplies for the Strawberry Service Area are considered reliable. Supplies for the Strawberry 
Service Area are reported as part of Project 184 in all applicable Chapter 3 tables. Water 
deliveries in 2025 totaled 20 acre-feet. 

3.1.2. CONTRACTS FOR WATER 
The District holds two major types of contracts for water: a contract to purchase water from 
the USBR Central Valley Project (CVP) at Folsom Reservoir and Warren Act Contracts that 
allow non-federal water assets to be wheeled through the federal storage and conveyance 
facilities. Because Warren Act contracts do not contain the right to use water, they are 
discussed above in Section 3.1.1 Water Rights. Contracts for water that involve per unit 
purchase are discussed below. 

CENTRAL VALLEY PROJECT (USBR CVP CONTRACT 14-06-200-1375A-LTR1-P) 
Surface water from Folsom Reservoir is provided to El Dorado Hills Service Region and portions 
of the Western Service Region. The District is entitled to 7,550 acre-feet per year by contract 
with USBR. The contract limits use to a particular area that generally encompasses El Dorado 
Hills and portions of Cameron Park. Folsom Reservoir is operated by the USBR as part of the 
CVP, a multipurpose project that provides flood control, hydroelectricity, drinking water, 
irrigation water, and environmental flows. The El Dorado Hills County Water District entered 
into a USBR Contract in 1964 for water supply from Folsom Reservoir. The contract had a not-
to-exceed limit of 37,500 acre-feet per year. When the District annexed the El Dorado Hills 
County Water District in 1973, the contract was assigned to the District, and subsequently, in 
1979, an amendatory contract replaced the original 1964 contract and reduced the maximum 
annual supply quantity of Folsom Reservoir water to 6,500 acre-feet per year. In 1983, the 
USBR increased the maximum annual supply quantity from 6,500 to 7,500 acre-feet per year. 
The District also obtained a USBR Contract for 50 acre-feet per year to supply the Lakehills 
area in El Dorado Hills. In 2006, these two contracts were consolidated into a single 40-year 
USBR Contract with a maximum quantity of 7,550 acre-feet per year. In January of 2021, the 
District converted its existing long-term CVP contract to one that runs in perpetuity, as 
authorized by the Water Infrastructure Improvements for the Nation (WIIN) Act, which was 
passed by Congress in 2016. The suffix “-P” in the District’s contract number (USBR CVP 
Contract 14-06-200-1375A-LTR1-P) indicates that this supply has been secured in perpetuity.  

The District’s CVP WIIN contract supply is subject to dry year reductions under the USBR’s CVP 
Municipal and Industrial (M&I) Shortage Policy, which can reduce the supply by 50 percent to 
approximately 3,775 acre-feet during dry years. While recent allocations have not been 
reduced below this level, the District has conservatively assumed that more severe 
reductions could occur under extended drought conditions. Accordingly, for planning 
purposes, the supply is assumed to be reduced to 1,235 acre-feet in the third, fourth, and fifth 
years of the multiple dry year scenario. 
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3.2. WASTEWATER AND RECYCLED WATER 
The District uses recycled water to meet non-potable demands such as industrial processes 
and irrigation of golf courses, landscaping, outdoor residential irrigation, and road medians 
within the El Dorado Hills service area. Potable water has been used to supplement the 
recycled water system since 2002 to meet peak demands. Note that differences in the 
volumes of recycled water supplied versus consumed in the tables of this 2025 UWMP, and in 
the DWR required tables in Appendix B, reflect potable water supplementation to the recycled 
water system; therefore, volumes of recycled water supplied and demanded are not equal 
most years. Current limitations of the recycled water system primarily have to do with the 
timing of availability and the District’s limited ability to store recycled water seasonally.  

The District’s recycled water system consists of supply from the El Dorado Hills Wastewater 
Treatment Plant (EDHWWTP) and the Deer Creek Wastewater Treatment Plant (DCWWTP). 
These wastewater treatment plants have an interconnected network of recycled water 
transmission and distribution pipelines, pump stations, storage tanks, pressure reducing 
stations, and appurtenant facilities located within the communities of El Dorado Hills and 
portions of Cameron Park. The District has a 70 million-gallon (215 acre-feet) storage 
reservoir located at the EDHWWTP to help balance the rate of recycled water generation with 
recycled water demands, and to allow the plant to operate without discharging to Carson 
Creek during the dry season. The peak period for recycled water demand occurs at night., 
which also coincides with the time when wastewater inflows are lowest. To balance this 
timing difference between supply and demand, several storage tanks within the distribution 
system help to store supplies generated during the day and then discharge at night as 
demand increases. These tanks are also supplemented with potable water when recycled 
water demands exceed recycled water production. While this storage helps balance the daily 
timing offset of recycled water supply and demand, a much larger storage facility would be 
needed to accommodate the seasonal differences in recycled water supply availability and 
demand. However, anticipated difficulties with maintaining water quality of tertiary treated 
recycled water in long term storage has made this proposal impractical.  

The District has historically mandated the use of recycled water through Board policies, 
where economically and physically feasible as determined by the Board, for non-domestic 
purposes. Recycled water availability is dependent on wastewater flows to the wastewater 
treatment plants.  

The availability of recycled water is expected to increase with the anticipated growth 
described in Chapter 2 associated with new wastewater connections. The District has 
previously calculated the anticipated availability of recycled water based on current 
production, estimated growth, potential wastewater facility expansion, treated water 
discharge requirements, and its ability to capture and store recycled water supplies in the 
future. Currently the District delivers about 4,400 acre-feet of water to its recycled water 
customers annually. About 3,500 acre-feet is tertiary treated recycled water, with about 900 
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acre-feet of potable supply supplemented to the recycled water system during the peak 
summer demand months. 

Due to the supply and demand imbalance, the cost of recycled water infrastructure, long 
term operational costs, and sufficiency in potable water supplies, the District is not 
anticipating significant expansion of the recycled water system in the future. This 2025 UWMP 
uses the conservative assumption that the recycled water supply is 3,500 acre-feet per year 
and remains at 3,500 acre-feet throughout the planning period, to avoid the risk of potentially 
overestimating the availability of recycled water supplies. This supply is considered reliable in 
all future years, regardless of the length or severity of drought. Recycled water supply is 
shown in Table 3-2 below and included in the summary tables of District supplies presented 
at the end of Section 3. 

TABLE 3-2. PROJECTED RECYCLED WATER SUPPLY (ACRE-FEET) 

Source 2030 2035 2040 2045 2050 

Recycled Water 3,500 3,500 3,500 3,500 3,500 

 

3.3. OTHER WATER SUPPLIES 
The District does not currently have other supplies beyond those discussed above. 

3.4. PLANNED WATER SUPPLIES 
In addition to the District’s secured water supplies, the District has identified other water 
supplies that could be pursued in the future. While these planned supplies are not necessary 
to meet current or projected demands over the planning horizon of this UWMP (through 
2050), the planned supplies will continue to be evaluated and may be pursued and secured 
in the future if deemed necessary by the District. 

3.4.1. FAZIO CVP SUPPLY 
The District has the ability to secure at least 7,500 acre-feet of additional CVP water supplies 
in conjunction with a future water service contract with EDWA. In 1990, Congress directed the 
Secretary of the Interior, through the USBR, to enter into a new CVP Municipal and Industrial 
(M&I) water service contract with EDWA for up to 15,000 acre-feet of water annually (Section 
206 of P.L. 101-514).  

In June 2019, the EDWA executed a contract with the USBR for up to 15,000 acre-feet of CVP 
water, of which at least 7,500 acre-feet would be made available to the District by 
subcontracts with EDWA. Diversions by the District would occur at its existing intake in Folsom 
Reservoir, conveyed to the El Dorado Hills Water Treatment Plant, and delivered to a specific 
place of use location in El Dorado Hills and Cameron Park areas.  
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District staff have estimated this water supply will be secured by 2035, as indicated by Table 
3-5 at the end of this section and the long-range supply projections provided in Section 5. 
While the analysis in this UWMP indicates that the Fazio CVP Supply is not necessary to meet 
District’s near-term demands, securing this water asset would improve the District’s supply 
reliability in the event that another supply source was interrupted. 

3.5. DESCRIPTION OF GROUNDWATER SUPPLIES 
The District currently does not use groundwater as a source of supply, nor does it overlie any 
groundwater basins identified by DWR Bulletin 118. Given the lack of any groundwater basins 
on the western slope of El Dorado County, it is extremely unlikely that the District will ever 
utilize groundwater as a supply in the future. While the District remains open to considering 
opportunities for conjunctive use projects within or outside of its service area, no such 
projects have been identified at this time. 

3.6. WATER TRANSFERS AND EXCHANGES 
The District as a whole enjoys exceptionally reliable and diversified water assets that have 
generally proved sufficient even in the most severe drought years of the past two decades. As 
a result, the District has not developed opportunities nor plans to develop opportunities to 
transfer other sources of water into the District’s service area. Transfers are not practical or 
necessary.  

However, the District has transferred its water assets to others outside of the District’s service 
area when not needed to meet the current or planned needs of its customers. Due to the 
success of these transfers, the District will continue to seek opportunities to transfer its water 
assets when not needed for its customers.  

3.7. DESALINATION OPPORTUNITIES 
Due to its location in the Sierra Nevada mountains, the District has no opportunities for using 
desalinated water as a supply source. 

3.8. CLIMATE CHANGE IMPACTS 
Climate change impacts are discussed in Section 2.1.1, including analysis from the American 
River Basin Study. 25 In addition to these impacts, there are specific regulatory issues related 
to climate change which may have the potential to affect District supplies or operations, as 
briefly summarized below.   

 
25 The full findings and Final American River Basin Study can be accessed at, 
https://www.usbr.gov/watersmart/bsp/docs/arbs/ARBS-Study.pdf 

https://www.usbr.gov/watersmart/bsp/docs/arbs/ARBS-Study.pdf


Chapter 3 – Water Supply 
 

 

2025 UWMP – Final          3-11 

3.8.1. 2006 BAY-DELTA WATER QUALITY CONTROL PLAN UPDATE 
The Bay-Delta Water Quality Control Plan Update (Plan) is a pending SWRCB action that 
could implicate water supplies that connect to the Sacramento-San Joaquin Bay Delta 
(Delta). Although Phase 2 of the Plan has not yet been adopted, the various proposed State 
Board actions could impact each urban water purveyor’s water supply reliability. The Healthy 
Rivers and Landscapes Program (HRLP) is an alternative to the Plan and provides 
opportunities for urban purveyors to meet the Plan’s species and water quality objectives 
through coordinated regional management activities. In addition, the Plan has numerous 
post-adoption water management activities, such as cold-water storage and management, 
which are to be determined as the Plan is implemented. These to-be-determined 
management actions could impact how water supplies are made available to each urban 
purveyor. Finally, the Plan appears to exempt some tributaries and other geographical areas 
from strict adherence to the Plan or HRLP program that would not affect long-term urban 
water planning projections. 

The water supply reliability projections described in this Urban Water Management Plan 
update reflect characterizations of water supplies and demands as they exist based upon 
reasonably available information. Although the Plan, HRLP, and post-Plan water management 
adjustments could change UWMP water supply reliability projections, the water supply 
implications are not yet suitable for analytical integration into the current water supply 
reliability projections for this UWMP iteration. Once the Plan or HRLP is adopted, and post-
adoption implementation actions become better known, the projections for urban water 
supply reliability can be reasonably calculated. We anticipate that the 2027 through 2030 
iterations of Annual Assessments will guide urban purveyors in assessing near term impacts 
of the Plan on water supply reliability and generate useful information that can be 
incorporated into the next UWMP update in 2030.  

3.8.2. SWRCB MANDATORY CONSERVATION ORDERS 
In response to recent California droughts, the Governor issued Executive Orders N-7-22 and 
N-5-23, which included provisions related to drought response, water conservation, and 
reporting requirements. These orders directed actions to reduce water use, prohibit certain 
wasteful practices, and enhance monitoring and reporting by urban water suppliers. Impacts 
to urban water suppliers included implementation of water use restrictions and submission of 
monthly reports, which have since become a permanent requirement.  

In addition to the mandatory conservation requirements issued during declared droughts 
and implemented through SWRCB emergency regulations, California has established a long-
term framework under the “Making Conservation a California Way of Life” legislation. 
Beginning in 2026, the SWRCB is authorized to impose mandatory conservation actions on 
urban water suppliers that do not meet their Water Use Objectives under this framework. 
Based on current planning assumptions and projected water use, the District expects to meet 
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its assigned Urban Water Use Objective; however, compliance will depend on future 
regulatory implementation, continued conservation performance, and hydrologic conditions. 

3.8.3. FUTURE REGULATORY CONDITIONS 
It is anticipated that effects from the above regulatory conditions and projects could impact 
the amount of supply available to the District, although the magnitude of such impacts are 
not yet fully known. 

Beyond these specific regulatory conditions, it is conceivable that new emergency 
regulations could be imposed during future droughts that limit the availability of the District’s 
full rights even when supplies are hydrologically available. Such restrictions would likely be a 
result of a future drought condition throughout the state, so it is not possible to estimate with 
certainty what effect future emergency regulations might have. 

3.9. WATER QUALITY 
The water quality of the District’s supply sources is generally excellent and is able to meet all 
Title 22 drinking water standards after treatment. As described above, most of the District’s 
supplies originate as surface water in sparsely developed watersheds on the western slope of 
the Sierra Nevada mountains, which protects supplies from many sources of contamination.  

The last updated assessments of the District’s drinking water sources for its Main System 
were completed in 2024 and showed that the District meets or exceeds all state and federal 
drinking water standards. 26 The 2024 Water Quality Report summarizes potential threats to 
water quality. The District’s source water is considered most vulnerable to potential 
contamination from recreation, residential sewer, septic systems, and urban runoff activities. 
The District’s source water is also considered vulnerable to illegal activities, dumping, fertilizer, 
pesticide and herbicide application, forest activities, and wildfires, although constituents 
associated with these activities were not detected during the 2024 sampling. The District’s 
two satellite systems, Strawberry and Outingdale, also are potentially vulnerable to these 
sources of contamination; however, both currently comply with all applicable water quality 
standards. 

3.10. WATER SUPPLY RELIABILITY 
As described in prior sections, the District has significant water assets to meet its short-term 
and long-term needs. These assets include pre-1914 appropriative water rights, post-1914 
appropriative water rights and entitlements, as well as recycled water. As required by the 
CWC, the District needs to address the reliability of these assets for average, single dry, and 
five consecutive dry year conditions. The reliability for each asset under each hydrologic 

 
26 See most recent Water Quality/Consumer Confidence Report: https://www.eid.org/our-services/water/water-quality-
consumer-confidence-report 

https://www.eid.org/our-services/water/water-quality-consumer-confidence-report
https://www.eid.org/our-services/water/water-quality-consumer-confidence-report
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condition is governed by the specific right’s conditions or entitlement’s provision. Supply 
availability is summarized in Section 3.11 in Table 3-5. 

3.10.1. NORMAL YEAR WATER SUPPLY AVAILABILITY 
The District’s total water entitlements under its existing and planned supplies are not 
representative of the supply available in an average or normal year. Rather, as a result of 
operational management policies and practices, the average supply equates to 70,794 acre-
feet per year of existing supplies and 7,500 acre-feet per year of planned supplies. Combined, 
the District anticipates the total average future water supplies to equal 78,294 acre-feet 
annually by 2050. Average Year Water Supply Availability is based on the following 
assumptions: 

1. Ditches / Weber Reservoir Rights (License 2184 and Pre-1914 Water Rights) are 
appropriative water rights associated with Slab, Hangtown, Mill, and Weber Creeks. 
The maximum value of 4,560 acre-feet has historically been available in average 
years and is assumed to be available in future average years.  

2. Sly Park Reservoir (License 11835 and 11836 and pre-1914 Camp Creek right), also called 
Jenkinson Lake, is the District’s only existing supply source whose value during 
average years is less than the maximum water right. The rights allow up to 33,400 
acre-feet to be diverted, and the District has diverted as much as 25,745 acre-feet in 
a single year. However, based on District operational experience, 23,000 acre-feet is 
used for planning purposes for an average year due to the need to set aside carryover 
storage for future years.  

3. Central Valley Project water (Contract 14-06-200-1375A-LTR1-P) has historically been 
available at its maximum value of 7,550 acre-feet in average years and is assumed to 
be available in future average years.  

4. Project 184 (Pre-1914 appropriative rights from the Upper South Fork American River) 
rights have a priority date of 1856 that has allowed this source of water, 15,080 acre-
feet, to be fully available in average years and is assumed to be available in future 
average years. Supplies for the District’s Strawberry system are included in this supply.  

5. Permit 21112 allows the District to divert up to 17,000 acre-feet of water per year at 
Folsom Reservoir through a Warren Act Contract. This supply was not historically 
available in its full amount pending the completion of a USBR approved temperature 
control device at the District’s intake from Folsom Reservoir. The intake improvements 
were completed in 2022, and the District now has access to the full 17,000 acre-feet 
supply. Based upon the availability of the supply in Permit 21112, the ability to store the 
water in Caples, Silver, and Lake Aloha, and the long-term Warren Act Contract with 
USBR, the average-year availability of this supply is 17,000 acre-feet.  
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6. Outingdale/ Middle Fork Cosumnes Supplies (Permit 4071) provides up to 104 acre-feet 
per year of water during average years and is expected to remain at this level in future 
average years.  

7. Recycled Water is projected to provide 3,500 acre-feet in average years. Note that this 
supply is non-potable, in contrast to the other District supplies presented in this 
section.  

8. Central Valley Project Fazio Water is expected to include 7,500 acre-feet or more as 
authorized by federal law. Once secured, projected to occur by 2035, the District is 
expected to receive its full entitlement in average years. While the District’s existing 
supplies are sufficient to meet demands throughout all scenarios examined in the 
planning period based on current conditions and assumptions, securing the Fazio CVP 
Supply will further improve future reliability.  

The District’s projected average year supplies are summarized in Table 3-3. 
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TABLE 3-3. PROJECTED NORMAL YEAR WATER SUPPLY (ACRE-FEET) 

Water Right or Entitlement 

Maximum 
Water 
Asset 

Available 

Normal Year Planned Availability 

2030 2035 2040 2045 2050 

EXISTING SUPPLIES 

Ditches/Weber Reservoir Rights 
(License 2184 and pre-1914) 

4,560 4,560 4,560 4,560 4,560 4,560 

Sly Park Reservoir 
(Licenses 11835 and 11836) 

33,400 23,000 23,000 23,000 23,000 23,000 

CVP Contract 
(Contract #14-06-200-1375A-LTR1-P) 

7,550 7,550 7,550 7,550 7,550 7,550 

Project 184 
(pre-1914 at Forebay) 

15,080 15,080 15,080 15,080 15,080 15,080 

Permit 21112 
(Project 184 Warren Act Contract) 

17,000 17,000 17,000 17,000 17,000 17,000 

Outingdale/Middle Fork Cosumnes 
(Permit 4071) 

104 104 104 104 104 104 

Recycled Water 
(non-potable) 

3,500 3,500 3,500 3,500 3,500 3,500 

Subtotal Existing Supplies 81,194 70,794 70,794 70,794 70,794 70,794 

PLANNED SUPPLIES 

CVP Fazio Water Entitlement 7,500 0 7,500 7,500 7,500 7,500 

Subtotal Planned Supplies 7,500 0 7,500 7,500 7,500 7,500 

Total Supply Sources 88,694 70,794 78,294 78,294 78,294 78,294 

 

3.10.2. SINGLE AND FIVE CONSECUTIVE DRY-YEAR WATER SUPPLY AVAILABILITY 
The District anticipates less water being available in dry years than is otherwise available in 
normal years as described in Section 3.10.1. Dry-year supplies include supply reductions 
attributable to hydrologic droughts and regulatory curtailments. The dry-year water supplies 
are described in this section. By 2050, the District’s future total water supplies are projected to 
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equal 67,129 acre-feet in a single dry year. Of this total supply, 63,379 acre-feet are secured 
water assets, and 3,750 acre-feet are planned water assets. The basis for this analysis was 
the District’s actual supply availability during the drought year of 2021 for the Single Dry-Year 
Water Supply Availability. The District’s supply availability from 2012-2016 and 2020–2022 were 
evaluated in support of the multiple-dry year analysis. Watershed conditions from the 2020–
2022 dry period were determined to be more constraining than the 2012-2016 period. As a 
result, the 2020-2022 period was used as the basis of the multiple-dry year availabilities. 

Water availability is based on the following assumptions for single dry years and multiple dry 
years: 

1. Ditches / Weber Reservoir Rights (License 2184 and Pre-1914 Water Rights) are 
appropriative water rights associated with Slab, Hangtown, Mill, and Weber Creeks. 
The maximum value of 4,560 acre-feet has historically not been available in dry years, 
due to hydrological constraints. Based on historical experience, approximately 2,250 - 
3,000 acre-feet is available from this source even in the driest years experienced by 
the District. It is assumed 3,000 acre-feet from this source is reliably available in future 
single dry years as well as the first year of multiple dry years. This supply is assumed 
to be reduced to 2,500 acre-feet in the second year and reduced to 2,250 acre-feet 
beginning in years three through five of a multiple dry year planning scenario.  

2. Sly Park Reservoir (License 11835 and 11836), also called Jenkinson Lake, is subject to 
reduced supply availability during dry years due to reduced inflow and the need to 
preserve carryover water for use in future years. Accordingly, based upon the OASIS 
hydrologic modeling report, the District reduces this supply’s availability to 20,920 
acre-feet in a single dry year. The OASIS model is a system-based water operations 
model that simulates reservoir inflows, storage conditions, operational constraints, 
and demands under historical hydrologic sequences, including critically dry periods. 
The 20,920 acre-feet value reflects modeled reservoir performance under a 
representative single dry year condition while maintaining minimum storage levels 
and operational reliability.  

Thus, 20,920 acre-feet per year is assumed as the available supply for a single dry 
year and available for year one of a multiple dry year planning scenario. For 
conservative planning purposes, the District plans for this supply to be further reduced 
during consecutive dry years beginning in the second year. A 1991 Investigation of Sly 
Park Reservoir Yield by Sierra Hydrotech determined the Safe Yield of Sly Park Reservoir 
is 17,700 acre-feet. This UWMP conservatively uses 17,000 acre-feet as the available 
supply in year two of a drought and 15,500 acre-feet as the available supply in years 
three through five. 

3. Central Valley Project water (Contract 14-06-200-1375A-LTR1-P) has a maximum 
entitlement of 7,550 acre-feet per year. The USBR assesses dry-year supply availability 
of its CVP M&I contracts through the CVP M&I Shortage Policy. Based on inflow and 
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storage criteria, USBR can reduce contract water supplies under this policy by 
considering historic use with adjustments made for population, use of non-CVP water 
and extraordinary conservation actions. 27 USBR calculates the reduced CVP M&I 
delivery based upon the average of the three previous normal year allocations. Under 
the strictest interpretation of this policy, if no CVP M&I water was used in the prior three 
normal years, then zero dry year supply is available. However, historically, USBR has 
considered use of non-CVP supplies in lieu of CVP water to calculate use under this 
policy.  

For the purposes of this analysis, the District has determined that based upon 
projected growth in demand, the District will utilize the entire contract entitlement in 
future normal years. As such, the District calculates its dry-year reduction based upon 
analyzing five years of full use of the CVP contract allocation while also considering 
baseline Health and Safety needs. Accordingly, the dry year supply is 3,775 acre-feet 
per year, which is 50 percent of the contract amount. This is assumed to be available 
during years one and two of a multiple dry year scenario. For conservative planning 
purposes, this supply is projected to be further constrained in the third, fourth, and fifth 
years of a multiple dry year scenario, equating to 25% of historical use, or 1,235 acre-
feet.  

4. Project 184 Pre-1914 appropriative rights from the Upper South Fork American River 
have a normal-year reliability of 15,080 acre-feet per year. Based upon the early 
priority date of these water assets, the District’s available storage associated with 
these water rights, and the fact that water has historically been available and 
delivered under these rights during recent droughts, they are not reduced under any 
dry year scenarios. 

5. Permit 21112 (taken at Folsom Reservoir through a Warren Act Contract) allows the 
District to divert up to 17,000 acre-feet of water per year. This supply was not 
historically available in its full amount pending the completion of a USBR approved 
temperature control device at the District’s intake from Folsom Reservoir. The intake 
improvements were completed in 2022, and the District now has access to the full 
17,000 acre-feet supply. The contractual limitations associated with this supply are not 
related to drought; under conditions similar to recent drought years – 1977, 2015, and 
2021 – the District does not expect cutbacks in this supply. Based upon the availability 
of the supply under Permit 21112, the ability to store the water in Caples, Silver, and 
Aloha lakes, and the long-term Warren Act Contract with USBR, the availability of this 
supply is assumed to be 17,000 acre-feet in all dry years.  

6. Outingdale/Middle Fork Cosumnes Supplies (Permit 4071) can be severely curtailed in 
multiple dry years, as shown by the District’s recent experience. However, for a single 

 
27 USBR has the authority to reduce the supply volumes even further under extreme conditions –Health and Safety 
criteria. The District’s drought contingency plans address these situations. 
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or two consecutive dry year scenario, the availability of this supply is assumed to be 
104 acre-feet. The District used the lowest actual diversion made during the 2012-16 
drought to project the available supply of 13 acre-feet during the second through fifth 
years of a multiple dry year scenario.  

7. Recycled Water is projected to provide the District 3,500 acre-feet of non-potable 
recycled water in all future years, regardless of the length or severity of drought, as 
shown in Table 3-2 earlier in Section 3. This supply is not expected to be reduced in 
any dry year scenario as recycled water production is tied to indoor water use which is 
not significantly impacted during dry years. 

8. Central Valley Project Fazio Water is a new planned supply of 7,500 acre-feet which 
District staff have projected will be available by 2035 and is expected to be subject to 
the same CVP M&I Shortage Policy described above for the existing supply of Central 
Valley Project water (Contract 14-06-200-1375A-LTR1-P). Therefore, the same 
assumptions about percentage reductions in allocations were used. This would result 
in the dry year supply under this water contract entitlement is 3,750 acre-feet per 
year. However, for conservative planning purposes, this supply is further constrained in 
the third, fourth, and fifth year of the multiple dry year scenario, equating to 1,875 acre-
feet (25 percent of contract amount). While the District’s existing supplies are 
sufficient to meet demands throughout all scenarios examined in the planning period 
based on current conditions and assumptions, securing the Fazio CVP Supply will 
further improve future reliability. 

The District’s projected single dry year water availability is presented in Table 3-4. 
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TABLE 3-4. PROJECTED SINGLE DRY YEAR WATER SUPPLY (ACRE-FEET) 

Water Right or Entitlement 

Maximum 
Water 
Asset 

Available 

Single Dry Year Planned Availability 

2030 2035 2040 2045 2050 

EXISTING SUPPLIES 

Ditches/Weber Reservoir Rights 
(License 2184 and pre-1914) 

4,560 3,000 3,000 3,000 3,000 3,000 

Sly Park Reservoir 
(Licenses 11835 and 11836) 

33,400 20,920 20,920 20,920 20,920 20,920 

CVP Contract 
(Contract #14-06-200-1375A-LTR1-P) 

7,550 3,775 3,775 3,775 3,775 3,775 

Project 184 
(pre-1914) 

15,080 15,080 15,080 15,080 15,080 15,080 

Permit 21112 
(Project 184 Warren Act Contract) 

17,000 17,000 17,000 17,000 17,000 17,000 

Outingdale/Middle Fork Cosumnes 
(Permit 4071) 

104 104 104 104 104 104 

Recycled Water 
(non-potable) 

3,500 3,500 3,500 3,500 3,500 3,500 

Subtotal Existing Supplies 81,194 63,379 63,379 63,379 63,379 63,379 

PLANNED SUPPLIES 

CVP Fazio Water Entitlement 7,500 0 3,750 3,750 3,750 3,750 

Subtotal Planned Supplies 7,500 0 3,750 3,750 3,750 3,750 

Total Supply Sources 88,694 63,379 67,129 67,129 67,129 67,129 

 

The District’s projected water supply during five consecutive dry years is presented in Table 
3-5. 
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TABLE 3-5. PROJECTED FIVE CONSECUTIVE DRY-YEAR WATER SUPPLY (ACRE-FEET) 

Water Right or Entitlement 
Five Consecutive Dry-Year Planned Availability 

2030 2035 2040 2045 2050 

EXISTING SUPPLIES 

Year 1 63,379 63,379 63,379 63,379 63,379 

Year 2 58,868 58,868 58,868 58,868 58,868 

Year 3 54,578 54,578 54,578 54,578 54,578 

Year 4 54,578 54,578 54,578 54,578 54,578 

Year 5 54,578 54,578 54,578 54,578 54,578 

PLANNED SUPPLIES 

Year 1 0 3,750 3,750 3,750 3,750 

Year 2 0 3,750 3,750 3,750 3,750 

Year 3 0 1,875 1,875 1,875 1,875 

Year 4 0 1,875 1,875 1,875 1,875 

Year 5 0 1,875 1,875 1,875 1,875 

TOTAL SUPPLIES 

Year 1 63,379 67,129 67,129 67,129 67,129 

Year 2 58,868 62,618 62,618 62,618 62,618 

Year 3 54,578 56,453 56,453 56,453 56,453 

Year 4 54,578 56,453 56,453 56,453 56,453 

Year 5 54,578 56,453 56,453 56,453 56,453 

 

3.11. SUMMARY OF EXISTING AND PLANNED SOURCES OF WATER 2025 

– 2050 
The District has two broad categories of water assets that are available for its use in its 
service area – secured water assets and planned water assets. Collectively, by 2050 the 
District’s secured and planned supplies total 78,294 acre-feet in normal water years and 
67,129 acre-feet in a single dry water year. In the later years of a multi-year drought, supplies 
are further reduced.  

As described above, the secured water assets include appropriative water right License 2184 
and the accompanying pre-1914 appropriative water rights exercised under Warren Act 
Contract 06-WC-20-3315; appropriative water right Licenses 11835, 11836 and pre-1914 water 
rights to Camp Creek; CVP Contract 14-06-200-1375A-LTR1-P; the pre-1914 American River 
storage and diversion appropriative water rights; Permit 21112; and recycled water.  
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The normal year water supplies available to the District under the secured assets total 70,794 
acre-feet per year. In a single dry year, the water supplies available to the District under the 
secured assets total 63,379 acre-feet per year. By the third year of a multi-year drought, the 
District’s secured supplies are further reduced to 54,578 acre-feet per year.  

The planned CVP Fazio Water assets, although partially secured, are not yet available for the 
District’s use to serve the District’s needs contemplated in this 2025 UWMP. The District has 
identified 2035 as the date these planned supplies are anticipated to be available. In normal 
years, the water supplies under these assets total 7,500 acre-feet. In dry years, the water 
supplies under these assets total 3,750 acre-feet, conservatively reducing further to 1,875 
acre-feet in the later years of consecutive dry years (see Table 3-6). Current analysis, as 
shown in Section 5, indicates that this planned supply is not necessary to meet demands in 
any scenario examined in this UWMP, but securing Fazio CVP can further improve supply 
reliability above existing levels. 
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TABLE 3-6. WATER SUPPLY SUMMARY UNDER VARIOUS YEAR TYPES (ACRE-FEET) 

Water Right or Entitlement 

Maximum 
Water 
Asset 

Available 

Normal 
Year 

Single 
Dry Year 

Multi-Dry Year 

Year 1 Year 2 Year 3 Year 4 Year 5 

EXISTING SUPPLIES 

Ditches/Weber Reservoir Rights 
(License 2184 and pre-1914) 

4,560 4,560 3,000 3,000 2,500 2,250 2,250 2,250 

Sly Park Reservoir 
(Licenses 11835 and 11836) 

33,400 23,000 20,920 20,920 17,000 15,500 15,500 15,500 

CVP Contract 
(Contract #14-06-200-1375A-
LTR1-P) 

7,550 7,550 3,775 3,775 3,775 1,235 1,235 1,235 

Project 184 
(pre-1914) 

15,080 15,080 15,080 15,080 15,080 15,080 15,080 15,080 

Permit 21112 
(Project 184 Warren Act Contract) 

17,000 17,000 17,000 17,000 17,000 17,000 17,000 17,000 

Outingdale/Middle Fork Cosumnes 
(Permit 4071) 104 104 104 104 13 13 13 13 

Recycled Water 
(non-potable) 

3,500 3,500 3,500 3,500 3,500 3,500 3,500 3,500 

Subtotal Existing Supplies 81,194 70,794 63,379 63,379 58,868 54,578 54,578 54,578 

PLANNED SUPPLIES 

CVP Fazio Water Entitlement 7,500 7,500 3,750 3,750 3,750 1,875 1,875 1,875 

Subtotal Planned Supplies 7,500 7,500 3,750 3,750 3,750 1,875 1,875 1,875 

Total Supply Sources 88,694 78,294 67,129 67,129 62,618 56,453 56,453 56,453 
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CHAPTER 4 
WATER USE 

 
 

Developing a thorough understanding of water use characteristics is essential to enable the 
District to reliably and cost-effectively manage its water supplies to continue to meet 
customer needs. This chapter characterizes the District’s current and forecasted retail and 
wholesale customer water needs, examining how various factors such as seasons, land use 
classification, and differing hydrologic conditions impact water use.  

A thorough analysis of the District’s past and current water use enables realistic water use 
predictions to be made for the future that consider anticipated growth, new regulations, 
changing climate conditions, and trends in customer water use behaviors. After individually 
analyzing each water use classification, information was aggregated into a comprehensive 
projection of customer water use that serves as the foundation for comparison with the 
District’s water supplies (see Chapter 3) to assess long-term water system reliability (see 
Chapter 5). 

4.1. CURRENT CUSTOMER WATER USE 
As described in Chapter 2, the District serves potable water to about 43,600 customer 
connections. Water supplied to its customers is drawn from the District’s multiple sources 
(see Chapter 3), treated at one of the water treatment plants, and delivered through an array 
of transmission and distribution pipelines to the customer’s meter. Recent and expected 
customer water use trends along with on-going demand management efforts provide a 
foundational basis for this UWMP’s water use forecast to 2050.  

Annual records of actual water use are the basis for determining the District’s compliance 
with its urban water use objectives.  

4.1.1. CUSTOMER WATER USE: 2021 TO 2025 
Recent customer water use data provides valuable information on water use trends over 
time, the effects of temporary use restrictions imposed during drought and subsequent 
recovery from such restrictions, the effects of long-term demand management measures, 
and more which informs future water use forecasting. Per CWC §10631(d)(1), the District is 
required to quantify historical customer water use. 

As described in Chapter 2, the District provides water service to three service regions: El 
Dorado Hills, Western, and Eastern. 
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The District supplies retail potable water for residential, commercial and agricultural uses, 
wholesale potable water to the City of Placerville (City), and recycled water supplies to 
portions of the El Dorado Hills region. Tables 4-1(A) through 4-1(C) present the District’s past 
retail customer water use by customer classification for 2021 through 2025 for each of its 
service regions. The District records water use within several primary customer water use 
classifications, though each is not present in all three service regions: 

• Single-family residential: reflecting residential customers with indoor and outdoor 
water uses.  

• Single-family residential – Dual: this classification reflects the customers in the El 
Dorado Hills region that receive potable water for indoor use and recycled water for 
outdoor irrigation use.  

• Multi-family residential: reflecting multi-unit complexes with single water connections 
for multiple residences.  

• Commercial and Industrial: including large and small retail, governmental services, 
small industry, and other non-residential municipal uses.  

• Commercial Landscape: reflection dedicated irrigation meters for commercial 
facilities.  

• Recreational Turf Services: reflect primarily water used for parks and recreational 
landscapes.  

• Agricultural: including both “small farm irrigation” and “agricultural metered irrigation.” 

• Other Authorized Consumption: including temporary water use permits, bulk water 
stations, aesthetic flow requirements, system flushing, recycled water system 
supplementation, and other standard operational uses.  

• Municipal – this is the classification for wholesale deliveries to the City of Placerville. 
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TABLE 4-1(A). EDH REGION RETAIL CUSTOMER USE: 2021 TO 2025 (ACRE-FEET) 

Customer Type 2021 2022 2023 2024 2025 

Single Family Residential 8,450 8,278 7,867 8,532 8,240 

Single Family Residential (Dual) 925 902 887 922 854 

Multi-Family Residential 659 657 627 662 674 

Commercial/Industrial 771 745 737 830 972 

Commercial Landscape 793 776 670 778 726 

Recreational Turf Services 616 659 585 658 620 

Small Farm Irrigation 133 130 116 137 127 

Agricultural Metered Irrigation 34 33 34 40 37 

Total Use 12,381 12,180 11,523 12,559 12,250 

 

TABLE 4-1(B). WESTERN REGION RETAIL CUSTOMER USE: 2021 TO 2025 (ACRE-FEET) 

Customer Type 2021 2022 2023 2024 2025 

Single Family Residential 3,120 2,850 2,677 2,926 2,926 

Multi-Family Residential 440 404 392 451 472 

Commercial/Industrial 498 492 466 572 700 

Commercial Landscape 95 94 73 98 129 

Recreational Turf Services 192 210 233 238 196 

Small Farm Irrigation 678 635 587 665 599 

Agricultural Metered Irrigation 1,101 993 899 987 885 

Total Use 6,124 5,678 5,327 5,937 5,907 

 

TABLE 4-1(C). EASTERN REGION RETAIL CUSTOMER USE: 2021 TO 2025 (ACRE-FEET) 

Customer Type 2021 2022 2023 2024 2025 

Single Family Residential 2,616 2,272 2,212 2,366 2,226 

Multi-Family Residential 328 307 309 311 318 

Commercial/Industrial 304 254 253 264 259 

Commercial Landscape 31 56 28 32 39 

Recreational Turf Services 99 97 99 90 93 

Small Farm Irrigation 490 398 390 399 377 

Agricultural Metered Irrigation 2,234 1,855 1,968 2,188 1,831 

Total Use 6,102 5,239 5,259 5,650 5,142 

Note: Includes deliveries to Outingdale and Strawberry customers. 
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Table 4-2 provides a summary of the regional totals by customer classification. Table 4-3 
provides the total use by region, as well as service to the City of Placerville, ditch customers 
served from the potable system, other authorized uses, and supplementation of the recycled 
water system.  

TABLE 4-2. TOTAL DISTRICT RETAIL CUSTOMER USE: 2021 TO 2025 (ACRE-FEET) 

Customer Type 2021 2022 2023 2024 2025 

Single Family Residential 14,186 13,400 12,756 13,824 13,392 

Single Family Residential (Dual) 925 902 887 922 854 

Multi-Family Residential 1,427 1,368 1,328 1,424 1,464 

Commercial/Industrial 1,573 1,491 1,456 1,666 1,931 

Commercial Landscape 919 926 771 908 894 

Recreational Turf Services 907 966 917 986 909 

Small Farm Irrigation 1,301 1,163 1,093 1,201 1,103 

Agricultural Metered Irrigation 3,369 2,881 2,901 3,215 2,753 

Total Use 24,607 23,097 22,109 24,146 23,299 

 

TABLE 4-3. TOTAL DISTRICT POTABLE WATER USE: 2021 TO 2025 (ACRE-FEET) 

Use Type 2021 2022 2023 2024 2025 

EDH 12,381 12,180 11,523 12,559 12,250 

Western 6,124 5,678 5,327 5,937 5,907 

Eastern 6,102 5,239 5,259 5,650 5,142 

Subtotal Retail 24,607 23,097 22,109 24,146 23,299 

City of Placerville 1,215 1,079 1,111 1,213 1,032 

Ditch Services (potable) 486 227 244 252 255 

Other Authorized Uses 2,907 2,731 1,482 1,513 3,220 

Recycled Supplement 1,182 881 745 971 856 

Total Use 30,397 28,015 25,691 28,095 28,662 

 

This historic data also provides insight into the relative ratio of differing customer 
classifications to each other as well as seasonal variations. For instance, use across most 
classifications was relatively consistent for 2021 through 2025. However, “Other Authorized 
Uses,” “Recycled Supplement” and “Single Family Residential” categories saw reductions in 
2023, possibly explained by the occurrence of a relatively wet year that saw 53” of 
precipitation in the Upper Region. 
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4.1.2. EXISTING DISTRIBUTION SYSTEM LOSSES 
Distribution system water losses include both “real losses” and “apparent losses”. Real losses 
are physical losses from the water distribution system, such as leaks from pipes, joints, and 
storage facilities, occurring up to the point of delivery to the customer (e.g., the residential 
water meter). Apparent losses represent water that is consumed but not properly measured 
or accounted for, such as meter inaccuracies, data handling errors, and/or unauthorized 
consumption.  

Since 2016, the District has been required to quantify its distribution system losses using the 
American Water Works Association (AWWA) Method (Title 23 California Code of Regulations 
§638.1 et seq.). An electronic copy of the audit in Excel format is to be submitted to DWR by 
January 1 of each year for the prior year’s estimated system losses, using DWR’s online 
submittal tool pursuant to Code of Regulations §638.5. 

The 2025 estimate is approximately 4,440 acre-feet over the year, or about 11.1% of the water 
entering the distribution system. This value reflects real losses as well as apparent losses, 
such as from meter inaccuracies.  

Table 4-4 presents the distribution loss – representing both real and apparent losses. These 
values are derived from the District’s AWWA water loss reports that provide details on total 
water supplied and water loss (real and apparent). As can be anticipated given the dynamic 
functions of a pressurized potable water distribution system, the estimated annual 
distribution system loss as a percentage of water entering the system will vary year-to-year 
and month to month. On average, however, the District’s distribution system loss represents 
about 11.1% of the water entering the District’s distribution system.  

TABLE 4-4. AWWA WATER LOSS, 2021 THROUGH 2025 

2021 2022 2023 2024 2025 

22.5% 17.2% 13.5% 12.2% 11.1% 

   Average 11.1% 

 

4.1.3. WATER LOSS CONTROL STANDARD 
In 2019, the CWC §10608.34 required the SWRCB to develop water loss control and 
performance standards, known as ‘Real Water Loss Standards’ for urban retail water 
suppliers. The Real Water Loss Standard for the District was developed utilizing annual water 
loss reporting data submitted to the State between 2017 and 2020 and resulted in a standard 
of 40.9 gallons per service connection per day (gpcd), including both active and inactive 
connections.  

The resulting real water loss standard of 40.9 gpcd equates to 5.9 percent of total water 
supplied. Using District data from the same time period, the District’s “apparent” water loss 
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standard averaged 5.0 percent of total water supplied. Combining real and apparent loss 
standards as a percentage of total water supplied results in 10.9 percent. This average 
percentage is used for purposes of forecasting total potable water use through 2050. 

4.2. COMPLIANCE WITH SBX7-7 
This section examines the District’s derivation and compliance with state-mandated water 
use targets and objectives. The Water Conservation Act of 2009, also known as SBX7-7, 
established water conservation targets requiring urban water suppliers to reduce per capita 
water use by 10 percent by December 31, 2015, and by 20 percent by December 31, 2020, 
relative to a defined baseline period.  

The District established its baseline using a 10-year period from 1999 through 2008, consistent 
with California Water Code §10608.20. Based on updated population data from the 2010 
Census and revised gross water use calculations in the 2015 UWMP, the District’s baseline 
water use was determined to be approximately 301 gallons per capita per day (GPCD). 

Using Method 1, which defines the water use target as a 20 percent reduction from baseline 
per capita water use, as specified in CWC §10608.20(b), the District established a 2020 GPCD 
target of 241 GPCD. The District’s 2020 actual use was calculated using the same 
methodology, based on adjusted gross water use and population.  

“Gross water” was defined as the total water diversions entering the system at various points, 
adjusted to exclude deliveries not subject to SBX7-7 requirements, including deliveries to the 
City of Placerville and to metered agricultural customers. 28 Dividing the adjusted gross water 
use by the reported 2020 population resulted in a calculated value of 208 GPCD, which is 
below the District’s established target of 241 GPCD. Accordingly, the District demonstrated 
compliance with CWC §10608.24(b). 

While SBX7-7 compliance is evaluated based on 2020 conditions, the District continues to 
monitor per capita water use beyond 2020. Recent trends indicate that the District’s water 
use remains consistent with its established conservation targets and reflects continued 
progress towards long-term water use efficiency goals.   

4.3. DEMAND MANAGEMENT MEASURES 
Pursuant to CWC §10631(e), the District needs to provide a narrative discussion of the water 
demand management measures it has implemented, is currently implementing, and plans 
to implement. The historic and on-going measures can help the District understand the 
effectiveness of managing existing customer uses to help guide refinements, emphasis or 
augmentation that will position the District to best meet its water use objective. It should be 

 
28 The Small Farm Irrigation classification was not removed as District supplies to this customer classification are similar 
to rural residential type uses and their use and population is part of necessary evaluation and long-term management of 
urban per-capita water use within the District. 
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noted that since the District is a retail and wholesale supplier it implements demand 
management measures with both its retail and wholesale customers.  

The District’s demand management measures are highlighted in this subsection.  

4.3.1. FOUNDATIONAL DEMAND MANAGEMENT MEASURES 
This section describes the foundational demand management measures (DMMs) that 
underpin the District operations and customer deliveries. These DMMs represent adopted 
ordinances, policies, and long-standing budgeted conservation programs. 

WATER WASTE PREVENTION ORDINANCES 
The District prohibits water waste through the adoption of Board Policies and Administrative 
Regulations (AR). AR 1041 outlines baseline water waste regulations and AR 5011 has additional 
water waste regulations that apply during declared drought conditions. Full text of the 
regulations can be found on the District’s website. 29 

METERING 
All District retail customers are metered. Wholesale interconnections that supply the City are 
also metered, as are agricultural deliveries. 

CONSERVATION PRICING 
The District’s water rate structure is set to generate the necessary funds to efficiently operate 
the District’s water system and maintain reliable water supplies. The District uses a base rate 
which varies depending on the size of the water meter and usage type. It also uses a 3-tier 
commodity rate based on usage rate for single-family residential customers and agricultural 
connections with residences, which increases as water use increases.  

Volumetric charges are applied on a per unit basis (e.g., per cubic foot of water used), with 
rates varying by customer classification and level of water use. This tiered rate structure 
provides a financial incentive for customers to reduce discretionary water use. Under normal 
water supply conditions, this rate structure has been effective in promoting water use 
efficiency and reducing overall customer demand. 

PUBLIC EDUCATION AND OUTREACH 
The District engages its customer base with a number of conservation and demand 
management outreach programs. Promoting water wise activities, watering schedules, and 
educational programs such as protecting water supply, are part of the District’s regular 
outreach efforts. The District does this via its webpage, mailing inserts and social media.  

In addition to local public education and outreach programs, the District also participates in 
a regional public education and outreach program through the Regional Water Authority 

 
29 https://www.eid.org/home/showdocument?id=402 

https://www.eid.org/home/showdocument?id=402
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(RWA). The RWA is a joint powers authority formed in 2001 to promote collaboration on water 
management and water supply reliability programs in Sacramento, Placer, El Dorado, Yolo, 
and Sutter counties. In collaboration with nineteen water provider members and other 
wastewater, stormwater, and energy partners, RWA formed the Water Efficiency Program 
(WEP) in 2001 to bring cost effectiveness to public education and outreach activities. The 
main function of the WEP is to develop and distribute public outreach messages to customers 
in the region by collaborating with its water provider members. Additionally, the RWA Be 
Water Smart website30 offers a comprehensive set of resources for individuals, educators, 
and organizations. Recent Be Water Smart ‘Year in Review’ reports and detailed information 
about partnerships, outreach and advertising and rewards are available on the RWA website. 

PROGRAMS TO ASSESS AND MANAGE DISTRIBUTION SYSTEM REAL LOSS 
The District’s water loss assessment and management program includes annual water 
audits and an ongoing repair plan. This includes an ongoing meter calibration and 
replacement program for all production and distribution meters. The District's activities 
include: 

• Annual water audit and water balance 
• Production meter data collection and validation 
• Repairs in the District distribution system 

WATER CONSERVATION PROGRAM COORDINATION AND STAFFING SUPPORT 
Implementing and monitoring of the District’s water efficiency activities is managed by two 
full-time water-use efficiency staff members in the District’s Customer Service Division. Water 
Efficiency staff provide complimentary in-person and customized recommendations through 
water-wise house or business calls as well as the Irrigation Management Service for 
commercial agricultural customers. Also offered are various complimentary water saving 
devices, educational materials, and rebates for approved water saving upgrades. The 
District’s website offers a link to a sprinkler scheduler application to generate your own 
unique watering schedule and an interactive plant database of native and drought-tolerant 
plants. 

4.3.2. RECENT DMM ACTIVITIES 
The District implements a robust suite of other demand management measures, both within 
the District and as a part of the RWA WEP. The District’s water efficiency programs are 
available and tailored to both residential and commercial customers. Detailed information 
can be found on the District’s water efficiency webpage.31 Recent DMM activities include: 

 
30 https://bewatersmart.info/ 
31 https://www.eid.org/customers/water-efficiency 

https://bewatersmart.info/
https://www.eid.org/customers/water-efficiency
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• Water Efficiency Rebates: Up to either $100 or $250 per service account for qualifying 
water efficient devices. 

• Complimentary Devices: Low-flow faucet aerators, pre-rinse spray nozzles, 
showerheads, toilet tank dams, or bags to reduce flush volume, toilet flappers, garden 
hose shut-off nozzles, moisture meters.  

• Water Wise Business Calls: Site visits with recommendations for ways to save water 
and money both inside and outside. Leak detection, plumbing retrofits, irrigation 
system improvements.  

• Toilet Leak Detection Supplies: Dye packets, complimentary toilet flappers, low flow 
plumbing fixtures.  

• Home Landscape Water Surveys: Personalized water efficiency evaluations and advice 
covering both indoor and outdoor water use.  

4.3.3. PLANNED DMM ACTIVITIES 
In its commitment to ongoing water efficiency and proactive demand management activity, 
the District is evaluating new programs and actions, which may be used to achieve water use 
objectives in compliance with CWC §10609.20. 

4.4. FORECASTING CUSTOMER WATER USE 
Forecasting future water demand begins with understanding trends in existing customer 
demand, projecting expected additional customers, and considering factors that may 
influence water use of both existing and new customers into the future; particularly those 
factors related to water efficiency.   

Pursuant to CWC §10610.4(c), an urban water supplier “shall be required to develop water 
management plans to actively pursue the efficient use of available supplies.” One challenge 
from this directive is demonstrating how the pursuit of efficient use is represented in forecast 
water uses, which are the cornerstone of good planning. As required, the future water uses of 
both existing customers and new customers added over the 25-year planning horizon of the 
UWMP should reflect “efficient use” of water. 

4.4.1. REPRESENTING CURRENT CUSTOMER WATER USE 
Tables 4-2 and 4-3 provide actual customer water use from 2021 through 2025 by service 
classification. From this, an estimate of representative “current” water use by existing 
customers has been developed. Acknowledging that actual use varies slightly year-to-year 
based on a variety of factors such as rainfall and the timing of spring rain events which 
impact when landscape irrigation begins, this recent data provides a basis for estimating 
current water use.  
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Data from 2021 was selected as the basis for “current” water use in order to incorporate a 
conservative approach, as it experienced the highest demand of the past five-year period. 
This is the baseline from which future use of existing customers is estimated. Table 4-5 
provides the representative annual current water use, excluding distribution system losses. 

TABLE 4-5. REPRESENTATIVE CURRENT ANNUAL RETAIL POTABLE WATER USE (ACRE-FEET) 

Customer Type EDH Western Eastern Total 

Single Family Residential 8,450 3,120 2,616 14,186 

Single Family Residential (Dual) 925 -- -- 925 

Multi-Family Residential 659 440 328 1,427 

Agricultural Metered Irrigation 34 1,101 2,234 3,369 

Small Farm 133 678 490 1,301 

Commercial/Industrial 771 498 304 1,573 

Commercial Landscape 793 95 31 919 

Recreational Turf Services 616 192 99 907 

Recycled Supplement (potable) 

Not separated by region for demand forecast 

900 

Other1 3,200 

City of Placerville 1,200 
   Regional Total 29,907 
1’Other’ uses include District-authorized potable uses. 

 

In addition to potable water use, the District has a history of serving recycled water to both 
residential and non-residential customers since 1989. Table 4-6 shows the current recycled 
water use categories and quantities a proxy value reflecting a rounding of recent use to 
accommodate annual variations. 

TABLE 4-6. REPRESENTATIVE CURRENT RECYCLED WATER USE 

Customer Type No. of Services 
(2025) 

Annual Acre-Feet 

Recent Use1 Proxy 

Single Family Residential (Dual) 5,521 2,290 2,290 

Commercial/Industrial 180 955 960 

Recreational Turf Services 12 512 510 

Distribution System Loss2 301 300 

 Total 4,058 4,060 

1Recent Use is recent 5-year average for each customer type. 
2Loss assumed at approximately 8% of customer deliveries. 
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4.4.2. FACTORS AFFECTING FUTURE CUSTOMER USE 
Several factors that affect the forecasting of future customer use including State and local 
landscape regulations, building code requirements, water-use mandates, and changes in 
housing products being offered. These factors are considered when determining appropriate 
per-dwelling unit or per customer-connection water demand values for use in forecasting 
future water needs. Relevant characteristics of the factors are described here. 

WATER CONSERVATION OBJECTIVES 
The Water Conservation Act of 2009 (SBX7-7) established a statewide goal of achieving a 20 
percent reduction in urban per capita water use by 2020 for urban retail water suppliers. As 
presented previously in Section 4.2, the District met this target and continues to maintain 
water use levels consistent with its established conservation goals. 

Since adoption of SBX7-7, statewide and local conservation efforts have resulted in lasting 
changes to water use efficiency, including improvements in appliances, plumbing fixtures, 
and landscape practices, as well as broader adoption of a long-term conservation ethic 
among customers. 

More recently, California has transitioned from temporary drought-driven conservation 
measures to a permanent regulatory framework under the “Making Conservation a California 
Way of Life” legislation. Senate Bill 606 and Assembly Bill 1668, signed into law in 2018, 
established long-term water use efficiency standards for urban retail water suppliers. These 
laws require suppliers to meet assigned Urban Water Use Objectives (UWUOs) based on 
indoor residential use, outdoor irrigation, commercial, industrial, and institutional (CII) 
performance, and system water loss standards. 

These requirements will continue to influence District operations, planning, and water 
demand projections, as the District works to meet its water efficiency goals. 

In addition, CWC §10608.14 prohibits the use of potable water to irrigation “non-functional turf” 
for commercial, industrial, institutional, as well as on properties governed by homeowners’ 
associations, common interest developments, and community service organizations or 
similar entities. This requirement has the potential to reduce overall water use associated 
with the District’s landscape irrigation customers. 

REQUIREMENTS IN CALIFORNIA BUILDING CODE 
In January 2010, the California Building Standards Commission adopted the statewide 
mandatory Green Building Standards Code (hereafter the “CAL Green Code”) requiring the 
installation of water-efficient indoor and outdoor infrastructure for all new projects after 
January 1, 2011. The CAL Green Code was incorporated as Part 11 into Title 24 of the California 
Code of Regulations, and was revised in 2013 and in 2016 to address changes to the State’s 
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Model Water Efficient Landscape Ordinance (“MWELO”) adopted during the drought. 32 
Revisions to the CAL Green Code in 2019 modified sections to direct users to MWELO 
regulations contained in other regulatory sections. 33 

The CAL Green Code applies to the planning, design, operation, construction, use, and 
occupancy of every newly constructed or remodeled building or structure. All new residential 
and non-residential customers must meet the water use requirements of the CAL Green 
Code as well as the outdoor requirements described by MWELO. The CAL Green Code’s 
requirements generally manifest through: (1) installation of plumbing fixtures and fittings that 
meet the 20 percent reduced flow rate specified in the CAL Green Code, or (2) by 
demonstrating a 20 percent reduction in water use from the building “water use baseline.” 
Future customers are expected to satisfy one of these two requirements through the use of 
appliances and fixtures such as high-efficiency toilets, faucet aerators, on-demand water 
heaters, or other fixtures as well as Energy Star and California Energy Commission-approved 
appliances.  

CALIFORNIA MODEL WATER EFFICIENT LANDSCAPE ORDINANCE AND COUNTY ORDINANCE 
The Water Conservation in Landscaping Act was enacted in 2006, and has since been revised 
and expanded multiple times by DWR resulting in today’s MWELO.34 In response to Governor 
Brown’s executive order dated April 1, 2015, (EO B-29-15), DWR updated the MWELO and on July 
15, 2015 the California Water Commission approved the adoption and incorporation of the 
updated State standards for MWELO.  

MWELO requires a retail water supplier or a county to adopt the provisions of the MWELO or to 
enact its own provisions equal to or more restrictive than the MWELO provisions. El Dorado 
County uses the State’s standard. 

The current requirements include a reduction to 55 percent of reference evapotranspiration 
(ETo) rates for the maximum amount of water that may be applied to residential landscapes, 
and non-residential projects to 45 percent, which effectively reduces the landscape area that 
can be planted with high water use plants, such as turf. For residential projects, the allowable 
maximum coverage of high-water use plants is reduced to 25% of the landscaped area 
(down from 33%). The newly updated MWELO also now applies to new construction with a 
landscape area greater than 500 square feet (the prior MWELO only applied to landscapes 

 
32 The 2016 Triennial Code Adoption Cycle consisted primarily of the MWELO updates adopted in response to the 
drought. Indoor infrastructure changes were limited to some minor non-residential fixture changes and changes to the 
voluntary Tier 1 and Tier 2 requirements. Additionally, the Code was updated to match the new Title 20 Appliance 
Efficiency Regulations. 
33 The 2019 updated sections to direct CAL Green code users to Title 23 of the California Code of Regulations to allow 
Title 23 to be the sole location of MWELO requirements. 
34 Gov. Code §§ 65591-65599 
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greater than 2,500 square feet). 35 The County reviews all new developments for conformance 
with these standards.  

Recent updates to MWELO, including those adopted in 2025, have primarily focused on 
clarifying implementation requirements and aligning the ordinance with the State’s long-
term water use efficiency framework, rather than substantially changing core landscape 
water use standards.  

METERING, VOLUMETRIC PRICING, WATER BUDGETS 
 CWC §525 requires water purveyors to install meters on all new service connections after 
January 1, 1992. CWC §527 requires water purveyors to charge for water based upon the 
actual volume of water delivered if a meter has been installed. This action alone is not 
expected to substantially reduce water use. However, it is anticipated that the retail billing 
system will encourage and help maintain reasonable use (e.g., through implementation of a 
tiered rate structure and/or water budgets), so that individual customer water demands are 
reasonably not expected to increase over time. The District is fully metered and as discussed 
in Section 4.3.1 has implemented volumetric pricing via a three-tiered rate system. 

4.4.3. CUSTOMER WATER USE FORECAST 
The following subsections detail the assumptions used to forecast customer water use and 
gross water needs for the District’s water service area, separated into the needs of (a) 
existing potable water use customers, (b) new potable water use customers, and (c) 
recycled water users. 

EXISTING CUSTOMER FUTURE USE  
To be conservative and assure there is adequate reliability (see Chapter 5) to meet future 
demands of existing customers, the District utilizes the annual “current” retail customer 
potable water use shown in Table 4-5. This amounts to a total annual potable demand of 
about 29,900 acre-feet, with a total diversion for potable needs of about 33,200 acre-feet 
when considering system loss. 

While existing customers may undertake a variety of efficiency measures – actively through 
decisions to modify a behavior or a water use, or passively through the purchase of 
appliances and fixtures that simply use less water – it is also a possibility that they maintain 
their use as-is. Holding the current use as a constant for all existing customers into the future 
provides a conservative basis for evaluation purposes.  

NEW RETAIL POTABLE MUNICIPAL CUSTOMER FUTURE USE 
Chapter 2 detailed the District’s anticipated new residential and non-residential growth over 
the 2025 UWMP planning horizon. This growth provides the basis for future customer water 
needs. It is assumed that new customer connections will be built in accordance with all 

 
35 CCR Title 23, Div. 2, Ch. 27, Sec. 490.1. 
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applicable building codes including the Cal Green Code discussed previously, and relevant 
District regulations. 

Distinct demand factors are provided for each of the customer classifications in each service 
region. These values are derived from existing customer-based demand factors, with 
adjustments made based on anticipated effects of the aforementioned factors affecting per-
connection water use. 

• The single-family use factors reflect a 15% lower value than existing customer use for 
each region. These lower factors are expected to be consistent with new homes built 
to CalGreen Code and MWELO standards. 

• The multi-family use factor uses the existing multi-family use factor estimated for the 
EDH region. The EDH region’s multi-family characteristics typically reflect newer 
construction and more efficient water use (when compared to other regions), and 
therefore better represents demands for new multi-family customers located 
throughout the District’s service area. This multi-family use factor is calculated by 
dividing total multi-family water use by the total number of multi-family connections 
using data from the District’s Consumption Report for the period 2021 through 2025.  

• The commercial/industrial demand factor represents a wide array of different uses 
from neighborhood retail centers to large retail centers, to office and government 
buildings, to light and even heavy industrial uses. To reflect this variety, each new 
commercial/industrial connection is assumed to use of 1.25 acre-feet. The District’s 
current customers in this classification have average annual use ranging between 0.9 
to 1.4 acre-feet within the three service regions. 

• The commercial landscape factor is an estimate to represent likely landscaping 
associated with non-residential land uses, other than recreational facilities (such as 
public parks, schools, and irrigated areas used for gatherings). A value of 0.84 acre-
feet per connection is assumed. The District’s current users in this classification 
average between 0.8 and 2.5 acre-feet. New connections, however, will be subject to 
the MWELO requirements of non-residential landscaping. This is expected to result in 
lower use per connection than current customers. 

• The recreational turf factor uses the existing use factor for each area, developed from 
the District’s Consumption Reports for the period 2021 through 2025. The results 
indicate a range from approximately 5 acre-feet per connection up to 11 acre-feet per 
connection for the recreational turf connections. 

The per-connection factors for the District’s existing customers and the related factor for the 
new customers are provided in Table 4-7. 
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TABLE 4-7. MUNICIPAL CUSTOMER WATER USE FACTORS (ACRE-FEET PER CONNECTION PER YEAR) 

Customer Type 

Existing Customer 
(per connection) 

New Customers 

EDH Western Eastern EDH Western Eastern 

Single Family Residential 0.47 0.43 0.26 0.40 0.37 0.22 

Single Family Residential (Dual) - Indoor 0.17 
Not Applicable. Not Applicable. New Customers 

assumed to be 100% potable. Single Family Residential (Dual) - Outdoor 0.47 

Multifamily 2.26 1.08 0.91 2.26 

Commercial/Industrial 1.47 1.06 0.89 1.25 

Commercial Landscape 2.43 0.96 0.84 0.84 

Recreational Turf Services 11.21 6.56 5.20 11.21 6.56 5.20 

 

As seen in the table, the Recreational Turf Services category shows variation across the three 
regions. Accordingly, the average use per connection for the period 2021-2025 is applied to 
new customers within their respective region. These customers represent “functional turf” 36 
and therefore no reduction from current conditions are incorporated into the analysis.  

FUTURE NON-POTABLE USE 
As presented in Chapter 2, the District has an extensive recycled water delivery system in the 
EDH service region. As presented in Table 4-6, the District currently serves three recycled-
water customer types, residential customers being the largest.37 The District does not expect 
any significant expansion of recycled water connections within the planning horizon.  

OTHER GROWTH (WHOLESALE AND AGRICULTURAL USES) 
The District anticipates minor growth of potable demand from its agricultural customers. For 
this UWMP planning horizon, growth for agricultural uses including metered agriculture, small 
farms and potable ditch customers, is estimated to be 0.5 percent per year. 

For the City of Placerville, the District anticipates the City to add approximately 415 additional 
connections through 2050, based upon information detailing projected growth within the City. 
The projected growth uses information obtained from the Sacramento Area Council of 
Governments (SACOG) – 2025 Blueprint, which forecasts regional growth through 2050 
regarding employment and housing. 38    

 
36 Per CWC §10608.12(m), “Functional turf” means a ground cover surface of turf located in a recreational use area or 
community space. 
37 As discussed previously, about 3,500 acre-feet of this is recycled water with the remainder supplemental water 
diverted from the potable system into the recycled water system. 
38 https://www.sacog.org/planning/blueprint 
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4.4.4. SUMMARY OF FORECAST WATER USE 
Based upon the estimated water use of the existing and new customers, the District 
anticipates a continued increase in potable water use over the planning horizon to 2050. 
Tables 4-8 through 4-10 provide demand projections for each service region while Table 4-11 
presents the summary of resulting customer water use forecast. Values in the table have 
been rounded to the nearest 10 acre-feet to recognize the approximate nature of this 
forecast. This information will be used to evaluate the District’s water system reliability in 
Chapter 5. 

TABLE 4-8. EDH REGION FORECAST FUTURE WATER USE (VALUES IN ACRE-FEET PER YEAR) 

Customer Type 2030 2035 2040 2045 2050 

Ex
is

tin
g P

ot
ab

le
 U

se
s1  Single Family Residential 8,450 8,450 8,450 8,450 8,450 

Single Family Residential (Dual) 930 930 930 930 930 

Multifamily 660 660 660 660 660 

Commercial/Industrial (all) 1,560 1,560 1,560 1,560 1,560 

Recreational Turf Services 620 620 620 620 620 

Subtotal 12,220 12,220 12,220 12,220 12,220 

Ne
w

 C
us

to
m

er
s 

Single Family Residential 575 1,360 2,060 2,200 2,350 

Multifamily 40 100 150 160 170 

Commercial/Industrial (all) 70 160 240 260 280 

Recreational Turf Services 45 100 160 170 180 

Subtotal 730 1,720 2,610 2,790 2,980 

Total EDH Region 12,950 13,940 14,830 15,010 15,200 
1Values rounded from Table 4-8 for applicable categories 
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TABLE 4-9. WESTERN REGION FORECAST FUTURE WATER USE (VALUES IN ACRE-FEET PER YEAR) 

Customer Type 2030 2035 2040 2045 2050 

Ex
is

tin
g P

ot
ab

le
 U

se
s1  Single Family Residential 3,120 3,120 3,120 3,120 3,120 

Multifamily 440 440 440 440 440 

Commercial/Industrial (all) 590 590 590 590 590 

Recreational Turf Services 190 190 190 190 190 

Subtotal 4,340 4,340 4,340 4,340 4,340 

Ne
w

 C
us

to
m

er
s 

Single Family Residential 50 540 1,015 1,320 1,540 

Multifamily 25 260 490 640 750 

Commercial/Industrial (all) 20 200 380 495 580 

Recreational Turf Services 5 60 115 145 170 

Subtotal 100 1,060 2,000 2,600 3,040 

Total Western Region 4,440 5,400 6,340 6,940 7,380 

1Values rounded from Table 4-8 for applicable categories 

 

TABLE 4-10. EASTERN REGION FORECAST FUTURE WATER USE (VALUES IN ACRE-FEET PER YEAR) 

Customer Type 2030 2035 2040 2045 2050 

Ex
is

tin
g P

ot
ab

le
 U

se
s1  Single Family Residential 2,620 2,620 2,620 2,620 2,620 

Multifamily 330 330 330 330 330 

Commercial/Industrial (all) 340 340 340 340 340 

Recreational Turf Services 100 100 100 100 100 

Subtotal 3,390 3,390 3,390 3,390 3,390 

Ne
w

 C
us

to
m

er
s Single Family Residential 60 60 60 60 60 

Multifamily 40 40 40 40 40 

Commercial/Industrial (all) 20 20 20 20 20 

Subtotal 120 120 120 120 120 

Total Eastern Region 3,510 3,510 3,510 3,510 3,510 
1Values rounded from Table 4-8 for applicable categories 
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TABLE 4-11. FORECAST FUTURE WATER USE (ACRE-FEET PER YEAR) 

Customer Type 2030 2035 2040 2045 2050 

Ex
is

tin
g 

Po
ta

bl
e 

Us
es

 

Single Family Residential 14,190 14,190 14,190 14,190 14,190 

Single Family Residential (Dual) 930 930 930 930 930 

Multifamily 1,430 1,430 1,430 1,430 1,430 

Commercial/Industrial (all) 2,490 2,490 2,490 2,490 2,490 

Recreational Turf Services 910 910 910 910 910 

City of Placerville 1,200 1,200 1,200 1,200 1,200 

Subtotal 21,150 21,150 21,150 21,150 21,150 

Ne
w

 C
us

to
m

er
s 

EDH Region 730 1,720 2,610 2,790 2,980 

Western Region 100 1,060 2,000 2,600 3,040 

Eastern Region 120 120 120 120 120 

City of Placerville 30 60 90 120 150 

Subtotal 980 2,960 4,820 5,630 6,290 

 Total Municipal 22,130 24,110 25,970 26,780 27,440 

O
th

er
 Other Authorized Uses/Recycled Supplement 4,100 4,100 4,100 4,100 4,100 

Agriculture 4,820 4,960 5,080 5,220 5,360 

Distribution System Loss 3,410 3,650 3,860 3,970 4,060 

 Total Potable Demand 34,460 36,820 39,010 40,070 40,960 

Re
cy

cl
ed

 

Single Family Residential (Dual) Landscape 2,290 2,290 2,290 2,290 2,290 

Commercial 960 960 960 960 960 

Recreational Turf 510 510 510 510 510 

Distribution System Loss 300 300 300 300 300 

Total Recycled Demand 4,060 4,060 4,060 4,060 4,060 

 Total District Demand 38,520 40,880 43,070 44,130 45,020 

 

Table 4-11 above reflects updated demand projections compared to those presented in the 
2020 UWMP, incorporating revised land use assumptions, updated customer water use 
factors, and recent consumption trends. The most notable change is the increase in 
projected new customer demand within the Western Region. Compared to the 2020 UWMP, 
the Western Region shows a substantially higher level of anticipated growth, particularly in 
the later planning years, which reflects updated development projections and a redistribution 
of expected growth across the District’s service regions. In contrast, growth in the Eastern 
Region is more limited in the current projection, and the EDH Region continues to account for 
a significant share of new demand but at a slightly moderate rate relative to prior 
assumptions. 
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Overall, total municipal demand remains generally consistent with prior projections, with 
incremental increases driven by updated growth assumptions and modest changes in per-
connection water use factors. These updates ensure that projected demands more 
accurately reflect current planning expectations and recent development trends across the 
District. 

4.4.5. DRY YEAR ADJUSTMENTS 
The demand forecasts presented in the prior subsection represent expected water needs 
under normal hydrologic conditions. To accurately forecast potential maximum future water 
use, the forecasted normal-year water use should be modified to reflect anticipated demand 
increases during drier conditions. These conservative adjustments better reflect expected 
demand during dry years and inform the water service reliability evaluated in Chapter 5. For 
the purposes of this 2025 UWMP, the following adjustments were made: 

• Single dry year: Landscape irrigation needs would increase to reflect the generalized 
earlier start of the landscape irrigation season due to limited rainfall in a single dry 
year. Since this increase only applies to the outdoor portion of a customer’s forecast 
use, an adjustment factor of 5% is applied to the total normal-year forecasts to 
conservatively reflect the expected increase in water demand for landscaping. This 
adjustment reflects rudimentary relationships between historic use variances and 
other conditions and is meant only to highlight the anticipated increase in demand for 
purposes of District planning. 

• Multiple dry years: During multiple dry years, demands are also expected to increase 
similar to the single dry year. For multiple dry year conditions, the single dry year 
increase of 5% is held in each of the subsequent years. 

These values are reflected in tables provided for the Water Service Reliability Assessments 
presented in Chapter 5.  

4.4.6. CLIMATE CHANGE CONDITIONS 
Including climate change analysis into a water use analysis will assist the District in 
understanding the potential effects on long-term reliability, which in turn, allows the District to 
proactively begin planning appropriate responses. For example, hotter and drier weather 
may lead to an increased demand in landscape irrigation, especially during spring and fall 
months, increasing the pressure on water supplies that may have availability restrictions 
during these periods. 

This potential is reflected in the consideration of the single dry year increase of 5% that is 
used for the water service reliability analysis, as discussed previously. Whether the elevated 
single dry year water forecast becomes more akin to the “normal” demand will become more 
apparent in the future as the District continues to assess monthly water use trends 
throughout its service area. 
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4.5. PROJECTING DISADVANTAGED COMMUNITY WATER USE 
Pursuant to CWC §10631.1, retail suppliers are required to include the projected water use for 
lower income households. Per California Health and Safety Code §50079.5, a lower income 
household has an income below 80 percent of area median income, adjusted for family size. 
For purposes of this UWMP, annual median income was derived from 2024 Census Bureau 
and determined to be $102,290 for the District. Therefore 80% of this median income is 
estimated to be about $81,830 per year. According to the detailed data, approximately 39% of 
households in the District’s service area earn at or below this 80-percentile income.  

For purposes of estimating the future water needs, 39% of the total single-family and multi-
family connections are presumed to represent disadvantaged households. Applying this 
condition to the forecast water use for the entire District results in the estimate provided in 
Table 4-12. 

TABLE 4-12. ESTIMATED LOW-INCOME WATER USE FORECAST (ACRE-FEET PER YEAR) 

 2030 2035 2040 2045 2050 

Total Retail Treated 38,520 40,880 43,070 44,130 45,020 

Low Income Water Use 6,667 7,266 7,826 8,060 8,248 

% of Treated Supply 17.3% 17.8% 18.2% 18.3% 18.3% 
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CHAPTER 5 
WATER SYSTEM RELIABILITY 

 
 

This chapter provides the El Dorado Irrigation District’s water system reliability findings as 
required under CWC §10635. 

Assessing water service reliability is the fundamental purpose for the District in preparing its 
2025 UWMP. Water service reliability reflects the District’s ability to meet the water needs of its 
customers under varying conditions throughout the planning horizon to 2050. The District’s 
2025 UWMP considers the reliability of meeting customer water use by analyzing anticipated 
hydrological variability, regulatory variability, climate conditions, and other factors that 
impact the District’s water supply and its customer water use. The reliability assessment looks 
beyond past experience and considers what could be reasonably expected in the future. This 
chapter synthesizes the details embedded in Chapters 3 and 4 and provides a rational basis 
for future decision-making related to supply management, demand management, and 
project development. This chapter presents the reliability findings of the Five-Year Drought 
Risk Assessment as well as Long-Term Service Reliability.  

This analysis confirms the District has reliable water supplies available for its entire service 
area through 2050. 

5.1. FIVE YEAR DROUGHT RISK ASSESSMENT 
The Drought Risk Assessment requires a methodical assessment of water supplies and water 
uses under an assumed drought period that lasts five consecutive years. 

The District maintains ample water supplies to meet current and growing customer demand. 
Specifically, with an array of surface water assets that can be flexibly managed in a single 
year and across multiple years (see Chapter 3), the District can maintain reliability during 
drought conditions. Nevertheless, the District continues to encourage its customers to use 
water efficiently and continues to see lowering per-capita water use (see Chapter 4). 

Although the District has sufficient supplies to meet its five consecutive dry year demands, 
other regulatory constraints, like the declaration of a drought emergency by the Governor of 
the State of California, or State-ordered curtailment of water rights, may require the District to 
reduce its water service to its customers. 

Table 5-1 below shows the District’s DRA which integrates all of its supplies for 2026 through 
2030 as described in Chapter 3 and reflects the dry year unconstrained water uses described 
in Chapter 4.  
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TABLE 5-1. FIVE YEAR DROUGHT RISK ASSESSMENT (ACRE-FEET) 

 2026 2027 2028 2029 2030 

Total Municipal Use1 22,402 22,611 22,819 23,028 23,237 

Total Agricultural and Other (including losses) 2 12,720 12,776 12,833 12,890 12,947 

Total Potable Use 35,122 35,387 35,652 35,918 36,183 

Total Recycled Use (including losses) 4,060 4,060 4,060 4,060 4,060 
      

Total Water Use in Service Area 39,182 39,447 39,712 39,978 40,243 

Total Supply 63,379 62,879 56,078 54,578 54,578 

Surplus / (Deficit) 24,197 23,432 16,366 14,600 14,335 

1Municipal Use includes Single Family and Multi-Family Residential, Commercial (all), and Recreational Turf Services. 
2Total Agricultural and Other includes Agricultural, Ditch Systems, Small Farm Irrigation, as well as an estimate for distribution 
system losses. 

 

As shown in the table, total projected water use increases over the five-year period, reflecting 
anticipated growth in municipal and agricultural demands. At the same time, available water 
supplies decrease over the planning horizon, representing increasingly constrained 
hydrologic conditions during a prolonged drought.  

Despite these opposing trends of increasing demand and decreasing supply, the District 
maintains a substantial surplus in each year of the analysis, demonstrating the reliability and 
flexibility of its water supply portfolio under extended dry conditions. 

5.2. LONG TERM SERVICE RELIABILITY 
The Urban Water Management Planning Act directs urban water purveyors to analyze water 
supply reliability in a normal, single dry, and five consecutive dry years over a 20-year 
planning horizon. The 2025 UWMP Guidebook recommends extending that period to twenty-
five (25) years to provide a guiding document for future land use and water supply planning 
through the next UWMP cycle. The following subsections describe the long-term water service 
reliability for the City through a 25-year planning horizon. 

5.2.1. LONG TERM SERVICE RELIABILITY 
The District’s long-term service reliability reflects the recommended 25-year planning horizon 
anticipating a normal, single dry, and five consecutive dry years from 2025 through 2050. 

NORMAL AND SINGLE DRY CONDITIONS 2030-2050  
The District’s future water supplies in normal and single dry year conditions reflect the same 
hydrological, regulatory, and institutional criteria described in previous sections. Specifically, 
the District has sufficient and reliable water supplies to meet forecasted customer water 
needs through 2050 considering water use forecasts for both normal and dry conditions. The 
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customer use information is detailed in Chapter 4 and reflected in the number shown in the 
tables below.  

Table 5-2 shows the normal year supplies and demands on an annual timestep from 2025 
through 2050. 

TABLE 5-2. NORMAL AND SINGLE DRY YEAR WATER SUPPLY AND DEMAND THROUGH 2050 (ACRE-FEET PER 
YEAR) 

Normal Year 2030 2035 2040 2045 2050 

Supply 70,794 78,294 78,294 78,294 78,294 

Demand 38,520 40,880 43,070 44,130 45,020 

Difference 32,274 37,414 35,224 34,164 33,274 

Single Dry Year 2030 2035 2040 2045 2050 

Supply 63,379 67,129 67,129 67,129 67,129 

Demand 40,446 42,924 45,224 46,337 47,271 

Difference 22,933 24,205 21,906 20,793 19,858 

 

FIVE CONSECUTIVE DRY YEARS 2030-2050 
The Districts surface water supplies experience constraints in dry years; however, these 
constraints are manageable, and the supplies are considered reliable. Although the District 
has sufficient supplies to meet its five consecutive dry year demands, additional regulatory 
constraints, such as drought emergency declarations by the Governor or State-ordered 
curtailment of the District’s water rights, could affect supply availability. To the extent that 
such conditions can be reasonably projected, the District has considered potential regulatory 
and operational constraints and has determined that the supply estimates presented herein 
appropriately reflect expected conditions during multiple dry years.  

The District also assumes that water demand during a dry-year would remain unconstrained, 
causing a slight increase in the actual water need of the District’s customers. This 
characterization of water demand provides a conservative estimate of demand conditions in 
a five-year drought scenario. Comparing the District’s supply availability with the slightly 
increased demand conditions, the District has sufficient supplies to meet five consecutive dry 
year conditions through 2050.  

Table 5-3 below shows the annual water supply and demand conditions in five consecutive 
dry years from 2030 through 2050. Actual supply and demand conditions experienced during 
a multi-year drought could vary from the representations presented here and as described in 
detail in Chapter 3 and Chapter 4. 
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TABLE 5-3. FIVE CONSECUTIVE DRY YEARS WATER SUPPLY AND DEMAND THROUGH 2050 (ACRE-FEET PER 
YEAR) 

  2030 2035 2040 2045 2050 

Year 1 

Supply 63,379 67,129 67,129 67,129 67,129 

Demand 40,446 42,924 45,224 46,337 47,271 

Difference 22,933 24,205 21,905 20,792 19,858 

Year 2 

Supply  58,868 62,618 62,618 62,618 62,618 

Demand 40,942 43,384 45,446 46,523 47,271 

Difference 17,926 19,234 17,172 16,095 15,347 

Year 3 

Supply 54,578 56,453 56,453 56,453 56,453 

Demand 41,437 43,844 45,669 46,710 47,271 

Difference 13,141 12,609 10,784 9,743 9,182 

Year 4 

Supply 54,578 56,453 56,453 56,453 56,453 

Demand 41,933 44,304 45,891 46,897 47,271 

Difference 12,645 12,149 10,562 9,556 9,182 

Year 5 

Supply 54,578 56,453 56,453 56,453 56,453 

Demand 42,428 44,764 46,114 47,084 47,271 

Difference 12,150 11,689 10,339 9,369 9,182 

 

5.3. ANNUAL RELIABILITY ASSESSMENT 
Each year, the District considers current supply and demand conditions and performs an 
annual water supply and demand assessment (Annual Assessment) pursuant to CWC 
§10632.1 to evaluate real time circumstances, which may differ from the projected DRA 
scenario. This assessment evaluates current water supply and use for a 12-month forecast 
from July through the following June. Procedures for conducting the Annual Assessment are 
contained in the District’s Water Shortage Contingency Plan. The District has conducted the 
assessment as required by the CWC and will continue to provide a reliability assessment for 
current conditions regarding supplies and expected demands.  

5.4. WATER SUPPLY RELIABILITY SUMMARY 
The District’s water supply portfolio is capable of meeting the water uses in its service area in 
normal, single dry, and five consecutive dry years from 2025 through 2050. 
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CHAPTER 6 
WATER SHORTAGE CONTINGENCY PLAN 

 
 

The District’s Drought Action Plan (Plan) serves as the basis for the Water Shortage 
Contingency Plan (WSCP) included in this 2025 UWMP update. The Plan was updated in 2021 
and previously included in the District’s 2020 UWMP and has not been subsequently revised. 
The 2021 Update was prepared to comply with CWC §10632, which provides requirements for 
urban water suppliers regarding development of a Water Shortage Contingency Plan. 
Accordingly, the 2021 Update includes sections and information specifically intended to 
address those requirements. For purposes of compliance with CWC §10632, the terms 
Drought Action Plan (or Plan) and Water Shortage Contingency Plan are considered 
synonymous. The updated Plan is included in the District’s 2025 UWMP as Appendix A. 

The District has recently updated a Local Hazard Mitigation Plan (LHMP), which includes an 
assessment of seismic risk. 39 The LHMP assesses vulnerability and risk and identifies the 
likelihood of occurrence for an earthquake. Per the LHMP, the fault system with potential 
impacts to the District has a maximum moment magnitude of 6.5 and a characteristic return 
interval of 974 years. 

 

 

  

 
39 The El Dorado irrigation District 2024 Local Hazard Mitigation is available at https://www.eid.org/about-us/document-
library. 

https://www.eid.org/about-us/document-library
https://www.eid.org/about-us/document-library
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APPENDIX A 
DROUGHT ACTION PLAN 

 
 

The El Dorado Irrigation District Board of Directors adopted the Drought Action Plan on June 8, 
2026. A copy is included on the following pages. 

 

  



  

 

 

DROUGHT 
ACTION  

PLAN 

2026 
UPDATE 

 
PURPOSE. This Drought Action Plan serves as a detailed work plan for El Dorado Irrigation District 
staff and our customers, not only during drought conditions, but before and after as well. It 
includes specific actions for management of the District’s water supply and demand, addresses 
the impacts associated with drought, and facilitates the timely implementation of effective 
drought responses.  
 
CHANGES. The original foundation of this action plan is the District’s 2008 Drought 
Preparedness Plan. The drought action plan was created and underwent several changes in 
response to recent droughts to reflect the then-current conditions and to comply with State-
mandated conservation levels and actions applicable at that time. Recent changes to the plan 
include removal of some of the specific conservation levels required by the state at the time 
and a return to the original drought stages and corresponding target conservation levels.  The 
Plan has also been updated to comply with California Water Code (CWC) §10632, which lists 
requirements for urban water suppliers regarding development of a Water Shortage 
Contingency Plan. For purposes of compliance with CWC §10632, the terms Drought Action Plan 
(or Plan) and Water Shortage Contingency Plan are considered synonymous.  
 
ADOPTION. The Drought Action Plan was first adopted by the Board on February 4, 2014.  
Subsequent revisions to the Plan were approved in 2014 and 2015 as the District navigated 
through that drought, as well as in 2021 due to new requirements. The Board adopted this 
Drought Action Plan on June 8, 2026. 
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1.0 Introduction 

1.1 Purpose of this Plan 
In 2007, the El Dorado Irrigation District (EID or District) and the El Dorado County Water 
Agency (EDCWA) completed comprehensive drought preparedness plans that provided indicators 
and modeling tools to determine when El Dorado County, and specifically each water purveyor, 
might enter into drought conditions. In January of 2008, the EID Board of Directors adopted the 
District’s Drought Preparedness Plan. District staff then developed an internal action plan to 
address specific tasks and detailed actions, which was completed in March of 2009, and was based 
upon the drought metrics and customer responses provided in EID’s Drought Preparedness Plan.  
The plan was then updated in 2014, 2015, and 2021. 
 
This Drought Action Plan Update (Plan) continues to serve as a detailed work plan for District staff 
in order to prepare for and address supply shortages, including shortages from drought conditions 
and catastrophic interruption of supplies. It includes specific actions regarding the management of 
water supply and demand, addresses the impacts associated with supply shortage conditions, and 
facilitates a District-wide supply shortage response that is both timely and effective. This Plan is also 
listed in Part III of the District’s Emergency Operations Plan. 
 
The Plan complies with California Water Code (CWC) §10632, which lists requirements for urban 
water suppliers regarding development of a Water Shortage Contingency Plan. Accordingly, this 
Drought Action Plan Update includes sections and information specifically aimed at addressing 
those requirements. For purposes of compliance with CWC §10632, the terms Drought Action Plan 
(or Plan) and Water Shortage Contingency Plan are synonymous. 

1.2 Adoption, Submittal, and Availability 
The Plan (including subsequent updates) shall be adopted in accordance with standard District 
procedures, including requirements for public participation, and adoption by the EID Board of 
Directors. Upon adoption, the Plan will be provided to the City of Placerville, El Dorado County, 
and submitted to DWR within 30 days. The adopted Plan will be available on the District’s website. 

1.3 Summary of Reliability Assessments 
As part of EID’s 2025 Urban Water Management Plan (UWMP), two separate assessments were 
conducted to evaluate both the near- and long-term reliability of the District’s supplies. The 
District’s Water Reliability Assessment was conducted for normal year, single-dry year, and a 
drought lasting five consecutive years, and is used to evaluate long-term supplies with demands over 
the next 25 years, in five year increments. The Drought Risk Assessment assumes the occurrence of 
a drought over the next five years, and aims to assess EID’s near-term reliability. 
 
Results from the Water Reliability Assessment indicate EID has ample supplies through 2050 to 
meet expected customer demands under the normal year, single-dry year, and five-year drought 
conditions. Similarly, the District’s Drought Risk Assessment indicates sufficient supplies to meet 
expected demands during an assumed drought occurring in the next five consecutive years (2026-
2030). For a more detailed description of the assessments, the reader is referred to the District’s 
2025 UWMP. 

1.4 Summary of Drought Stages  
All declarations of drought stages occur by action of the EID Board of Directors. As a policy, EID 
implements the same drought stage and employs the same response measures throughout its 
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geographical water supply regions whenever possible, making public outreach and implementation 
consistent and effective. However, different stages can and have been applied to the District’s two 
satellite water systems compared to the main system to account for system-specific conditions. To 
see an example of a drought declaration, resolution, and staff report, refer to the February 4, 2014 
Board packet and Public Hearing Item Number 1. 
 
The drought stages defined by this Plan are consistent with the 2010 recommendations of a 
Regional Water Authority (RWA) work group, which consisted of ten member agencies in the 
Sacramento region. The group was tasked with developing a regional water shortage contingency 
plan that would provide consistent messaging for the region, and ranges from Stages 1 through 4 as 
the water shortage becomes progressively worse. When a drought stage is declared by the water 
purveyor’s governing body, as deemed necessary, the individual purveyors would also determine the 
actual water demand reductions for each declared stage. If conditions warrant, the District will 
coordinate with the City of Placerville and El Dorado County for the possible proclamation of a 
local emergency, as defined in Section 8558 of the Government Code. 
 
The four stages of the EID Drought Action Plan depend upon District water supply conditions, and 
the corresponding response requested of our customers. For normal water supply conditions, the 
District would continue to implement water efficiency measures and prohibit water waste, while 
raising public awareness regarding water efficiency practices. Prohibitions on water waste during all 
stages, including Normal Water Supply are outlined in Administrative Regulation (AR) 1041 (Water 
Waste Prohibition). 
 
If water supplies become slightly restricted, the Plan calls for an introductory Stage 1 drought 
response, during which customers are informed of possible shortages and asked to voluntarily 
conserve up to 15 percent. At Stage 2 when water supplies become moderately restricted, both 
voluntary and mandatory measures are implemented to achieve a demand reduction goal of up to 30 
percent. If water supplies subsequently become severely restricted, a Stage 3 drought can be called 
with the enforcement of mandatory measures to achieve a demand reduction goal of up to 50 
percent. Lastly, if drought conditions persist and the District experiences extremely restricted water 
supplies, then a Stage 4 can be implemented that requires water rationing for health and safety 
purposes in order to achieve a greater than 50 percent reduction of demands. 
 
Table 1 summarizes these water supply conditions and the corresponding drought stages, titles, and 
objectives; along with the expected response actions and demand reduction targets.  
  



 El Dorado Irrigation District                             Drought Action Plan 

 3 

Table 1 - Drought Stages Summary 

Water Supply 
Conditions 

Drought  
Stage 

Stage 
Title 

Stage  
Objective 

Response  
Actions 

Normal    
Water Supply 

 

 

None - Ongoing 
water conservation 
and enforcement 
of water waste 
prohibition. 

Normal 
Conditions 

Public awareness of 
water efficiency 
practices and 
prohibition of water 
waste. 

Public outreach and 
education for ongoing 
water efficiency 
practices and the 
prohibition of water 
waste. 

Slightly 
Restricted 
Water Supplies 

 

Up to 15% 
Supply 
Reduction 

Stage 1  

Introductory stage 
with voluntary 
reductions in use. 

Water  
Alert 

Initiate public 
awareness of 
predicted water 
shortage and 
encourage 
conservation. 

Encourage voluntary 
conservation measures 
to achieve up to a 
15% demand 
reduction. 

Moderately 
Restricted 
Water Supplies 

 

Up to 30% 
Supply 
Reduction 

Stage 2  

Voluntary and 
mandatory 
reductions in 
water use. 

Water 
Warning 

Increase public 
awareness of 
worsening water 
shortage conditions. 
Enforce mandatory 
measures such as 
watering restrictions. 

Voluntary conservation 
measures are continued, 
with the addition of 
some mandatory 
measures to achieve   
up to a 30% demand 
reduction. 

Severely 
Restricted 
Water Supplies 

 

Up to 50% 
Supply 
Reduction 

Stage 3  

Mandatory 
reductions in 
water use. 

Water 
Crisis 

Enforce mandatory 
measures and/or 
implement water 
rationing to decrease 
demands. 

 

Enforce mandatory 
measures to achieve 
up to a 50% demand 
reduction. 

Extremely 
Restricted 
Water Supplies 

 

Greater than 
50% Supply 
Reduction 

Stage 4 

Water rationing 
for health and 
safety purposes. 

Water 
Emergency 

Enforce extensive 
restrictions on water 
use and implement 
water rationing to 
decrease demands. 

 

Enforce mandatory 
measures to achieve 
greater than 50% 
demand reduction. 
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Water Code Section 10632(a)(3) calls on suppliers to identify six standard water shortage levels from 
the normal reliability (10, 20, 30, 40, 50 and greater than 50 percent shortage) in their Water 
Shortage Contingency Plan. EID has instead chosen to use the existing four shortage levels 
identified in this Drought Action Plan for consistency with past droughts and ease of 
implementation. Pursuant to Water Code Section 10632(a)(3)(B), Table 2 cross-references this Plan’s 
shortage levels to the State identified levels.  
 

Table 2 

State Mandated 
Shortage Levels EID Drought Action Plan Levels 

Stage 1:  0 – 10% Stage 1 – Water Alert 0 – 15% 

Stage 2:  10 – 20% 
Stage 1 – Water Alert 

Stage 2 – Water Warning 

0 – 15% 

15 – 30% 

Stage 3:  20 – 30% Stage 2 – Water Warning 15 – 30% 

Stage 4:  30 – 40% Stage 3 – Water Crisis 30 – 50% 

Stage 5:  40 – 50% Stage 3 – Water Crisis 30 – 50% 

Stage 6:  >50% Stage 4 – Water Emergency >50% 

 

1.5 Action Plan Organization 
This document will focus on those activities directly impacting the management of water supply and 
demand, along with the customer services that would be modified to address changing drought 
conditions. The tasks and duties in this Plan are organized by function rather than by department. 
There are a number of policies that are identified as drought conditions occur. Revisiting and 
updating drought policies during and after a drought are essential to continuing the benefit and 
effectiveness of this Plan.  

1.6 Applicable Water Codes and Legal Authorities 
During times of water shortage, there are actions the District may take that are not solely based 
upon internal policies and regulations. Several California Water Code Sections and California Codes 
of Regulation grant authority to or mandate that the water purveyor declare drought conditions and 
implement drought stages. Below are summaries of specific actions required during water shortage 
conditions; however, the official California Water Code or California Code of Regulations should be 
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referenced for the complete language of the section. Where not otherwise indicated, citations are to 
the California Water Code. 
 
Title 23, California Code of Regulation, Section 864 – End-User Requirements in Promotion of 
Water Conservation – To prevent the waste and unreasonable use of water and to promote water 
conservation, various actions are prohibited, except where necessary to address an immediate health 
and safety need or to comply with a term or condition in a permit issued by a state or federal agency. 
 
Title 23, California Code of Regulation, Section 865 – Mandatory Actions by Water Suppliers – 
To promote water conservation, each urban water supplier shall provide prompt notice of leaks 
within an end-user’s control, submit monthly monitoring reports to the state, and meet a state-
prescribed water conservation mandate.. 
 
Section 350 – The governing body of the water purveyor may declare a water shortage emergency 
condition whenever it determines that ordinary demands cannot be satisfied without depleting 
supplies to the extent that there would be insufficient water for human consumption, sanitation, and 
fire protection. 

Section 351 – The declaration shall be made only after a public hearing is held, at which consumers 
have an opportunity to protest and to present their respective needs to the governing body. There is 
an exception for a breakage or failure that causes an immediate emergency.  

Section 352 – At least seven days prior to the date of the public hearing, a notice of the time and 
place of the hearing shall be published in a newspaper that is distributed within the water purveyor’s 
service area. 
 
Section 353 – When the governing body has declared a water shortage emergency condition within 
its service area, it shall adopt regulations and restrictions on the delivery and consumption of water 
supplied for public use in order to conserve water supply for the greatest public benefit, with 
particular regard to domestic use, sanitation, and fire protection. 
 
Section 354 – After allocating the amount of water, which in the opinion of the governing body will 
be necessary to supply domestic use, sanitation, and fire protection, the regulations may establish 
priorities in the use of water for other purposes – without discrimination between consumers using 
water for the same purpose. 
 
Section 355 – These regulations and restrictions shall remain in effect during the water shortage 
emergency condition, and until the water supply has been replenished or augmented. 
 
Section 356 – These regulations and restrictions may prohibit new or additional service connections, 
and authorize discontinuing service to consumers willfully in violation of a regulation or restriction. 
 
Section 357 – These regulations and restrictions prevail over any conflicting laws governing water 
allocations while the water shortage emergency condition is in effect. 
 
Section 22257 – An irrigation district may impose equitable rules and regulations, including controls 
on the distribution and use of water, as conditions of ongoing service to its customers.   

1.7 Evaluation and Improvement Procedures 

This Drought Action Plan is an adaptive plan that allows for active refinement in response to 
particular shortage conditions. The general procedures for refinement are presented below. 
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1. For each shortage response action, compare expected results with actual shortage response 
and identify any shortfall or over-achievement. 

2. Revise expected reduction for a specific shortage response action based on updated 
information. 

3. Assess the aggregate expected reductions (from revised shortage response actions) for each 
shortage stage. 

4. Revise stage declaration or modify stage shortage response actions to better balance 
demands with supplies. 

The procedures presented above aim to ensure an adaptive Drought Action Plan is maintained that 
can be relied upon under various and changing circumstances.  

1.8 Drought and Water Management Tools  
There are resources available to aid water purveyors and individuals before, during, and after a 
drought. Below is a brief description of a few of these tools. 

 California Urban Drought Guidebook – a publication providing help to water managers  
facing water shortages by showing them how to use tried-and-true methods of the past, such as 
demand management, conservation analysis, and fiscal considerations; as well as new methods  
and technology such as ET controllers and cooling system efficiencies. Download the Urban  
Drought Guidebook, 2008 Updated Edition at: https://cawaterlibrary.net/document/urban-dro
ught-guidebook-2008-updated-edition/ 
 

 DWR Office of Water Use Efficiency – makes available technical expertise, manages the 
CIMIS weather station network, carries out demonstration projects and data analysis to increase 
efficiency where possible, and provides loans and grants to achieve efficiency in water and 
energy. This information can be found at https://water.ca.gov/Programs/Water-Use-And-
Efficiency/Urban-Water-Use-Efficiency 
 

 DWR Drought Conditions – a webpage providing State and regional updates with regards to 
water conditions. More information can be found at https://water.ca.gov/Current-Conditions 

 
 U.S. Bureau of Reclamation Drought Response Program – aids federal water contractors 

and other interested parties in a wider view of drought conditions, encompassing the western 
United States. Staff from this program will also provide technical assistance, grant and loan 
funding, and expertise in drought planning. Information on this Bureau program can be found at 
https://www.usbr.gov/drought/ 

 
 SWRCB Drought Information and Updates – provides the latest information and updates on 

drought conditions in California, actions by SWRCB, and resources for conservation strategies 
and funding opportunities. More information can be found at 
https://www.waterboards.ca.gov/waterrights/water_issues/programs/drought/ 
 

 
 
  

https://cawaterlibrary.net/document/urban-drought-guidebook-2008-updated-edition/
https://cawaterlibrary.net/document/urban-drought-guidebook-2008-updated-edition/
https://water.ca.gov/Programs/Water-Use-And-Efficiency/Urban-Water-Use-Efficiency
https://water.ca.gov/Programs/Water-Use-And-Efficiency/Urban-Water-Use-Efficiency
https://water.ca.gov/Current-Conditions
https://www.usbr.gov/drought/
https://www.waterboards.ca.gov/waterrights/water_issues/programs/drought/
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2.0 Coordination and Guidelines 

EID’s drought response should be managed by participants in the District’s Drought Response 
Team (DRT), which should include department heads and/or their appointed representative and the 
General Manager. The DRT may coordinate with other agencies in the county and region through 
other organized Drought Committees. Responding to a drought in El Dorado County should 
include a number of tactics and agencies, and a multi-level management team with function-specific 
responsibilities is an important planning device for collaborative and comprehensive drought event 
management.  

2.1 Drought Response Team  
The 2008 Drought Preparedness Plan emphasized the importance of a DRT for inter-department 
drought management. Initially, the DRT should be made up of staff representing the following 
functions. 

 Engineering and Operations 
 Finance and Customer Services 
 OGM/Legal  
 Communications 
 Recreation 
 Water Efficiency 

This list may be narrowed down due to staff availability and specific needs, as different functions 
may not be necessary in all situations nor at all times.  

2.2 Role and Responsibilities 
The DRT will be responsible for monitoring the activities of the District with regard to general 
drought management, including issues of timing, policy, public relations, financial solvency, 
customer education, facility operations, environmental considerations, and public health. The EID 
Board of Directors should be updated by the General Manager and/or staff at regular and special 
board meetings. During cases of extreme drought, updates may occur more often by e-mail or by 
phone, consistent with the requirements of the Ralph M. Brown Open Meetings Act. 
 
The DRT should meet periodically during normal water supply conditions to discuss updates and 
other important ongoing considerations. The group would meet more often as drought events occur 
and worsen, perhaps once per week or even once per day in extreme cases. A DRT meeting may be 
requested by any member, but should be facilitated and convened jointly by the Customer Services 
and Water Operations Managers or as designated by the General Manager. 
 
Another important component of the DRT function during the early stages of drought is to make 
preparations for subsequent stages, including an examination of staff levels, financial resources, 
water waste enforcement staff resources, and areas of collaboration among other agencies in the 
region. It is also important for the DRT to recognize that some of the activities recommended by 
this Plan may not be possible at current staffing levels and with current financial resources. 
 
  



 El Dorado Irrigation District                             Drought Action Plan 

 8 

2.3 Drought Monitoring and Modeling 
While County-wide strategies and mechanisms can be discussed in regional, multi-agency drought 
committees, monitoring of individual water supplies and drought conditions are the responsibility of 
each water purveyor. Within EID, drought monitoring will be the combined task of engineering and 
operations. It is important that staff use the sources of information and drought tools available to 
them to ensure adequate monitoring. Because drought is the leading hazard of economic loss in the 
United States each year, monitoring regional and long-term trends within the United States will 
enable EID to be better prepared for drought. Local drought conditions can change very quickly, 
but if staff frequently monitors the climatic conditions that cause hydrologic drought, EID will be 
better equipped to manage District-wide concerns. 

2.4  Annual Water Supply and Demand Assessment Procedures 
Beginning July 1, 2022, EID is required to prepare an annual water supply and demand assessment 
and submit an Annual Water Shortage Assessment Report to DWR. The Annual Water Shortage 
Assessment Report will be due by July 1 of every year, as required by Water Code Section 10632.1. 
Procedures for EID’s annual Water Supply and Demand Assessment are presented below. This 
assessment is conducted annually to help inform water resources management decisions for the 
current year. The analysis incorporates numerous data sources used as evaluation criteria to forecast 
water reliability (water supply vs. demand) for the current year and one subsequent dry year. Data 
sources and operational factors to consider in preparing the assessment include: 
 

• Projected weather conditions 
o Northern Sierra 8-Station Precipitation Index compared to historical 
o Snow Water Content data – Central Region compared to historical 
o Bulletin 120 Projections for Water Year Type 
o Snow surveys  - Caples Lake, Silver Lake and Carson Pass, others 
o NOAA Precipitation Outlooks 
o Seasonal Drought Outlook (Drought Monitor) 

• Projected Unconstrained Customer Demand 
o Historical Water Diversion Reports 
o Historical Water Consumption Reports 
o Urban Water Management Plan demand forecasts 
o New customer connections 
o Recycled Water Demand 

Projected Supply Availability 
o Project 184 Reservoir Storage (Aloha, Echo, Caples and Silver Lake Levels) 
o Project 184 pre-1914 water rights 
o Jenkinson Lake Storage 
o Folsom Lake Levels and USBR CVP allocations 
o Water Right Permit 21112 
o Ditch/Weber Reservoir water rights 
o Recycled Water production 

• Regulatory Conditions 
o FERC license conditions for in-stream flows and target lake levels 
o Water right conditions for lake levels and minimum releases 
o State-mandated conservation or curtailment orders 

• Infrastructure Constraints 
o El Dorado Canal planned maintenance schedule 
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o Planned or unplanned major water infrastructure upgrades and repairs that constrain 
normal capacity 

o Others as identified 
 
The general procedure for preparing the annual Water Supply and Demand Assessment is listed 
below. EID may modify this process based on available data, significant events, operational 
restrictions, or other external factors that may impact the assessment. The following procedures will 
be undertaken beginning each winter season and continue through late spring until the current year 
water supply conditions are known. The final product will result in a written water supply 
assessment per the requirements of Water Code Section 10632.1 to be submitted by July 1 of each 
year. 

1. Compile existing weather data to characterize current year water supply conditions. District 
staff typically will provide regular Board informational updates on developing water supply 
conditions during the winter and spring months as needed, and discuss any potential water 
supply reliability concerns.  

2. Estimate current year and subsequent dry year unconstrained demands based on 
representative customer use data. Sources to estimate demands primarily include annual 
water diversion and consumption reports. Dry year demand projections developed in the 
Urban Water Management Plan updates may also be used. Development of unconstrained 
demand should incorporate any additional demand considerations resulting from new 
customer connections or unique demand trends.  

3. Determine current year available supply for each primary supply region (Jenkinson Lake, 
Project 184 - Forebay, and Folsom Lake). Estimate subsequent dry year water supply for 
each supply region. The UWMP data may be used to estimate the subsequent dry year water 
supply availability for each source.  

4. Identify and incorporate any applicable constraints (infrastructure, regulatory, etc.) regarding 
accessibility of supply in the current year and subsequent year. 

5. Compare water supply availability to demand for the current year and one subsequent dry 
year, which will summarize the results of the annual water supply assessment. Consider if 
any current year supply targets and operational modifications are appropriate to prepare for a 
subsequent dry year. For example, consideration may be given in the current year to 
maximize utilization of available Project 184 supplies to supplement and/or reduce the 
demand from Jenkinson Lake in order to preserve Jenkinson Lake storage in the event of a 
subsequent dry year. Identify any projected current year supply shortfall to meet the 
unconstrained demand, cross referencing the condition to one of the water shortage levels 
identified in this Plan. If current year supply will meet demand, but the projections for the 
subsequent dry year show a supply reliability concern, consider whether it is appropriate to 
take any operational actions, water resource management strategies, or demand management 
measures in the current year to prepare in the event of a subsequent dry year. 

6. Prepare the annual Water Supply and Demand Assessment pursuant to subdivision (a) of 
Section 10632. Assessment will include information as applicable on any anticipated 
shortage, triggered shortage response actions, compliance and enforcement actions, and 
communication actions, consistent with the Drought Action Plan (Water Shortage 
Contingency Plan). 

7. Present the annual Water Supply and Demand Assessment to the Board of Directors for 
approval as necessary and appropriately trigger any recommendations for specific shortage 
response actions resulting from the assessment. Staff may modify/update the assessment per 
direction from the Board.  
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8. The general proposed annual timeline for the assessment is as follows: 
• Monitor conditions and prepare assessment: January-May 
• Present assessment to Board: May/June 
• Submit annually to DWR per CWC Section 10632.1: July 1 

2.5 Interagency Coordination  
A County-wide Drought Coordination Committee (DCC) may be formed to include regional 
partners and water purveyors. The team would meet monthly during a drought to discuss the issues 
of water supply and demand, conjunctive use, and environmental needs. EID staff should attend 
these coordination meetings, as designated by the General Manager.  

MONITORING – Communication among agencies of their drought indicator status would allow each 
agency to understand the current conditions of the other water purveyors. 

PUBLIC OUTREACH – Development of drought education tools, plus collaboration on public 
education and outreach, provides efficiency and consistency within the region.  

RESOURCE SHARING – Collaboration resources, including: staff, grant funding, monitoring tools, 
infrastructure, water, and educational outreach tools would allow agencies to support each other 
efforts in the community. 

2.6 Drought Guidelines and Definitions 
There are a number of circumstances during a drought in which the District would be required to 
make and implement decisions that are not solely based upon water supply availability, such as how 
long to stay in a drought stage, and how demand reductions should be quantified. The new annual 
assessment procedure will define the base unconstrained demand for which a proxy demand for 
each user category can be developed and compared against actual conservation performance.  

Overall Guidelines 

Below is a list of drought guidelines developed to assist staff in managing the drought event. 

1) The District will strive to stay within each stage of drought for at least 2 months for 
consistency in messaging and effective public outreach. 

2) Drought stage demand reductions will be quantified by output at the water treatment plants 
during all stages; however, in Stages 3 and 4 meter reads may also be necessary to determine 
compliance with individual allocations and reduction targets. 

3) This Drought Action Plan should be reviewed and updated every 5 years (or as needed) due 
to changes in water supplies, operations, expected water demands or other relevant factors. 

Early Actions 

1.1.1 CROSS TRAINING – It is important that ongoing staff training be conducted before a drought 
occurs, as staffing may be necessary for the enforcement of water waste prohibition, 
enforcement of mandatory or prohibited conservation measures, and answering questions 
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related to recycled water use. Staff ordinarily responsible for other duties may be temporarily 
reassigned to implement these drought-response activities. 

1.1.2 BOARD UPDATES – The Board should be kept apprised of all drought monitoring and 
predicted water shortages. It is the responsibility of the General Manager to decide the best 
method for these updates. 

1.1.3 PUBLIC OUTREACH TO ID 97 OWNERS – Pursuant to paragraph 10 of the Interim Agreement 
to Amend the Terms and Conditions of El Dorado Irrigation District Improvement District 
No. 97, the District will reduce aesthetic flows in Clear Creek from Jenkinson Lake during 
declared water shortages.  The district will provide 30 days written notice to all ID 97 
property owners.  

 Background. The 4-Stage Water Supply Matrix and Water Shortage Response Measures – a copy of 
which can be found in Appendix D of the 2008 Drought Preparedness Plan – was in effect 
when the ID 97 Interim Agreement was adopted by the Board of Directors in 2005. 
Pursuant to this agreement, the flow rate in Clear Creek is reduced as the drought stages 
progress, from a maximum of 3 cubic-feet per second (cfs) down to a minimum of 1 cfs. 
When drought is imminent, notifications are to be sent to the ID 97 property owners that 
Clear Creek flows may be reduced with the drought stages.  

2.7 Enforcement and Appeals 
Water conservation enforcement measures for all stages, including Normal Water Supply, are 
outlined in AR 1041.5 (Penalties for Violation of the District’s Water Waste Regulation) and AR 
5011. AR 5011.1 states, “a prohibition of water waste will be in effect during both normal and 
restricted water supply conditions.” The sequence of notification, discontinuance of service, and 
progressive reconnect fees are outlined in AR 1041.5. 
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3.0 Ongoing Activities  

This Drought Action Plan addresses water management and customer service activities that would 
be modified during drought conditions. In this section, Ongoing Actions are defined as activities 
that are performed on a regular basis, even in non-drought conditions, that might change in the face 
of a drought being declared. Throughout the District, there are a number of ongoing activities 
related to drought management. It will be the responsibility of the DRT members to ensure that 
these activities continue to occur in their respective areas during non-drought conditions, in order to 
be ready for a declaration of drought. The following sub-sections refer to staff functions rather than 
departments, and include a brief description of these functions and their ongoing actions as they 
pertain to a drought. 

3.1 Engineering and Operations  
The primary responsibility of engineering and operations staff is to ensure the continued integrity of 
infrastructure throughout the District’s service area, in addition to actively monitoring and modeling 
potential drought conditions. Operations staff must also stay abreast of changes during drought 
conditions, such as lower pressures, increased sewer pipeline blockages, lower reservoir levels, 
changes in demand patterns, and other potential impacts. The environmental staff contributions to 
the District’s drought preparedness occur mostly prior to a drought event while conducting 
environmental reviews and permit preparation for proposed projects, but may also include outreach 
to recycled water customers during the course of their work relating to recycled water compliance. 

Ongoing Actions   

1) Manage water supplies and conservation levels to achieve approximately 25,000 acre-feet of 
carry-over storage in Jenkinson Lake to guard against multiple year drought conditions 
including importing Project 184 supplies through the Hazel Creek tunnel. 

2) Track regional weather predictions and monitor reservoir levels in conjunction with the 
dashboard drought risk assessment. 

3) Gather information on drought management from other agencies. 

4) Incorporate the results of various drought supply analyses and modeling when analyzing the 
environmental effects of proposed projects. 

5) Enforce the water waste prohibition regulation – with legal, water efficiency, and customer services. 

6) Examine the District’s infrastructure for leakage, and reduce losses where cost-effective. 

7) Assist community members whose wells have gone dry due to drought conditions, to access 
drinking water through bulk water stations and key cards – with public outreach. 

8) Investigate all dry-year water supply options such as water transfers, conjunctive use, and 
groundwater banking – with legal. 

9) Develop drought impact avoidance projects, if needed.  

10) Investigate potential reservoir re-operation, and consider long-term adjustments to reservoir 
release rules. 

11) Consider the environmental effects of long-term draw-down of reservoirs, such as air 
quality, soil/sedimentation, water quality, temperature, and other conditions that may affect 
the District’s ability to provide treated water.  

12) Work with the El Dorado Water Agency to facilitate additional water supply projects, if 
needed. 
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13) Collaborate with regional water management groups, including but not limited to the 
Regional Water Authority (RWA), Mountain Counties Water Resources Association 
(MCWRA), and the Cosumnes, American, Bear, and Yuba Rivers group (CABY).  

14) Maintain interagency coordination, primarily through a DCC, but also through participation 
in federal, state, and/or regional drought task forces.  

3.2 Finance and Customer Services 
The primary responsibility of finance staff is to keep the District solvent when faced with the 
increased costs and potential for reduced revenues associated with a drought condition in the 
watershed and enforcement of excessive residential water use as described in the District’s Water 
Waste Prohibition. Along with other District employees, staff must be able to look into the future to 
assess possible staffing needs and potential sources of cost to the District. On the other side, finance 
staff must also be able to identify possible sources of income, or at the very least, a method of 
financing the additional efforts associated with managing drought. 

Ongoing Actions 

1) Enforce the water waste prohibition regulation – with legal, operations, and water efficiency. 

2) Educate customers on how to read their water meters in order to determine their own 
monthly usage during times of demand restrictions – with public outreach. 

3) Provide prompt notice to a customer whenever the District obtains information that 
indicates that a leak may exist within the end-user’s exclusive control. 

3.3 Legal 
The primary responsibility of administration and legal staff is to ensure that EID’s actions are legal 
and defensible. It is important that the administration and legal staff be apprised of policy and 
planning activities with regard to water supply, regional activities, and inter-agency planning. 

Ongoing Actions 

1) Ensure the District follows applicable state law when declaring drought conditions, and 
include citations to pertinent legal authority in drought-related Board actions.  

2) Continue to enforce the water waste prohibition regulation – with water efficiency, operations, and 
customer services. 

3) Examine possible legal implications of dry reservoirs and canals during drought conditions, 
and associated liability at recreational lakes – with recreation and property. 

4) Examine the District’s Board Policies and Administrative Regulations for potential changes 
and/or additions for better drought management. 

5) Track legislation and regulation relating to drought, especially as they pertain to curtailing 
water rights, prescribing or prohibiting actions by water suppliers, financing drought 
management, water transfers, and ground-water banking. 

6) Urge county and city planners to consider the drought stages when implementing 
development and future planning scenarios. 

7) Collaborate with regional water management groups, such as RWA, MCWRA, and CABY - 
with engineering and operations.  
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3.4 Public Outreach  
The efforts of public outreach staff are integral to the implementation a successful Plan and 
management of a drought event. Public education is the most important activity when a drought 
occurs, because demand management will not be successful if customers are not adequately 
informed regarding the water situation and the requirements of the purveyor. The most important 
time for public outreach and education is at the beginning of Stage 1. 

Ongoing Actions 

1) Educate customers regarding water saving devices and practices – with water efficiency. 

2) Educate customers regarding the overall challenges of providing a reliable water supply in a 
semi-arid climate. 

3) Educate customers regarding drought stages through bill inserts or a printed message on the 
bill, an article in the bi-monthly newsletter, e-mail messages, social media, drought website, 
automated telephone messages, direct mail post cards, government and community 
organization meetings, newspaper advertisements, and other means – with water efficiency.  

4) Develop a webpage for “Drought Stage” information, including an easy-to-understand 
explanation of when a drought is called and when a drought has ended – with water efficiency. 

5) Educate customers on how to read their water meters in order to determine their own 
monthly usage during times of demand restrictions – with finance and customer services. 

6) Work with the DCC to educate community members, whose wells have gone dry due to 
drought conditions, about the availability of drinking water through bulk water stations with 
key card access – with customer services.  

7) Collaborate with the Regional Water Authority, ACWA, Mountain Counties and other 
regional groups to ensure consistent messaging. 

3.5 Recreation  

The challenges and responsibilities of recreation and property staff in the face of a drought are quite 
different from those of other EID functions. The primary concerns with recreation and property are 
the liabilities associated with water attractions in low water level conditions. These can vary from 
exposed rocks in reservoirs to increased danger of fires resulting from recreational use in 
campgrounds and day use areas.  

Ongoing Actions 

1) Consider alternative recreational strategies/opportunities for dry years. 

2) Identify sensitive areas and outline management plans for these areas in dry years. 

3) Examine possible legal implications of dry reservoirs and canals during drought conditions, 
and associated liability at recreational lakes – with legal. 

4) Ensure adequate protection against catastrophic fires through vegetation management and 
homeowner education (adjacent to District facilities). 

5) Inform customers of the mooring facility policy during drought, and any curtailments of 
water supplies at recreational facilities. 

6) Work with regional partners to identify areas of greatest fire risk. 
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3.6 Water Efficiency  
Water efficiency staff should work closely with public outreach staff, as the activities required to 
meet water supply constraints are usually through the implementation of water efficiency practices 
or devices. Because there are ongoing mandated activities, a drought event will increase the number 
of tasks for which water efficiency staff are responsible. The Drought Preparedness Plan stipulated a 
number of water conservation actions, some of which are activities required of customers, such as not 
filling swimming pools; while some are simply guidelines for customers to help them save water. 
 
Agricultural demands are an important consideration during drought events. The District’s Irrigation 
Management Service (IMS) program is not required for agricultural customers, but staff should 
encourage participation in the IMS program prior to a drought, including the education of 
landowners with regard to individual drought planning. A total of 2,000 acre-feet of water is 
estimated to be saved each year by the IMS program, as verified by the State Water Resources 
Control Board in 1986.1   

Ongoing Actions 

1) Identify and pursue drought assistance grants available for water efficiency programs. 

2) Enforce the water waste prohibition regulation – with legal, operations, and customer services. 

3) Offer water efficiency rebate programs and complimentary water surveys as staff, budget, 
and grant funding allows. 

4) Continue to implement the California Urban Water Conservation Council’s Best 
Management Practices, as applicable and as required by the U. S. Bureau of Reclamation. 

5) Maintain the IMS program for commercial agriculture customers. 

6) Educate customers regarding drought stages through bill inserts or a printed message on the 
bill, an article in the bi-monthly newsletter, e-mail messages, and newspaper advertisements 
– with public outreach. 

7) Develop a webpage for “Drought Stage” information, including an easy-to-understand 
explanation of when a drought is called and when a drought has ended – with public outreach. 

 

 

 

 
1 Source: EID’s Water Supply Master Plan, Administrative Draft, December 2001, Pages 3-36 and 3-38. As part of the 
South Fork American River (SOFAR) water rights permitting process, the 2,000 acre-feet of IMS program water savings 
was verified in 1986 by the SWRCB; and later acknowledged in an SWRCB letter dated January 1989. 
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4.0 Stage 1 – Water Alert  

A drought Stage 1 is considered a water alert, where water supplies are only slightly restricted. The 
response actions are intended to initiate public awareness of a possible water shortage in the near 
future, and to encourage water efficiency practices. Stage 1 actions target up to a 15 percent 
demand reduction through the implementation of voluntary measures. The following New Actions 
outlined in this section are activities that must be performed during this stage of a drought 
declaration.  
 
At the beginning of a dry period there is no certainty as to whether the conditions will persist into a 
more significant drought. Accordingly, the initial phase of conservation is voluntary on the part of 
the customer, and the use of recycled water continues as normal. Staff should implement an 
outreach program to educate customers regarding the status of District water supplies, and the 
predicted water shortage; however, the education should be done without alarming customers as 
there is not yet a true emergency. This outreach can be complemented by the actions of the 
Department of Water Resources and RWA. To avoid confusion though, it is important to educate 
our customers that due to the District’s multiple water sources and integrated infrastructure, the rest 
of the region and the state might be worse off than the District. Raising public awareness therefore 
represents one of the most important components of this Plan. 

4.1 Engineering and Operations 

Actions 

1) Monitor reservoir levels on a monthly basis. 

2) Manage water supplies and conservation levels to achieve approximately 25,000 acre-feet of 
carry-over storage in Jenkinson Lake to guard against multiple year drought conditions 
including importing Project 184 supplies through the Hazel Creek tunnel. 

3) Alert ditch customers of potential cutbacks, reminding them of Item No. A-8 of their ditch 
application for service, and reduce potable water releases from valve blow-offs, if possible – 
with customer services.  

4) Alert the Improvement District No. 97 property owners listed on the current County 
assessment roll of the water alert declaration, reminding them of paragraph 10 of the 2005 
Interim Agreement for ID 97 and possible accommodations to decrease the releases to Clear 
Creek should the drought conditions continue – with legal. 

5) Monitor water demands weekly at the water treatment plants to assess the amount of water 
savings accomplished and forecast end-of-year carryover storage needs. 

6) Identify areas of low pressure, both present and projected, and communicate this to local 
fire protection agencies. 

7) Increase monitoring for water theft. 

8) Refer to the draft ditch operations guidelines in Appendix E of the Drought Preparedness 
Plan for further information on ditch management during a drought. 

9) Alert regulatory agencies to the possibility of decreased stream flow. 

10) Examine Deer Creek discharge requirements; and assess the need to work with stakeholders 
and the State Water Resources Control Board to temporarily reduce flows to conserve 
potable water – with legal. 
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4.2 Finance and Customer Services 

Actions 

1) Implement a project code or charge number for use by all employees to track time and 
expenses for all drought-related activities. 

2) Alert ditch customers of potential cutbacks and remind them of Item No. A-8 of their ditch 
application for service – with engineering and operations.  

3) Identify target levels of water usage per user class – with water efficiency. 

4) Request assistance in programming and obtaining database information appropriate to the 
drought stage, customer requests, and cutback priorities. 

5) Provide prompt notice to a customer whenever the District obtains information that 
indicates that a leak may exist within the end-user’s exclusive control. 

4.3 Legal 

Actions 

1) When determined appropriate by the DRT, prepare materials for the declaration of a water 
alert for approval by the Board of Directors, consistent with applicable state law – with 
engineering and operations. 

2) Alert the Improvement District No. 97 property owners listed on the current County 
assessment roll of the water alert declaration, reminding them of paragraph 10 of the 2005 
Interim Agreement for ID 97 and possible accommodations to decrease the releases to Clear 
Creek should the drought conditions continue – with engineering and operations. 

3) Track legislation and regulation relating to drought, especially as they pertain to curtailing 
water rights, prescribing or prohibiting actions by water suppliers, the management of water 
transfers/ground-water banking, and financing drought management. 

4.4 Public Outreach 

Actions 

1) Create educational information regarding the stage of drought, what is expected from 
customers, and the consequences if demand reduction goals are not met.   

2) Ensure that customers are aware that drought conditions may worsen quickly, causing rapid 
progression through the drought stages. 

3) Educate recycled water users and community leaders regarding the importance of conserving 
recycled water and the consequences of reducing or suspending potable water 
supplementation during a Stage 2 drought. 

4) Ensure that the public is aware of the water waste regulation and all associated penalties – 
with water efficiency.  

5) Work with local and regional newspapers to secure op-ed space as-needed for public 
information and water supply/drought education. 

6) Maintain drought information on website, and update throughout the drought. 

7) Strongly encourage local restaurants to post “serve if requested” messages via poster, table 
tent signage, in menus, or other means in their establishment – with water efficiency. 
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4.5 Recreation and Property 

Actions 

1) Implement new mooring facility policy when warranted by low lake levels. 

4.6 Water Efficiency 

Actions 

1) Investigate water waste reports, and enforce Administrative Regulation (AR) 1041, Water 
Waste Prohibition, as currently amended and incorporated by reference.  

2) Increase educational efforts regarding water efficiency practices – with public outreach.  

3) Identify target levels of water usage per user class – with customer services. 

4) Strongly encourage local restaurants to post “serve if requested” messages via poster, table 
tent signage, in menus, or other means in their establishment – with public outreach. 

5) Voluntary: Request customer compliance with these water saving guidelines. 

a) Apply irrigation water during evening and early morning hours only (7 PM to 10 AM); 

b) Inspect irrigation system for leaks and then repair or replace; 

c) Adjust sprinkler run times to avoid runoff; and 

d) Do not refill a swimming pool that has been drained.  
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5.0 Stage 2 – Water Warning  

Drought Stage 2 action items are intended to increase public understanding of worsening water 
supply conditions, encourage community-oriented voluntary conservation measures, enforce some 
conservation measures and implement mandatory water use reduction measures to decrease 
“normal” demand by up to 30 percent. Stage 2 activities include a continuation of activities 
described under Stage 1 and new actions. The achievement of the water use reduction goal is 
measured by overall performance of the entire customer population, based on EID production 
meters at the three main potable water treatment plants. It is important to note that user category 
demand reduction goals are not by individual customer, but are the goal for the customer category. 
 
At the point of calling a Stage 2 Drought, customers are asked to contribute to a system-wide 
demand reduction of up to 30 percent. The major emphasis by public outreach and customer service 
is to elevate customer awareness of the supply situation and encourage continued savings to achieve 
the 30 percent demand reduction goal. 

5.1 Engineering and Operations 

Actions 

1) Assess the need for a temporary change in the point of diversion for water taken from 
Folsom Reservoir to further upstream on the South Fork of the American River, possibly to 
supplement Sly Park’s Jenkinson Lake through the Hazel Creek Tunnel – with legal. 

2) Examine the risk of solids loading, line blocks, water-quality exceedances, and other low-
flow hazards, and then take appropriate action. 

3) Provide 30-days written notice to all Improvement District No. 97 property owners listed on 
the current County assessment roll, notifying them of the water warning declaration and the 
planned decrease of releases into Clear Creek; and take to the Board for approval or 
ratification at the first available regular Board meeting – with legal. 

a) After the 30-day notification period, decrease releases into Clear Creek to no more 
than 2.0 cfs. 

4) Begin examination of source water quality for increasingly concentrated pollutants and 
higher temperatures. 

5) Refrain from releasing water from valve blow-offs unless necessary to maintain compliance 
with water quality regulatory standards. 

6) Review all regulatory requirements relating to water quality and stream flow; and investigate 
how the District might be affected by these regulations in case of extreme drought. 

7) Monitor source and system water quality for increasingly concentrated pollutants and 
contaminants as a result of drought conditions. Take necessary operational actions to remain 
in compliance with the Safe Drinking Water Act. 

8) Consider reducing or suspending potable supplementation to the recycled water system. 

5.2 Finance and Customer Services 

Actions 

1) Continue actions listed in Stage 1. 
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2) Assess the fiscal consequences and present need for a larger drought management staff, 
particularly of temporary workers. 

3) Consider adding customer service representatives to help with answering phones, assisting in 
customer questions regarding drought restrictions, and possibly extending hours later into 
the evening. 

4) Provide prompt notice to a customer whenever the District obtains information that 
indicates that a leak may exist within the end-user’s exclusive control. 

5.3 Legal 

Actions 

1) When determined appropriate by the DRT, prepare materials for the declaration of a water 
warning for approval by the Board of Directors, consistent with applicable state law – with 
engineering and operations. 

2) Assess the need for a temporary change in the point of diversion for water taken from 
Folsom Reservoir to further upstream on the South Fork of the American River, possibly to 
supplement Sly Park’s Jenkinson Lake through the Hazel Creek Tunnel – with engineering and 
operations. 

3) Provide 30 days written notice to all Improvement District No. 97 property owners listed on 
the current County assessment roll, notifying them of the water warning declaration and the 
planned decrease of releases into Clear Creek; and take to the Board for approval or 
ratification at the first available regular Board meeting – with engineering and operations. 

4) Review options for Area-of-Origin water rights and exceptions to water-right curtailments. 

5) Seek public health and safety adjustments to U. S. Bureau of Reclamation contract shortage 
criteria, if needed. 

5.4 Public Outreach 

Actions 

1) Send regular notification postcards to all customers, and email messages to those customers 
providing email addresses, informing them of mandatory watering restrictions and other 
conservation requirements in effect.  

2) Launch a monthly automated telephone message informing customers of mandatory 
watering restrictions and other conservation requirements in effect.  

3) Work with regional partners to spread the word about drought and fire danger. 

4) Secure an op-ed space in local and regional newspapers for an essay on water supply and use 
restriction in El Dorado County. 

5) Continue to update the Drought Stage website link, including weekly updates on community 
demand response. 

6) Assist the City of Placerville with water use reduction targets – with water efficiency. 
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5.5 Recreation and Property 

Actions 

1) Urge caution and educate visitors within the District’s recreational areas due to elevated fire 
danger. 

5.6 Water Efficiency 

Actions 

1) Coordinate with the Sacramento region through RWA membership, especially water purveyors 
with a common border, in order to coordinate educational efforts to better reach customers. 

2) Identify the top 10 percent of residential and CII2 users, and target these customers with water 
efficiency outreach – with customer services. 

3) Voluntary: Ask customers to refrain from: - with public outreach. 

a) Planting new or replacement turf. 

b) Pursuing new agricultural plantings. 

c) Pursuing construction of new swimming pools or rehabilitation that would require 
filling with potable water. 

4) Offer assistance to the City of Placerville to help meet their water use reduction targets - with 
engineering and operations. 

5) Mandatory: Watering restrictions are in place as shown below. All outside irrigation, potable 
and recycled―including garden, lawn, landscape, pasture, parks, golf courses, school grounds, 
and public grounds―shall ONLY occur according to the following schedule: 

a) Outdoor irrigation is limited to the hours of 7:00 PM to 10:00 AM.    

b) Watering days are based on street addresses. 

c) Once-a-week watering is allowed from November 16 to April 15 on Sundays for 
customers with addresses ending in even numbers (0, 2, 4, 6, 8) and on Saturdays for 
customers with addresses ending in odd numbers (1, 3, 5, 7, 9). 

d) Twice-a-week watering is allowed from April 16 to May 31 and October 1 to 
November 15 on Wednesdays and Sundays for customers with addresses ending in 
even numbers and Tuesdays and Saturdays for customers with addresses ending in 
odd numbers. 

e) Three days per week watering is allowed from June 1 to September 30 on 
Wednesdays, Fridays and Sundays for customers with addresses ending in even 
numbers; and Tuesdays, Thursdays and Saturdays for customers with addresses 
ending in odd numbers.  

f) Exemptions to watering restrictions are allowed for non-residential customers if a 
detailed conservation plan is submitted to the District that demonstrates a minimum 
30 percent water savings over customer’s baseline usage. 

6) Mandatory: Outside irrigation for newly constructed homes and buildings is prohibited unless 
watered using drip or microspray systems. 

 
2 CII is defined as all commercial, industrial, and institutional customers; which includes businesses, schools, community 
service districts, owner associations, churches, and public buildings and grounds. 
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7) Mandatory: Agricultural metered irrigation customers who do not participate in the Irrigation 
Management Services program must submit a detailed conservation plan to the District that 
demonstrates minimum 30% water savings over customer’s baseline usage. 

8) Mandatory: Do not serve drinking water other than upon request in eating or drinking 
establishments, including but not limited to restaurants, hotels, cafes, cafeterias, bars, or other 
public places where food or drink are served and/or purchased. 

9) Mandatory: Operators of hotels and motels shall provide guests with the option of choosing 
not to have towels and linens laundered daily. The hotel or motel shall prominently display 
notice of this option in each bathroom using clear and easily understood language. 

10) Mandatory: Filling or re-filling ponds, lakes, and other non-irrigation water features with 
District-supplied potable water is prohibited. 
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6.0 Stage 3 – Water Crisis  

The objective of Drought Stage 3 actions are to reduce District-wide water demand by up to 50 
percent through effective and consistent public outreach, enforce extensive restrictions of water 
use, and implement water rationing. Protection of water supply for public health and safety purposes 
is the primary objective during Stage 3 drought conditions. This stage of drought will require much 
more staff time for policy enforcement with the public, and much greater inter-agency coordination. 
Because of the mandatory restrictions, emergency management agency notification is required, and 
public outreach and education will be key in achieving the water savings goal in Stage 3. 

6.1 Engineering and Operations 

Actions 

1) If needed, implement a temporary change in the point of diversion for water taken from 
Folsom Reservoir to further upstream on the South Fork of the American River, possibly to 
supplement Sly Park’s Jenkinson Lake through the Hazel Creek Tunnel – with legal. 

2) As needed, implement and monitor emergency water distribution. 

3) EID’s General Manager is responsible for notifying the El Dorado County Emergency 
Management Agency (EMA) of any mandatory requirements for water use reduction. 

a) Staff should consider the escalation of emergency management at the beginning of this 
stage. 

4) Contact the County’s EMA regarding fire protection directives that are being implemented 
within the county. 

5) Provide 30-days written notice to all Improvement District No. 97 property owners listed on 
the current County assessment roll, notifying them of the water crisis declaration, and of the 
planned decrease of releases into Clear Creek; and take to the Board for approval or 
ratification at the first available regular Board meeting – with legal. 

a) After the 30-day notification period, decrease releases into Clear Creek to no more 
than 1.5 cfs. 

6) Prohibited: Use of EID potable water for construction use. 

6.2 Finance and Customer Services 

Actions 

1) Continue actions listed in Stage 2. 

6.3 Legal 

Actions 

1) When determined appropriate by the DRT, prepare materials for the declaration of a water 
crisis for approval by the Board of Directors, consistent with applicable state law – with 
engineering and operations. 

2) If needed, implement a temporary change in the point of diversion for water taken from 
Folsom Reservoir to further upstream on the South Fork of the American River, possibly to 
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supplement Sly Park’s Jenkinson Lake through the Hazel Creek Tunnel – with engineering and 
operations. 

3) Provide 30-days written notice to all Improvement District No. 97 property owners listed on 
the current County assessment roll, notifying them of the water crisis declaration, and of the 
planned decrease of releases into Clear Creek; and take to the Board for approval or 
ratification at the first available regular Board meeting – with engineering and operations. 

6.4 Public Outreach 

Actions 

1) Secure an op-ed and/or advertising space in local and regional newspapers to publicize 
mandatory water restrictions within the service area of the District. 

6.5 Recreation and Property 

Actions 

1) Remain alert to fire danger and water pressure considerations at outlying facilities; 
coordinate with other agencies to ensure a consistent public message. 

2) Protect identified sensitive areas from overuse in extreme dry periods. 

3) Limit or restrict filming within the District’s recreational areas due to severe fire danger. 

6.6 Water Efficiency 

Actions  

In addition to Stage 2 actions, inform customers of these mandatory conservation measures in 
Stage 3 – with public outreach. 

1) Prohibited: Filling empty and/or new swimming pools with District-supplied potable water. 
 

2) Prohibited: Washing of vehicles (automobiles, recreational vehicles, trailers, etc.) and boats 
with District-supplied potable water. 

3) Mandatory: Watering restrictions are in place as shown below, however additional 
restrictions should be evaluated to achieve a higher level of conservation required in Stage 3.  
All outside irrigation, potable and recycled―including garden, lawn, landscape, pasture, 
parks, golf courses, school grounds, and public grounds―shall ONLY occur according to 
the following schedule: 

a. Outdoor irrigation is limited to the hours of 7:00 PM to 10:00 AM.   

b. Watering days are based on street addresses. 

c. Once-a-week watering is allowed from November 16 to April 15 on Sundays for 
customers with addresses ending in even numbers (0, 2, 4, 6, 8) and on Saturdays for 
customers with addresses ending in odd numbers (1, 3, 5, 7, 9). 

d. Twice-a-week watering is allowed from April 16 to November 15 on Wednesdays 
and Sundays for customers with addresses ending in even numbers and Tuesdays 
and Saturdays for customers with addresses ending in odd numbers. 

e. Exemptions to watering restrictions are allowed for non-residential customers if a 
detailed conservation plan is submitted to the District that demonstrates a minimum 
50% water savings over customer’s baseline usage.  
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4) Prohibited: Use of EID potable water for construction use. 

5) Prohibited: IMS customers are not to use more water than recommended by the IMS 
program schedule. 

6) Mandatory: Agricultural metered irrigation customers who do not participate in the 
Irrigation Management Services program must submit a detailed conservation plan to the 
District that demonstrates minimum 50 percent water savings over customer’s baseline 
usage. 

7) Prohibited: Mist systems. 

8) Enforce the water waste prohibition regulation with the help of City and County law 
enforcement, if needed; and coordinate operational safety with HR-Safety/Security staff. 
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7.0 Stage 4 – Water Emergency  

The objective of Drought Stage 4 actions are to further reduce water demands in order to 
achieve a greater than 50 percent reduction, which may be accomplished through effective and 
consistent public outreach, enforcement of extensive restrictions on water use, and the 
implementation of water rationing. Protection of the remaining water supply for public health and 
safety purposes is the District’s primary objective during Stage 4 drought conditions. This stage of 
drought will require considerable staff time for enforcement, and much greater inter-agency 
coordination. Because of the mandatory restrictions, public outreach and education are key to 
meeting the water savings goals. 

7.1 Engineering and Operations 

Actions 

1) Provide 30-days written notice to all Improvement District No. 97 property owners listed on 
the current County assessment roll, notifying them of the water emergency declaration, and 
of the planned decrease of releases into Clear Creek; and take to the Board for approval or 
ratification at the first available regular Board meeting – with legal. 

a) Decrease releases into Clear Creek to no more than 1.0 cfs. 

7.2 Finance and Customer Services 

Actions 

1)   Continue actions listed in Stage 2. 

7.3 Legal 

Actions 

1) Advise customer services staff on enforcement of AR 1041.5 to ensure compliance with 
mandatory conservation requirements. 

a) Seek relief from SWRCB as necessary to ensure adequate supply.  

7.4 Public Outreach 

Actions 

1) Use authorized email addresses and an automated telephone message through the mass 
notification system as necessary to advise customers of water use restrictions or other 
drought alerts. 

7.5 Recreation and Property 

Actions 

1) Restrict filming within the District’s recreational areas due to extreme fire danger. 
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7.6 Water Efficiency 

Actions  

1) Prohibited: Automatic sprinklers for the irrigation of existing turf, ornamental plants, garden 
or landscaped areas. 

a) Watering may ONLY occur by hand-held hose with shut-off nozzle or by a drip 
irrigation system. 

2) Mandatory: Single-family and multi-family residential meters are limited to 50 gallons per 
person per day allotment per bimonthly billing cycle for “health and safety” purposes 

a) Allotments can be increased for special health-related issues. 

3) Mandatory: Recreational Turf, non-IMS Ag, and Small Farm customers must reduce their 
usage by 65 percent, based upon their usage during the same billing cycle in the base period. 

4) Mandatory: IMS agricultural customers must reduce their usage by 40 percent, based upon 
their usage during the same billing cycle in the base period. IMS customers have already 
restricted use through weekly soil moisture data sampling and comply with irrigation 
schedule. 

5) Allowed: Vital healthcare and public safety uses are exempt. 

6) Mandatory: Commercial, Industrial & Institutional (CII): Reduce by 65 percent. 

  



 El Dorado Irrigation District                          Drought Action Plan 

 28 

8.0 Post-Drought Actions  

8.1 The End of a Drought  
Coming out of a drought can occur quickly or slowly, depending on the weather and the storage 
accumulated with any precipitation. It is very important to make clear to the public that one good 
storm will not reverse weeks or months of dry weather. The conditions that end a drought require 
the filling of reservoirs, which usually occurs over time. Precipitation that occurs during the deepest 
of droughts can potentially put the District in a less severe stage of drought. If this occurs, and the 
DRT determines the present situation and probable future indicate a lessening of the drought, staff 
may recommend reducing the drought stage to the previous stage.  
 
In the event that the drought severity lessens, it must be made explicitly clear to the public which 
stage the District has moved to, why the change was made, and what the measurements are based 
upon. Effective public education will minimize conflicts with regard to fines for mandatory 
cutbacks, and for health and safety concerns. In addition, a lessening of drought severity must be 
communicated clearly to all staff, especially those with regular public interaction. 
 
 There are several scenarios that would lead the District to either declare the end of a drought or 

announce a less severe drought stage, including but not limited to, the following three cases. 

1) Significant rainfall and snowpack – While it is highly unlikely for one storm to end 
drought conditions, it is possible that a series of storms over a several-week period could fill 
Jenkinson Lake and replenish snowpack that could fill the Project 184 reservoirs in the 
spring. This scenario would assure staff that the drought has ended, and that a return to 
“normal” conditions is a responsible decision. 

2) Significant rainfall but no snow – It is also possible that Jenkinson Lake could fill from a 
series of storms, but little snowpack accumulates due to warm temperatures. In this scenario, 
there would be little snowpack to keep Jenkinson Lake full into the summer, and the Project 
184 reservoirs may not fill. In this case, the water supply is not secure for the next year, and 
staff may recommend a less severe drought stage rather than a return to “normal” 
conditions. 

3) Average rainfall and snowpack – Another scenario could be the occurrence of a “normal” 
water year, with average precipitation and snowpack, following weeks or months of drought. 
These conditions may not fill the reservoirs adequately to assure staff that ending a drought 
declaration is the appropriate action. In this case, the drought stage may be lessened or stay 
the same, as it is important to remember that a year of average precipitation may not 
immediately result in “normal” conditions. 

In any case, declaring the end of a drought depends in large part upon the judgment of staff. 
While this Drought Action Plan serves as a blueprint for actions in each stage of drought, it is not a 
rigid prescription for when and how to call a drought, or what actions to take in response. Those 
decisions must be made by informed and experienced staff, based upon the situation at the time, and 
approved by the Board of Directors. 

8.2  Lessons Learned 
When a drought is completely over, and District operations are back to normal, it is important to 
review what worked, what did not work, and how the overall drought response can be improved. 
The first step must be an examination of the stages, objectives, and response actions. Did the 
ongoing and new actions in this Plan work? Was there public confusion? If so, why? Did the 
mandatory actions cause problems due to uncertainty in implementation or ambiguity in 
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description? A discussion among all DRT members and implementing staff is imperative to get a 
complete picture on these questions. Likewise, it may be important to repeat the same process with 
the County’s Drought Coordination Committee, and to involve the Board and customers in the 
dialogue as well.  

8.3  Financial Analysis 
The District will analyze the financial considerations following a drought, which is an important way 
to gauge the success of drought management activities. A detailed financial assessment of the costs 
incurred during a drought are important. 

 Below are two scenarios of drought finances, along with their impacts on the District.  

1) Costs to the District – When the drought Stage 1 was declared, a charge number should 
have been established for all new drought activities, including: permanent staff time, 
temporary worker time, special materials, and other costs associated with drought 
management. All costs associated with the drought must be charged to this number in order 
to completely account for the additional costs incurred during drought.  

2) Revenues for the District –Finance staff should analyze how the decreased revenue from 
the drought impacted District finances and reserve funds and make recommendations for 
financial stability in future droughts.   

The District is aware of the expected decreased revenues and increased costs associated with supply 
shortage conditions. Approximately 50 percent of the District’s revenues are derived from 
volumetric charges. Assuming a reduction in sales commensurate with the particular Plan stage 
declaration, a decrease in water rate revenues in the range of 5-15 percent (or higher) may be 
expected. 
 
EID maintains financial reserves that can be utilized to buffer potential revenue impacts of reduced 
sales during a stage declaration, should it be prudent to do so. These reserves are a tool that can be 
used by the District to maintain financial stability during times of imbalanced revenues and expenses 
that may be caused by reduced volumetric sales during dry periods. In addition to utilizing financial 
reserves, the District may enact a range of financial management actions depending on the specific 
situation. 

8.4  Report to the Board 
The concluding task in any drought management effort is the final report to the Board, especially 
summarizing the costs and revenues described above. Because the Board reports directly to the 
customers served by the District, it is important for the Board members to be able to convey to their 
constituents the successes and lessons learned of the District’s drought management efforts. This 
report may also be released to all District customers, as successful drought management is not 
possible without customer involvement, cooperation, and support. 
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CA0910017 Strawberry 192 20 

CA0910018 Outingdale 151 26 

CA0910001
El Dorado Irrigation 

District
43,519 24,540 

43,862 24,586Total

Public Water System 
Number 

Public Water System 
Name

Number of Municipal 
Connections 2025

Submittal Table 2-1 Retail: Public Water Systems                                                                                         

Add additional rows as needed

NOTES: Deliveries to retail customers and the City of Placerville.  Does not include estimate for 
system loss or other authorized uses.

Volume of Water 
Supplied 2025 (AF)

DWR NOTES:
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in 
Submittal Table 2-3. This table identifies the unit of measure selected in Submittal Table 2-3.
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Select 
One 

Name of Regional Alliance or 
RUWMP (Drop Down List)

If Supplier selected RUWMP, select name from the 
drop-down. 

NOTES:

Submittal Table 2-2: Plan Identification

Type of Plan

Individual UWMP

If Water Supplier is also a member of a SB X7-7 
Regional Alliance, select name from the drop-down. 

Regional Urban Water Management Plan (RUWMP)                                                            
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Supplier is a wholesale supplier

Supplier is a retail supplier

UWMP Tables are in calendar years

UWMP Tables are in fiscal years

Unit AF

Submittal Table 2-3: Supplier Identification                                                 

Type of Supplier (select one or both)

Fiscal or Calendar Year (select one)

If using fiscal years provide month and date that the fiscal year 
begins (mm/dd)

Units of measure used in UWMP
(Select from the drop down list).

DWR NOTES:
Units of measure (AF, CCF, MG) must remain consistent 
throughout the UWMP as reported in Submittal Table 2-3. 

NOTES: Volumes in acre-feet unless otherwise noted.
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Submittal Table 2-4 Retail: Water Supplier Information Exchange
Water Code Section 10631(h)

The retail Supplier has informed the following wholesale supplier(s) of projected 
water use.

Wholesale Water Supplier Name                                                                                     
Add additional rows as needed

NOTES: n/a
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2025 2030 2035 2040 2045 2050(opt)

128,408 134,437 145,167 155,158 159,075 162,297

Submittal Table 3-1 Retail: Population - Current and Projected
Water Code Section 10631(a)

Population 
Served

NOTES:

B-6
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Use Type                                                   

Drop down list
May select each use multiple times

These are the only use types that will be recognized by 
the WUEdata online submittal tool 

Potable or Non-Potable
(OPTIONAL)

Drop down list
Volume (AF)

Other (optional) Other authorized uses 4,076
Other (optional) Total metered potable water deliveries 24,587
Distribution System Water Loss Estimated 4,440

0
0

33,103Total 

Submittal Table 4-1 Retail: Total Uses for Potable and Non-Potable Water — Actual
Water Code Section 10631(d)(1)

NOTES:

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This 
table identifies the unit of measure selected in Submittal Table 2-3.

2025 Actual Water Use

Add additional rows as needed

Subtotal Potable
Subtotal Non-Potable

Additional Description
(as needed)
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Use Type 

 Drop down list 
May select each use multiple times

These are the only Use Types that will be recognized 
by the WUEdata online submittal tool

Potable or Non-Potable
(OPTIONAL)

Drop down list
2030 (AF) 2035 (AF) 2040 (AF) 2045 (AF) 2050 opt (AF)

Other (optional)
Total combined potable use for 

all customer classifications
Potable 34,460 36,820 39,010 40,070 40,960

Other (optional)
Total combinednon-potable  use 

for all customer classifications 
Non-Potable 4,060 4,060 4,060 4,060 4,060

 

34,460 36,820 39,010 40,070 40,960
4,060 4,060 4,060 4,060 4,060

38,520 40,880 43,070 44,130 45,020Total
DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This table identifies the unit of measure selected in 
Submittal Table 2-3.

Subtotal Non-Potable
Subtotal Potable

Add additional rows as needed.

Submittal Table 4-2 Retail: Total Uses for Potable, and Non-Potable Water — Projected
Water Code Section 10631(d)(1)

Projected Water Use
(Report To the Extent that Records are Available)

Additional Description                         
(as needed)

NOTES:
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Are Future Water Savings Included in Projections?
Drop down list (y/n)      

Yes

If "Yes"  to above, state the section or page number, in the cell to the right, where 
citations of the codes, ordinances, or otherwise are utilized in demand projections are 
found.                                                                                                                                          
Optional Suppliers may complete Optional Submittal Table 4-4 R to quantify the 
expected savings.                                                                                                                                        

4.4.2 and 4.4.3

Are Lower Income Residential Demands Included In Projections? 
Drop down list (y/n)

Yes

Optional If the method for accounting Lower Income Residential Demands has been 
included, provide page number where this accounting can be found. 

Submittal Table 4-3 Retail: Inclusion in Water Use Projections
Water Code Section 10631 (a), 10631 (d)(4)(A), and 10631 (d)(4)(B)

DWR NOTES: Additional guidance is provided in Appendix K. 

NOTES: 
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Public Water System ID # Reported in 
Table 2-1 R

Reporting Period 
Submitted to DWR Water 

Loss Audit Program (yes/no)

CA0910001 2020 Yes
CA0910001 2021 Yes
CA0910001 2022 Yes
CA0910001 2023 Yes
CA0910001 2024 Yes
CA0910017 2020 Yes
CA0910017 2021 Yes
CA0910017 2022 Yes
CA0910017 2023 Yes
CA0910017 2024 Yes

CA0910018 2020 Yes
CA0910018 2021 Yes
CA0910018 2022 Yes
CA0910018 2023 Yes
CA0910018 2024 Yes

Submittal Table 4-5 Retail: Water Loss Audit Reporting
Water Code Section 10631(d)(3)(A) 

DWR NOTES: Suppliers will provide a link to the WUEdata submittals of their Water Loss 
Audit Reports.

NOTES:

Report submittal status for all five years for each Public Water System as available. 
Add rows as needed
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2028 Real Water Loss 
Standard per Unit per 

day

Units for Real 
Water Loss 
Drop down list 

Number of Units 
(Connections or Miles 

corresponding with 
units selected)

Volume of Total Real 
Loss 

(from AWWA Water 
Loss Audit)

(AF)

2028 Apparent 
Water Loss Standard 

per Unit per Day

Units for 
Apparent Water 

Loss

Number of  
Connections 

Volume of Total 
Apparent Loss 

(from AWWA Water 
Loss Audit)

(AF)

CA0910001 Yes 40.89

Gallons per 
Service 

Connection per 
Day (GPSCD)

44646 2111.77 42.2 34.45

Gallons per 
Service 

Connection per 
Day (GPSCD)

44646 1629.44 32.6

Gallons per 
Service 

Connection per 
Day (GPSCD)

Gallons per 
Service 

Connection per 
Day (GPSCD)

Submittal Table 4-6 Retail: Progress Towards 2028 Water Loss Standard
 Water Code Section 10631(d)(3)(C) 

NOTES: From 2024 Water Loss Audit (validated)

Apparent Water Loss

Did the Water Board Calculate a 
Water Loss Standard for this 
Public Water System?  (y/n) 

If no, Supplier will not complete 
this row. 

Real Water Loss

Water Board's Calculated Water Loss Standards
DWR NOTES: Units of measure (AF, CCF, MG) for Water Loss MUST remain consistent with units reported in Submittal Table 2-3. The units reported in Submittal Table 2-3 are used in this table's calculations. 

Public Water 
System ID # 
Reported in 

Submittal Table 2-1 
R

Add additional rows as needed.

Most Recent AWWA Water Loss Audit

 Real Water 
Loss Per Unit 

per Day

Most Recent AWWA Water Loss Audit

 Apparent Water 
Loss Per Unit per 

Day

State Water Board Standard State Water Board Standard
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Actual 2025 GPCD 
(From SB X7-7 

Compliance Form)   

Did Supplier meet 
the 2020 Target in 

2025?

No Individual Target 241 208 Yes NA

Submittal Table 5-1 Retail: SB X7-7 2020 Target Progress
Water Code Section 10608.40

NOTES:

Did Supplier 
Achieve Targeted 

Reduction for 
2020?

Actual 2020 GPCD2020 Target

Regional Alliance 
Target or 
Individual 

Target? 
Drop down list

DWR NOTES: 
Suppliers calculating a 2025 GPCD will need to complete and submit SB X 7-7 Compliance Tables to verify the use of SB X7-7 Methodologies. 
Suppliers that were part of a merger or consolidation since 2020 see Chapter 5 and Appendix P for guidance. 
NA=Not Applicable

Check the box if the Supplier was not an Urban Water Supplier during or before the 2020 UWMP reporting cycle. 
Proceed to the next table. 

Only for suppliers that did not meet the 
Target in 2020

See DWR NOTES below. 
Was Supplier part of 

a merger or 
consolidation since 

2020?
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Groundwater Type
Drop Down List

May use each category 
multiple times

Potable or 
Non-Potable

(OPTIONAL) 
Drop down list

Location or Basin Name                  2021 (AF) 2022 (AF) 2023 (AF) 2024 (AF) 2025 (AF)

0 0 0 0 0

Add additional rows as needed

Submittal Table 6-1 Retail: Groundwater Volume Pumped
Water Code Section 10631(4) and 10631(4)(c)

DWR NOTES: 
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This table identifies the 
unit of measure selected in Submittal Table 2-3.

NOTES

Total

Check the box if the Supplier does not pump groundwater. 
Proceed to the next table. 

Check the box if all or part of the groundwater described below is desalinated. (OPTIONAL)
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Name of Wastewater 
Collection Agency                

Wastewater 
Volume Metered 

or Estimated? 
OPTIONAL 

Drop Down List 

Volume of Wastewater 
Collected from UWMP 
Service Area 2025 (AF)

Name of Wastewater Treatment 
Plant (WWTP) and Place ID 

Number  
Drop down list

Is WWTP Located 
Within UWMP 

Area? 
Drop Down List 

Add additional rows as 
needed

El Dorado Irrigation District Metered 3,145
Deer Creek WWTP, Place ID 

219398
Yes

El Dorado Irrigation District Metered 3,398 El Dorado Hills WWTP, Place ID 
222434

Yes

6,544 

Check the box if there is no wastewater collection system.  
Proceed to the next table. 

NOTES:

Submittal Table 6-2 Retail:  Wastewater Collected Within Service Area
Water Code Section 10633(a)

Percentage of 2025 service area population served by wastewater collection system 
(OPTIONAL)

Percentage of 2025 service area served by wastewater collection system (OPTIONAL)

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 
2-3. This table identifies the unit of measure selected in Submittal Table 2-3.
Additional Guidance: See Appendix M, Section M.21 for detailed guidance on this table. 

Wastewater Collection Recipient of Collected Wastewater 

Total Wastewater Received from UWMP 
Service Area in 2025:
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 Treatment Level 
Drop down list

Volume 
(AF)

Treatment Level 
Drop down list

Volume 
(AF)

Treatment Level 
Drop down list

Volume 
(AF)

Treatment Level 
Drop down list

Volume 
(AF)

Treatment Level 
Drop down list

Volume 
(AF)

Name of other 
entity

Deer Creek WWTP, 
Place ID 219398

3,145 Tertiary 726         Tertiary 2210 Tertiary 328

El Dorado Hills WWTP, 
Place ID 222434

3,398 Tertiary 2,171      Tertiary 1583

0            6,544 2,896 0 3,793 328 0

2025 Outcomes of Treated Wastewater

Check the box if no wastewater is treated or disposed of within the UWMP service area. 
Proceed to the next table. 

Does This Plant 
Treat 

Wastewater 
Generated 
Outside the 

UWMP Service 
Area?

(OPTIONAL)
Drop down list

Wastewater Treatment 
Plant Name and Place 

ID Number
Drop down list

Total 2025 
Volume of 

Water 
Treated 

(AF)

NOTES:

Total

2025 Volume of 
Wastewater 

Received from 
UWMP Service 

Area 
(As Reported in 
Submittal Table 

6-2 R) (AF)

 Water Recycled Within 
UWMP Service Area
(enter data as applicable)

Submittal Table 6-3 Retail:  Wastewater Treatment and Outcomes Within UWMP Service Area
Water Code Section 10633(b)

DWR NOTES:
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This table identifies the unit of measure selected in Submittal Table 2-3. 
IPR: Indirect Potable Reuse would have the treatment level of its end use requirement in the Level of Treatment drop-down.
Additional Guidance: See Appendix M, Section M.21 for detailed guidance on this table. 

 Water Recycled Outside 
of UWMP Service Area 

(enter data as applicable)

Effluent Discharge that is 
not a Permitted Recycled 

Water Use
(enter data as applicable)

Required Discharge for 
Instream Flow

(enter data as applicable)

 Delivered to Another Entity for Additional 
Treatment

(enter data as applicable)

Add additional rows as needed
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 Use Type
Drop down list

Volume
Narrative page number 

(OPTIONAL)

Landscape irrigation (exc golf 
courses)

Single Family Dual Plumb 2,220 2,290 2,290 2,290 2,290 2,290

Commercial use Commercial and Industrial 815 960 960 960 960 960

Other (Description Required) Recreational Turf 457 510 510 510 510 510
Other (Description Required) Loss Estimate 279 300 300 300 300 300

0 0 0 0 0 0 0
0 0 0 0 0 0 0

3771 4060 4060 4060 4060 4060 0 0

Check box if recycled water is not used and is not planned for use within the service area of the supplier. The supplier will only complete the column on "Potential Recycled 
Water Use" and submit an accompanying narrative on the feasibility of that potential recycled water use. 

Submittal Table 6-4 Retail: Recycled Water Direct Beneficial Uses Within Service Area
Water Code Section 10633 (c),(d),(e)

Potential Recycled Water Use

Name(s) of Facility/ies Producing (Treating) the Recycled Water (OPTIONAL) :

Name of Supplier Operating the Recycled Water Distribution System (OPTIONAL) :

Volume of Supplemental Water Added in 2025 (OPTIONAL) :
Source of 2025 Supplemental Water  (OPTIONAL) :

Total

Potable or Non-Potable
(after treatment if treated)

(OPTIONAL)
Drop down list

Additional Information 
(as needed)

Add additional rows as needed

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3.  This table identifies the unit of measure selected in Submittal Table 2-3. 
Additional Guidance: See Appendix M, Section M.21 for detailed guidance on this table. 
Potential recycled water use: a description of the feasibility of these uses must be included in the narrative.
Multiple Producers: If you have multiple recycled water producers, submit a separate table for each.

2025 values include recycled supply from previously stored (flow equilization).

2050 (AF)2025 (AF) 2030 (AF) 2035 (AF) 2040 (AF) 2045 (AF)

Subtotal Potable
Subtotal Non-Potable
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2020 Projection 
for 2025 (AF)

2025 Actual 
Use (AF)

4,240 3,771

4,240 3,771

Submittal Table 6-5 Retail: 2020 UWMP Recycled Water Use Projection 
Compared to 2025 Actual
Water Code Section 10633(e) 

Check the box if recycled water was not used in 2025 nor previously 
projected for use in 2020.
Proceed to the next table. 

Add additional rows as needed

Other (Description Required)

NOTES: "Other" includes: industrial processes, golf course irrigation, landscaping, 
outdoor residential irrigation, and road medians within Service Area; Includes estimate 
for loss.

Total

DWR NOTES: 
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in 
Submittal Table 2-3. This table identifies the unit of measure reported in Submittal Table 2-3 
Additional Guidance: See Appendix M, Section M.21 for detailed guidance on this table.                                                                                                                                                                                                                                                                                        

Use Type
Drop Down list
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Section 3.2

Name of Action Description
Expected Increase in Recycled Water 

Use (AF)

0 

0

Total (AF)

DWR NOTES: 
Units of measure (AF, CCF, MG) MUST remain consistent with units reported in Submittal Table 2-3. This table identifies the unit of measure selected in 
Submittal Table 2-3.
The unit conversion to Acre Feet addresses the Water Code's requirement that this value be provided in acre-feet. 

Notes:

Submittal Table 6-6 Retail: Methods to Encourage Future Recycled Water Use
Water Code Section 10633(f)

Check the box if the Supplier does not plan to expand recycled water use in the future. Supplier will not complete the table 
below but will provide narrative explanation.  

Provide page location of narrative in the UWMP

Add additional rows as needed

Unit Conversion to AF

Planned Implementation Year
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Section 3.4 (page 3-9)

Drop Down 
List

(yes/no)
If Yes, Supplier Name

Add additional rows as 

Planned for Use in 
Year Type

Drop Down List

NOTES: 

Submittal Table 6-7 Retail: Expected Future Water Supply Projects or Programs
Water Code Section 10631(f)

DWR NOTES: 
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This table identifies the unit of measure reported in Submittal 
Table 2-3.

Check the box if some or all of the supplier's future water supply projects or programs are not compatible with this table and are described in a 
narrative format.                                                                                                   

Check the box if there are no expected future water supply projects or programs that provide a quantifiable increase to the agency's water supply.
Proceed to the next table.

Planned 
Implementation 

Year

Joint Project with other suppliers? Expected 
Increase in  

Water Supply 
to Supplier

(This may be a 
range) (AF)

Provide page location of narrative in the UWMP

Name of Future Projects 
or Programs

Additional Description
(as needed)

Potable or Non-Potable 
(after treatment  if treated)

(OPTIONAL)
Drop Down list
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Water Supply

Drop down list
May use each category multiple times. 

These are the only water supply 
categories that will be recognized by the 

WUEdata online submittal tool 

Potable or Non-Potable 
(after treatment if treated)

(OPTIONAL)
Drop Down list

Actual Volume 
(AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' below 
(AF)

Surface water (not desalinated) Treated Supply 34,330
Recycled Water Recycled Water 3,771

0 0
0 0 

38,101 0

Submittal Table 6-8 Retail: Water Supplies — Actual
Water Code Section 10631(b)

2025

NOTES: Treated supply represents WTP inflows.  Recycled water includes estimate for loss.

DWR NOTES: 
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. This table identifies the unit of 
measure selected in Submittal Table 2-3.
Total Entitlement: e.g. Water Right, Groundwater Allocation, Contracted Amount.

Add additional rows as needed

Total

Subtotal Potable
Subtotal Non-Potable

Additional Description
(as needed)
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Water Supply

Reasonably 
Available 

Volume (AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' 
below (AF)

Reasonably 
Available 

Volume (AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' 
below (AF)

Reasonably 
Available 

Volume (AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' 
below (AF)

Reasonably 
Available 

Volume (AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' 
below (AF)

Reasonably 
Available 

Volume (AF)

Total Entitlement
(OPTIONAL)

See 'DWR Notes' 
below (AF)

Surface water (not 
desalinated)

67,294 74,794 74,794 74,794 74,794

Recycled Water from 
WWTPs

3,500 3,500 3,500 3,500 3,500

0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0

70,794 0 78,294 0 78,294 0 78,294 0 78,294 0

2050 (opt)

Add additional rows as needed

Total

NOTES:

2030 2035 2040 2045

Subtotal Non-Potable
Subtotal Potable

DWR NOTES: 
Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. 
Total Entitlement: e.g. Water Right, Groundwater Allocation, Contracted Amount.

Submittal Table 6-9 Retail: Water Supplies — Projected
Water Code Section 10631 (b)

Projected Water Supply (Report to the Extent Practicable)

Drop down list
May use each category multiple 
times. These are the only water 

supply categories that will be 
recognized by the WUEdata online 

submittal tool 

Additional 
Detail on 

Water 
Supply

Potable or Non-Potable
(after treatment if treated)

(OPTIONAL)
Drop Down list
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 2030 (AF) 2035 (AF) 2040 (AF) 2045 (AF) 2050 (AF)

Supply totals
(autofill from Submittal Table 6-9 R)

70,794 78,294 78,294 78,294 78,294

Use totals
(autofill from Submittal Table 4-2 R)

38,520 40,880 43,070 44,130 45,020

Surplus/(shortfall) 32,274 37,414 35,224 34,164 33,274 

WSCP - supply augmentation benefit 

WSCP - use reduction savings benefit 

Revised Surplus/(shortfall)

OPTIONAL Planned WSCP Actions

Submittal Table 7-2 Retail: Normal Year Supply and Use Comparison
Water Code Section 10635 (a)

NOTES:

DWR NOTES : Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3.

B-22



 2025 DWR Sumbittal Tables

Table 7-3 R

Appendix B

Supply totals 63,379 67,129 67,129 67,129 67,129 

Use totals 40,446 42,924 45,224 46,337 47,271 

Surplus/(shortfall) 22,933 24,205 21,905 20,792 19,858 

WSCP - supply 
augmentation benefit
WSCP - use reduction 
savings benefit

Revised Surplus/(shortfall)

Submittal Table 7-3 Retail: Single Dry Year Supply and Use Comparison
Water Code Section 10635(a)

 2030 (AF) 2035 (AF) 2040 (AF) 2045 (AF)

DWR NOTES : Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP 
as reported in Submittal Table 2-3.

NOTES

OPTIONAL Planned WSCP Actions 

2050 (AF)
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2030 (AF) 2035 (AF) 2040 (AF) 2045 (AF) 2050 (AF)

First year Supply totals 63,379 67,129 67,129 67,129 67,129 
Use totals 40,450 42,920 45,220 46,340 47,270 
Surplus/(shortfall) 22,929 24,209 21,909 20,789 19,859 

WSCP - supply augmentation benefit
WSCP - use reduction savings benefit
Revised Surplus/(shortfall)

Supply totals 62,879 66,629 66,629 66,629 66,629 
Use totals 40,940 43,380 45,450 46,520 47,270 
Surplus/(shortfall) 21,939 23,249 21,179 20,109 19,359 

WSCP - supply augmentation benefit
WSCP - use reduction savings benefit
Revised Surplus/(shortfall)

Supply totals 56,078 57,953 57,953 57,953 57,953 
Use totals 41,440 43,840 45,670 46,710 47,270 
Surplus/(shortfall) 14,638 14,113 12,283 11,243 10,683 

WSCP - supply augmentation benefit
WSCP - use reduction savings benefit
Revised Surplus/(shortfall)

Supply totals 54,578 56,453 56,453 56,453 56,453 
Use totals 41,930 44,300 45,890 46,900 47,270 
Surplus/(shortfall) 12,648 12,153 10,563 9,553 9,183 

WSCP - supply augmentation benefit
WSCP - use reduction savings benefit
Revised Surplus/(shortfall)

Supply totals 54,578 56,453 56,453 56,453 56,453 
Use totals 42,430 44,760 46,110 47,080 47,270 
Surplus/(shortfall) 12,148 11,693 10,343 9,373 9,183 

WSCP - supply augmentation benefit
WSCP - use reduction savings benefit
Revised Surplus/(shortfall)

NOTES: Values in UWMP may differ due to rounding.

OPTIONAL WSCP Actions Second year 

Third year 

Fifth year 

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. 

OPTIONAL Planned WSCP Actions

OPTIONAL Planned WSCP Actions

OPTIONAL Planned WSCP ActionsFourth year 

Submittal Table 7-4 Retail: Multiple Dry Years Supply and Use Comparison
Water Code Section 10635(a)

OPTIONAL Planned WSCP Actions
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2026 Total
Total Water Use (AF) 39,182 

Total Supplies (AF) 63,379 
Surplus/Shortfall w/o WSCP Action 24,197

WSCP - supply augmentation benefit (AF)
WSCP - use reduction savings benefit (AF)

Revised Surplus/(shortfall)
2027 Total

Total Water Use (AF) 39,447 
Total Supplies (AF) 62,879 

Surplus/Shortfall w/o WSCP Action 23,432 

WSCP - supply augmentation benefit (AF)
WSCP - use reduction savings benefit (AF)

Revised Surplus/(shortfall)
2028 Total

Total Water Use (AF) 39,712 
Total Supplies (AF) 56,078 

Surplus/Shortfall w/o WSCP Action 16,366

WSCP - supply augmentation benefit (AF)
WSCP - use reduction savings benefit (AF)

Revised Surplus/(shortfall)
2029 Total

Total Water Use (AF) 39,978 
Total Supplies (AF) 54,578 

Surplus/Shortfall w/o WSCP Action 14,600

WSCP - supply augmentation benefit (AF)
WSCP - use reduction savings benefit (AF)

Revised Surplus/(shortfall)
2030 Total

Total Water Use (AF) 40,243 
Total Supplies (AF) 54,578 

Surplus/Shortfall w/o WSCP Action 14,335

WSCP - supply augmentation benefit (AF)
WSCP - use reduction savings benefit (AF)

Revised Surplus/(shortfall)

NOTES:

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent 
throughout the UWMP as reported in Submittal Table 2-3. 

Submittal Table 7-5 Retail: Five-Year Drought Risk Assessment
Water Code Section 10635(b)(3)

OPTIONAL Planned WSCP Actions (use reduction and supply 
augmentation)

OPTIONAL Planned WSCP Actions (use reduction and supply 
augmentation)

OPTIONAL Planned WSCP Actions (use reduction and supply 
augmentation)

OPTIONAL Planned WSCP Actions (use reduction and supply 
augmentation)

OPTIONAL Planned WSCP Actions (use reduction and supply 
augmentation)
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Standard 
Shortage 

Levels

Percent Shortage 
Range

Suppliers 
Shortage 

Levels

Percent 
Shortage Range 

1 Up to 10% See WSCP See WSCP

2 Up to 20% See WSCP See WSCP

3 Up to 30% See WSCP See WSCP

4 Up to 40% See WSCP See WSCP

5 Up to 50% See WSCP See WSCP

6 >50% See WSCP See WSCP

Submittal Table 8-1: Cross-reference for Standard vs 
Supplier Shortage Levels
Water Code Section 10632(a)(3)(B)

Check the box if the Supplier uses the Standard 
six levels of water shortage. 
Proceed to the next table. 

NOTES:
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Volume or 
Percentage

Drop down 

Shortage Gap 
Reduction Value

(May be a range) (AF)

1 Other Actions (describe) Percentage Up to 10%
2 Other Actions (describe) Percentage 11-20%
3 Other Actions (describe) Percentage 21-30%
4 Other Actions (describe) Percentage 31-40%
5 Other Actions (describe) Percentage 41-50%
6 Other Actions (describe) Percentage greater than 50%

Submittal Table 8-2 Retail: Supply Augmentation and Other Actions
Water Code Section 10632(a)(4)(A),(C) and (E)

Add additional rows as needed

NOTES:

Is the Supplier completing this table using the standard six levels? (yes/no)

How much is this going to reduce the 
shortage gap? 

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. 

Shortage 
Level

Supply Augmentation Methods and 
Other Actions by Water Supplier

 Drop down list
 These are the only categories that will be 

accepted by the WUEdata online submittal tool 

Additional Explanation or Reference 
(OPTIONAL)
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Volume or Percentage
Drop down

Shortage Gap 
Reduction Value

(May be a range) (AF)

1 Other Percentage up to 10% See WSCP Yes
2 Other Percentage 11-20% See WSCP Yes
3 Other Percentage 21-30% See WSCP Yes
4 Other Percentage 31-40% See WSCP Yes
5 Other Percentage 41-50% See WSCP Yes
6 Other Percentage greater than 50% See WSCP Yes

Shortage 
Level

Demand Reduction Actions
Drop down list

These are the only categories that will be 
accepted by the WUEdata online submittal 

tool. Select those that apply.

Additional Explanation or Reference
(OPTIONAL)

NOTES:

Penalty, Charge, or 
Other 

Enforcement? 
For Retail Suppliers Only 

Drop Down List

DWR NOTES: Units of measure (AF, CCF, MG) must remain consistent throughout the UWMP as reported in Submittal Table 2-3. 

Is the Supplier completing this table using the standard six levels? (yes/no)

Submittal Table 8-3 Retail: Demand Reduction Actions
Water Code Section 10632(a)(4)(B),(D), and (E)

Add additional rows as needed

How much is this going to reduce the shortage 
gap? 
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City Name                   60 Day Notice
Drop Down (yes/no)

Notice of Public 
Hearing

Drop Down (yes/no)

City of Placerville Yes Yes

City of Folsom Yes Yes

County Name 
Drop Down List

60 Day Notice
Drop Down (yes/no)

Notice of Public 
Hearing

Drop Down (yes/no)

El Dorado County Yes Yes

Sacramento County Yes Yes

Submittal Table 10-1 Retail: Notification to Cities and Counties
Water Code Section 10621(b) and 10642

Add additional rows as needed

Add additional rows as needed

NOTES:
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